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The Committee hereby submits its Revised Presiding Member’s Proposed Decision for the
Sunrise Power Project (Docket Number 98-AFC-4). We have prepared this document pursuant
to the requirements set forth in the Commission’s regulations. (20 Cal. Code of Regs.,/ 1749-
1753.)

Although the May 2000 Proposed Decision specified significant deficiencies and recommended
that the project not be certified, the Applicant has since submitted amendments to the Project.

The Committee reopened the evidentiary record to receive evidence on the amended Project.

Based upon this additional evidence we now conclude that Project construction and operation
will comply with all applicable laws, ordinances, regulations, and standards, and that all
associated impacts will be mitigated to below a level of insignificance. The present document
contains revisions which reflect these conclusions and also incorporate pertinent comments on
the May 2000 document. Substantive changes are reflected in an underline and strikeout

format.

Therefore, we recommend the Application for Certification for the Sunrise Power Project be
approved at this time and that the Commission grant the Applicant a license to construct the
Project and to operate it until December 31, 2002, unless the Project owner has received prior
authorization from the Commission to construct a combined cycle or cogeneration project as a

modification to this Project.

Dated: ENERGY RESOURCES CONSERVATION
AND DEVELOPMENT COMMISSION

MICHAL C. MOORE, Ph.D., Commissioner ROBERT PERNELL, Commissioner
Presiding Committee Member Associate Committee Member
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INTRODUCTION

A. SUMMARY

This document is the Revised Presiding Member s Proposed Decision (PMPD).1 ‘
It contains the Committee s determinations regarding the Application for
Certification (AFC) for the Sunrise Cegeneration-and-Power Project and includes ‘
the findings and conclusions required by law. The PMPD is based exclusively on
the evidentiary record established at the hearings on the application. The
document contains the Committee s reasons supporting its Decision and
references to portions of the record which support the Committee s findings and
conclusions.?

1. Revisions to PMPD

The Sunrise Project was originally proposed as a cogeneration facility which

would generate electricity for sale and produce steam for use in the adjacent

oilfields in thermally enhanced oil recovery (EOR) processes. After the

evidentiary hearings and issuance of the PMPD, the project was amended by the

Applicant from a cogeneration facility to a simple cycle peaking power plant. The

Applicant s stated objective for the amendment was that after the oilfield operator

reevaluated its steam needs, it would not require all of the project s generated

steam. In order to use the turbines in California to bring much needed power to

the State, the project was amended to capitalize on the environmental review

and engineering and development work that had already occurred at the site.

The project was amended to a simple cycle peaking facility because such a

facility could be constructed at the site in time to generate and deliver power

during the summer peak demand of 2001. The applicant has stated its intent to

' The requirements for the Presiding Member s Proposed Decision are set forth in the

Commission s regulations, Title 20, California Code of Regulations, sections 1749 through 1754.
Requirements for the Revised PMPD are found in Title 20, California Code of Regulations,
section 1753. The Final Decision is described in Section 1755.

2 References to the evidentiary record, which appear in parentheses following the referenced
material, may include an exhibit number and/or a reference to the date and page number of the
reporter s transcript e.g., (Ex. 2, p. 55; 11/5/99 RT 123.)



convert the project to either a combined cycle or cogeneration facility or

shutdown the simple cycle plant by December 31, 2002.

Several issues associated with the cogeneration project were highly contested

and decided by the Committee in the original PMPD. Many of those issues are

not relevant to the project now that it has been amended to a simple cycle facility.

The scope of review for the cogeneration project included analysis of potential

indirect impacts of the project providing steam which would be used for up to 700

new oil wells. Now that the simple cycle project will not provide steam to the

oilfield, all of the discussion, analysis and Conditions of Certification relating to

oilfield activities or the generation of steam have been eliminated in this Revised
PMPD.

Additionally, the simple cycle project will not utilize an SCR system and therefore,

discussion, analysis and Conditions of Certification related to the use of

anhydrous ammonia have likewise been eliminated in this Revised PMPD.

However, since the project will be constructed within the same footprint and will

utilize the same transmission line and corridor, the discussion, analysis and

Conditions of Certification relating to construction and operation of project

components within these areas remains essentially unchanged from the that

contained in the original PMPD.

In order to provide the reader with a clear understanding of the modifications to

the PMPD, additions are indicated by underlining and deletions are indicated with
ot I ion.

2. Summary of Project and Issues

The Sunrise Cogeneration—and-Power Project will be located in western Kern
County, near the community of Derby Acres. The project is a 320 megawatt




(MW) natural gas-fired eogenerationsimple cycle peaking —project, which will

produce electricity for the state electrical grid-and-steam-for-oil-production-in-the
adjacentoil-field_during times of high electricity demand. The project will

interconnect to the regional transmission system at Pacific Gas & Electric s

Midway substation, via a 23-mile 230 kV line. The facility s fresh water

requirements will be minimal,_as it will no longer be generating steam. Water will

be supplied by West Kern Water District (WKWD).;—since-the-primary—project

operations. The Sunrise project will receive its natural gas fuel through a new
approximately 2.5 mile long 20-inch natural gas pipeline that will interconnect the
project with the Kern-Mojave pipeline.60-footlong-12-inch-diameter-gaspipeline

Sunrise cogeneration-and-Power Company (Applicant or SEPPC) plans to begin
construction immediately after certification. The capital cost for the project is
estimated at $180250 million. There will be a peak work force of approximately
2575 construction jobs and about 234 permanent facility operations personnel.

Throughout thies earlier proceedings Applicant hads faced a number of
challenges from various governmental agencies and from Intervenors in the
case. The most serious of these challenges has concerned air quality issues.
Most significant in our view, wais the United States Environmental Protection
Agency s (USEPA) determination that the final determination of compliance
(FDOC), issued by the local air district, was invalid. USEPA s determination was

based on the certification of compliance filed by Texaco, Inc., Sunrise Power

Company s parent. On October 10, 2000, Edison Mission Energy (EME) and

Texaco entered into a binding Memorandum of Understanding whereby EME

agreed subject to certain conditions precedent to purchase all of the outstanding

and issued shares of Sunrise Power Company capital stock. The final execution

of that agreement is expected to occur on approximately November 15, 2000.




EME and its parent, Southern California Edison (SCE), have each filed new

certifications of compliance with the San Joaquin Valley Unified Air Pollution
Control District (SJVUAPCD or District) that were deemed acceptable to the

District. Additionally, Sunrise has filed for a new DOC. Therefore, any

discussion relating to the validity of the original DOC and Texaco s certification of

compliance is no longer relevant. SubsequentlyUSEPA-informed-the record-that

Concerning other air quality challenges to its application, Sunrise was generally

successful in meeting its burden of proof. Near-the-close-of hearings,Sunrise

catalyst-as-part-of-its-pollution-control- package-—However, to ensure adequate

mitigation of emissions during project construction, we have required Applicant to

also use oxidizing soot filters on construction equipment wherever feasible.

Concerning the topic of public health, we-agree-with-the—approach-takenby
Apoli | Staff tl o e I in 4 i i field

' isti i i : e-we seriously considered

CURE s arguments concerning potential risks from acrolein emissions during

construction.  —\Wwe have found that the use of oxidizing soot filters will

fI—




adequately mitigate any potential risks from acrolein and other emissions. We
did not find CURE s challenges to Applicant s worker safety provisions to be

persuasive, finding instead that Applicant can meet all legal requirements and

provide safe working conditions.

CURE s argument that the project will have significant impacts on biological
resources in the area was not persuasive. The record contains no evidence of
likely harm to endangered species; in fact, the project is expected to fully offset
all biological impacts through the purchase of large amounts of habitat to benefit

endangered species. Ceaasorring—CUEE s ehalenge—thaltthe projest—will

An additional challenge arose from another Intervenor, the Transmission Agency

of Northern California (TANC). TANC argued that the Sunrise project will cause
congestion on the state s north-south transmission system, leading to
consequential air quality impacts. However, we found that the analysis sought by
TANC is too speculative at this time to be used as a basis for conditions in this

case.




Notwithstanding the many challenges to the Sunrise project, we are aware of a
number of benefits which are attached to the project. First, the project is well
located, in an oil field, a highly disturbed environment remote from the general
public. It will provide an average 1650 jobs during construction providing a
payroll of $489-$2311 million during its fiffeen-nine month construction period. It
is projected to generate $4,750,000-$1.5 to $1.7 million in property taxes in its

first year of operation.

The Sunrise Project will also generate and deliver a substantial amount of power

during the summer peak demand of 2001 and 2002 when critical power

shortages within the State are projected. The Leqislature has enacted AB 970

(Pub. Resources Code, / 25552, et. seq.) recognizing the need for new

generation in California. While this project has not been licensed under the

specific authority of AB 970, it will assist in providing that new generation.




Finally, we have required the Sunrise project to provide community-lighting
beautification _and/or lighting for streets and/or the park in Derby Acres; an

obvious benefit to this small oil field community.



B. SITE CERTIFICATION PROCESS

The Sunrise Power Plant and Cogeneration Project and its related facilities fall
within Energy Commission licensing jurisdiction. (Pub. Resources Code, 7/
25500 et seq.). During its licensing proceedings, the Commission acts as lead
state agency under the California Environmental Quality Act (CEQA) (Pub.
Resources Code, 7/ 25519(c), 21000 et seq.), and the Commission s process
and associated documents are functionally equivalent to the preparation of the
traditional Environmental Impact Report. (Pub. Resources Code, /21080.5.)
The process is designed to allow the review of a project to be completed within a
limited period of time; a license issued by the Commission is in lieu of other state

and local permits.

The Commission s certification process provides a thorough and timely review
and analysis of all aspects of this proposed project. During the process, we
conduct a comprehensive examination of a project s potential economic, public

health and safety, reliability, engineering, and environmental ramifications.

Significantly, the Commission s process allows for and encourages public
participation so that members of the public may become involved either
informally, or on a more formal level as an Intervenor with the same legal rights
and duties as the project developers. Public participation is encouraged at every
stage of the process.

The process begins when an Applicant submits the Application for Certification
(AFC). Commission staff reviews the data submitted as part of this AFC, and
recommends to the Commission whether or not it contains adequate information
to permit review to commence. Once the Commission determines that an AFC
contains sufficient analytic information, it appoints a Committee of two

Commissioners to conduct the licensing process. The Commission also appoints



a hearing officer to provide legal assistance to the Committee in each case. This
process includes holding public conferences and evidentiary hearings, as well as
providing a recommendation to the full Commission concerning a project s
ultimate acceptability. The Committee and ultimately the Commission serve as
fact-finder and decision-maker. The role of the Commission s Public Advisor is to
assist members of the public and intervenors with their understanding of and
participation in the Commission s siting process.

All parties, including the applicant, Commission staff, and any intervenors, are
subject to the ex parte rule, which prohibits them from communicating on
substantive matters with Committee members, their staffs, and the hearing

officer, except for communications which are on the public record.

The initial portion of the certification process is weighted heavily toward assuring
public awareness of the proposed project and obtaining such further technical
information as is necessary. During this time, the Commission staff sponsors
numerous public workshops at which intervenors, agency representatives,
members of the public, Staff, and Applicant meet to evaluate and resolve
pertinent issues. Staff then publicizes its initial technical evaluation of the project
in the document called the Staff Assessment .

Following this, the Committee conducts a Prehearing Conference to assess the
adequacy of the available information, identify issues, and determine the
positions of the various participants. Information gleaned from this event forms
the basis for a Hearing Order organizing and scheduling formal evidentiary
hearings. At these hearings, all who have become formal parties are able to
present testimony, under oath or affirmation, which is subject to cross-
examination by other parties and to questioning by the Committee. The public
may also comment on a proposed project at these hearings. Evidence and
public comment adduced during these hearings provides the basis for the

decision-makers analysis.



This analysis appears in a Committee recommendation to the full Commission in
the form of a Presiding Member s Proposed Decision, which is available for a
public review period of at least 30 days. Depending upon the extent of revision
necessary in reaction to comments received during this period, the Committee
may then elect to publish a revised version. If so, this latter document triggers an
additional 15-day public comment period. Finally, the full Commission decides
whether to accept, reject, or modify the Committee s recommendations at a
public hearing.

C. PROCEDURAL HISTORY

Public Resources Code, sections 25500 et seq. and Commission regulations
(Cal. Code of Regs., tit. 20,7 1701, et seq.) mandate a public process and
specify the occurrence of certain necessary events. The key procedural

elements occurring during the present case are summarized below.

The Applicant submitted its Application for Certification (AFC) on December 21,
1998. Shortly thereafter, Staff sent a request for agency participation to those
governmental agencies likely to have an interest in the project. On February 17,
1999, the full Commission determined that the Applicant had made its AFC

sufficiently informative and complete to commence the review process.

The Committee scheduled its initial event, an Informational Hearing and Site
Visit , by notice dated February 25, 1999. This notice was sent to all known to be
interested in the proposed project, including owners of land adjacent to, or in the
near vicinity of, the Sunrise project; it was also published in local general

circulation newspapers.
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The Committee conducted the Informational Hearing in the community of Derby
Acres on March 18, 1999. At this event, the Applicant hosted a visit to the
proposed power plant site and along the proposed transmission line route.
Following the site visit, the Committee and other participants discussed the
proposed Sunrise Cogeneration and Power Plant, described the Energy
Commission s review process, and identified opportunities for public participation.
The next day, Commission staff held the first in a series of informal post-
acceptance public workshops in the local area to further discuss project details.
The Committee issued its required Scheduling Order on April 1, 1999.

The Committee held a Status Conference on May 25, 1999, to hear argument on
the appropriate scope of environmental review for the project. The Committee s
determination on the scope of review was issued in its Order of June 4, 1999.
Identified as the Joint Blueprint, it determined the portions of the project which
would be analyzed by the Commission in its role as a lead agency under CEQA.
(Ex. 23, Figure 1.) In response to a Motion to Compel Production of Information
filed by CURE, the Committee issued its August 26, 1999 Order setting forth the

Committee s determination.

Pursuant to this Order, and following additional case development, the
Commission staff released its Preliminary Staff Assessment (PSA) on August 2,
1999, and conducted various workshops to receive comments on the PSA.
Thereafter, on September 1, 1999, the Committee conducted a Prehearing
Conference to assess the status of the case and determine whether substantive
issues required adjudication. After considering the comments of all parties, the
Committee subsequently scheduled issuance of the Final Staff Assessment
(FSA), Parts 1, 2, and 3 issued respectively on October 1, 15 and December 12,
1999.> The Committee conducted formal evidentiary hearings on October 12

> Part 1 of the FSA contains the following technical areas: Project Description; Need

Conformance; Hazardous Materials Management; Transmission Line Safety and Nuisance; Land
Use; Noise; Visual Resources; Cultural Resources; Waste Management; Biological Resources;

11



and 14, November 5, December 2 and 3, 1999, and on January 10, 11, 13, and
28, 2000.

The Committee, after establishing the evidentiary record, published this—a
Presiding Member s Proposed Decision (PMPD) on May 10, 2000, followed by a
30-day period for the public to comment on the PMPD.

On September 12, 2000 the Applicant filed an Amendment to its AFC amending

the project from a cogeneration facility to the Sunrise Power Project, a simple

cycle peaking power plant.

The Committee then conducted a Committee Conference on October 10, 2000

and the Final Staff Assessment for all topic areas on the amended project was
issued on October 26, 2000.

The Committee then held a Prehearing Conference on October 30, 2000 to

assess the status of the case and determine whether substantive issues required

adjudication. The Committee conducted formal evidentiary hearings on
November 7, 2000.

The Committee, after establishing the evidentiary record, published a Revised

PMPD, followed by a 15-day comment period.

Those who formally intervened as parties in this process include: the California
Unions for Reliable Energy (CURE); the Transmission Agency of Northern
California, Elk Hills Power Project, and High Desert Power Project.

Geology and Paleontology; Facility Design; Power Plant Reliability; Power Plant Efficiency;
Alternatives; and General Conditions/Compliance.

Part 2 of the FSA contains: Worker Safety and Fire Protection; Traffic and Transportation;
Socioeconomics; and Transmission System Engineering.

Part 3 of the FSA includes: Air Quality; Public Health; Soils and Water Resources; and Biological
Resources (revised).

12




I PROJECT PURPOSE AND DESCRIPTION

SUMMARY AND DiscussioN oF THE EVIDENCE

The project Applicant is the Sunrise Cogeneration-and-Power Company-(SCPC;
or—(Applicant), a Delaware corporation which is a wholly-owned subsidiary of

Texaco, Inc. On October 10, 2000, Edison Mission Energy (EME) and Texaco

entered into a binding Memorandum of Understanding whereby EME aqgreed,

subject to certain conditions precedent, to purchase all of the outstanding and

issued shares of Sunrise Power Company capital stock. The final execution of

that agreement is expected to occur on approximately November 15, 2000. (Ex.

109, p. 2; Ex 112). SCPCThe Applicant- proposes to construct and operate the
Sunrise Cogeneration—and-Power Project (SCPP or Sunrise Project), a 320
megawatt (MW) natural-gas fired, eegeneration-simple cycle peaking facility.
Applicant s objective is to produce-thermal-energy-from-the-Sunrise-project-in-the

operations—An-additional-project-objective-is-to-produce electricity for sale during
periods of high demand beginning in the summer of 2001.in-California-s-newly
deregulated-electricity-market—(Ex. 4109°,_p. 4; Ex. 107, Sections. 1 and 2
section—1-2-10/12/99-RT-28-)) The project will be operated as a simple cycle

peaking facility until December 31, 2002 at which time it will either be shutdown

or converted to a cogeneration or combined cycle facility. (Ex. 122: Ex. 124)

The power plant site is approximately 35 miles southwest of Bakersfield, 8 miles
northwest of Taft, 7 miles southeast of McKittrick, 3 miles northwest of Fellows, and
2.5 miles south of Derby Acres. (See Figure 1.)

4 Testimony — Project Ownership submitted byLindell Blair and Mervyn Soares.
° Testimony — Project Description submitted by Mervyn Soares
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The power plant would be located on a 20-acre parcel of vacant land and is within
the existing Midway Sunset oil and gas production field. The vicinity is heavily
developed and utilized by petroleum companies for natural gas and oil production.
Numerous petroleum recovery and storage facilities, electric and petroleum

transmission lines, and access roads characterize the area. (See Figure 2.)

The 320 MW cogeneration—simple cycle peaking project will consist of two

General Electric Frame 7FA combustion turbine generators (CTGs)-and-two-heat

recovery-steam-generators (HRSGs). Each turbine will be equipped with dry low-
NOy (oxides of nltrogen) combustors—and—the—HRSGs—wHJ—be—equped—wﬁh

control. The project will not employ a selective catalytic reduction (SCR) system

and an oxidation catalyst system for the simple cycle power plant. These

components would be added later, should the facility ultimately be converted to a
combined cycle or cogeneration configuration (Ex. 109°, p. 2). Project Description
Figure 3 (Exhibit 107, Figure 2-1) shows a plan view of the proposed power plant

site arrangement. (See Figure 3.)

Each CTG system will consist of a stationary, heavy duty, industrial CTG capable
of producing approximately 165 MW of electricity at site conditions. Exhaust gas

from each CTG will flow directly to the atmosphere.through-anunfired—single-

6 Testimony — Facility Design submitted by StanleyArmbruster
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The project was originally proposed asAs a cogeneration project, with the

production of steam to be delivered to TCI for enhanced oil recovery. -creates

powerplant-itself—Aeccordingly—tThe Committee issued an Order defining the

scope of the project for the purposes of environmental analysis_for the

cogeneration project.” The Order defined an area within the _-mile radius circle

around the proposed power plant, where roughly 700 new steam wells will be

constructed and served by the Sunrise project. Since the project will no longer

be providing steam to TCI, the Committee s Order on the Scope of Review is no

longer applicable.

" Committee Order on Scope of Review issued on June 4, 1999.
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PROJECT DESCRIPTION - SITE LOCATION Figure 1
Source: Ex. 1,p. 1-5
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PROJECT DESCRIPTION - LOCAL SETTING Figure 2
Source: Ex. 23, p. 19
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PROJECT DESCRIPTION - SITE ARRANGEMENT Figure 3
Source: Ex.-23107, Figure 2-1p-20
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The facility s consumptive fresh water requirements will be minimal, since the

project will not generate steam. prirrary-project-water-supply-will-bepretreated;
produced-water-from-the-adjacentoil-field-operations—The simple cycle project

will not use produced water from adjacent oil field operations as originally

proposed for the congeneration facility. (Ex. 1092, p. 3: Ex. 108, p. 97: Ex. 107,
p. 2-15) The only source of water H-is intended-that- the Western Kern Water

District (WKWD). WKWD water will be used as make-up for evaporator coolers

and CTG washes and the effluent will be collected at the site, piped to the TCI

utility backbone and used as recycled water in TCl s lease water system. The

project will not discharge project water to Valley Waste Disposal Company. In

order to facilitate grading activities at the site, two WKWD lines will be relocated

approximately 300 feet south of the project (Ex. 109°, p. 2; Ex. 107, Sec. 2; see
also the Soil and Water Resources Section of this Decision.) will-supply

Natural gas will be the only fuel used at the facility and will be supplied by the

thermal host, TCI. The Sunrise project will receive gas via a new approximately

2.5 mile long 20-inch natural gas pipeline to interconnect the project to the Kern-

Mojave pipeline. The new line will be located adjacent to an existing TCI gas
pipeline. (Ex. 107, p. 7-1 and Figure 7-1)60-footlong—12-inch-diametergas
inli ¢ TCl . I iveline._which_i | |

) ill ith TOI ) " idor.

Power will be generated by the CTGs at 18 kilovolt (kV) and stepped up by two
transformers to 230 kV in a new substation (the Sunrise Substation) directly east

of the eegeneration-plant. The cogeneration-plant interconnection to the regional

8 Testimony — Project Description submitted byMervyn Soares.
o Testimony —Facility Design submitted by Stanley Armbruster.
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transmission system will be at Pacific Gas & Electric s Midway substation, via an
approximately 23-mile 230 kV line. Multiple 230 kV transmission line alternatives
are being considered to interconnect the Sunrise project to the California electric
transmission grid. The preferred route, Route B, would connect the Sunrise
project directly to PG&E s Midway Substation near Buttonwillow. An alternative
Route F would connect the Sunrise substation to the La Paloma substation and

from there a joint ownership line would connect to the Midway substation.

Project Description Figure 4 shows electric transmission line Route B. The
transmission line would run from the power plant site to the northwest past the
east side of the Midway-Sunset power plant, then north past the west side of the
proposed La Paloma power plant and east of McKittrick, then northeast to the
Midway substation in Buttonwillow. The first few miles of the route travel through
an area containing heavy petroleum development. This development becomes
less intense as the route nears and crosses State Route 33 south of McKittrick
and travels through the McKittrick Valley and over the Elk Hills. The route then
drops into the southern San Joaquin Valley, crossing irrigated agricultural land on

its way to Midway Substation.

SPPSCPC plans to begin construction immediately after certification, and plans
to begin commercial operation during early Augustby-tate-spring of 2001. The
capital cost for the project is estimated between $150 to $170 at-$250 million.

There will be a peak work force of approximately 2755 construction jobs and

about 243 permanent facility operations personnel.

\\
\\
\\
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PROJECT DESCRIPTION Figure 4

ELECTRIC TRANSMISSION LINE ROUTE B

Source: Ex. 23, p. 21
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FINDINGS AND CONCLUSIONS
Based upon the evidence of record, we find as follows:

1. The project objective is to construct and operate a nominally rated 320
MW natural gas-fired simple cycle peaking eegeneration-merchant power

plant_during times of high demand.-anrd-to-produce-thermal-energy-in-the
F £ hial . ~alifornia_lne. for_tl "
I ! ol ions.

2. The project consists of the power and-steam-generation equipment, the
transmission interconnection, the raw—and-relocation of two WKWD

potable water supply lines, the natural gas pipeline,;-steam-supply-facilities
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. NEED CONFORMANCE

The Sunrise Cogeneration Power Project Application for Certification (AFC) was
accepted on February 17, 1999 and amended on September 12, 2000. Atthattime,
At the time of the filing of the original AFC, the Public Resources Code prohibited the

Energy Commission from certifying a power plant unless the Commission made a
finding that the facility was "needed" in accordance with the Commission’s integrated
assessment of need for new resource additions. (See, Pub. Resources Code, 7/
25523(f) and 25524(a).) The Public Resources Code directed the Commission to do
an "integrated assessment of need," taking into account 5- and 12-year forecasts of
electricity supply and demand, as well as various competing interests, and to adopt
the assessment in a biennial electricity report.

On September 28, 1999, the Governor signed Senate Bill No. 110, which became
Chapter 581, Statutes of 1999. This legislation repeals Public Resources Code
sections 25523(f) and 25524(a) and amends other provisions relating to the
assessment of need for new resources. It thereby removes the requirement that, to
certify a proposed facility, the Commission must make a specific finding that the
proposed facility is in conformance with the adopted integrated assessment of need.
Regarding need-determination, Senate Bill 110 states:

Before the California electricity industry was
restructured the regulated cost recovery framework for
powerplants justified requiring the commission to
determine the need for new generation, and site only
powerplants for which need was established. Now that
powerplant owners are at risk to recover their
investments, it is no longer appropriate to make this
determination. (Pub. Resources Code, /25009, added
by Stats. 1999, ch. 581,/1.)
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Senate Bill 110 took effect on January 1, 2000 (Cal. Const., Art. 4,/8.) As of that
date, the Commission is no longer required to determine if a proposed project
conforms with an integrated assessment of need. As a result, any application for
certification for which the Commission adopts a final decision after January 1, 2000,
is not subject to a finding of "need-conformance."

Therefore, because of SB 110, the Commission makes no finding of "need-
conformance" with respect to the proposed project.
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lll. PROJECT ALTERNATIVES

In cases such as the Sunrise project, where the application has been exempted
from the Notice of Intention requirements pursuant to Public Resources Code
section 25540.6, the Commission is required during the AFC process to examine
the feasibility of available site and facility alternatives which substantially
lessen the significant adverse impacts of the proposal on the environment. (Cal.
Code of Regs., tit. 20,/1765.) This inquiry must also comply with the guidelines
implementing the California Environmental Quality Act (CEQA) which require an
evaluation of the comparative merits of a range of reasonable alternatives to
the project, or to the location of the project, which would feasibly attain most of
the basic objectives of the project but would avoid or substantially lessen any of
the significant effects of the project , as well as an evaluation of the no project
alternative. [Cal. Code of Regs., tit. 14,/15126 (d).]

The range of alternatives which we are required to consider is governed by a
rule of reason . This means that our consideration of alternatives may be limited
only to those that would avoid or substantially lessen any of the significant
effects while continuing to attain most of the basic objectives of the project,
and need not include those alternatives whose effects cannot be reasonably
ascertained and whose implementation is remote and speculative. [Cal. Code of
Regs., tit. 14,/15126 (d) (5).]

SUMMARY AND DiscussiON OF THE EVIDENCE
The evidence of record addresses alternatives to the major components of the

Sunrise project. This includes generation technology, site selection, and linear
facility routing. (10/12/99 RT 38-50; Ex. 1, sec. 5; Ex. 23, p. 343.)
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The methodology used to prepare the alternatives analysis included:

» Identifying the basic objectives of the project;

* Providing an overview of the project s potentially significant adverse
impacts;

» Identifying and evaluating alternatives to the project;

» Identifying and evaluating alternative locations for sites; and

» Evaluative the impacts of not constructing the project. (Ex. 23, p.
343.)

1. Project Objectives

The evidence presented by beth-the Applicant and-Cemmission-staff-indicates
that the objectives of the Sunrise- Sunrise project include-_is to bring 320 MW of
power on-line during Summer Peak 2001.thefollowing:_To achieve this goal, the

following intermediate objectives must be met:

« Environmental review must be performed quickly in order to secure

fast track requlatorv approvals BHHd—and—epeFa{&aeege{matreniaeﬂny

andEngineering and project development must be complete prior to

project approval, so that construction may begin immediately following
fast-track requlatory approvals.

(Ex. 23109, Testimony of

Mervyn Soares, Project Alternatives, p. 3431.)

To achieve these ends, the project proponents desire to construct the Sunrise
Cogeneration—and-Power Project at the same site as was proposed for the

original cogeneration facility because:
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» The Sunrise Project site and linear facilities have undergone extensive

environmental review for over two years and the Siting Committee had

issued a Presiding Members Proposed Decision;

o Sunrise Power Company currently owns two turbines capable of being

installed immediately to generate 320 MW of power; and

Sunrise Power Company has completed over 85 percent of site-specific

engineering and project development activities to date. (Exhibit 109,

Testimony of Mervyn Soares, Project Alternatives, p. 2)

2. Potentially Significant Adverse Impacts

The environmental impacts of the project are discussed in detail in the individual
topic areas of this Decision. However, for the purposes of conducting its
alternatives analysis, Commission staff assumed that the project posed
potentially significant adverse impacts in the areas of air quality and biological
resources, if not adequately mitigated. The project s ability to mitigate such

impacts to levels of insignificance is discussed under the respective topics.

3.3. Technological Alternatives
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Although alternative generation technologies were evaluated by both the

Applicant and Staff for the original cogeneration project, no technological

alternatives were assessed for the simple cycle facility because none could

achieve the goal of the project to generate and deliver electricity during the
summer peak demand of 2001. (Ex 109" p. 1.: Ex. 107, Sec. 5.3)

4.3. Alternative Locations

Although the Applicant and Staff evaluated alternative locations for the original
projectThe evidence indicates that Commission staff evaluated _the three
alternative locations were selected that met the original project objectives of

10 Testimony — Project Alternatives submitted byMervyn Soares.

28




efficiently providing steam for oil field operations."" Fhese sites-were:Sunrise-s

the-Midway-Sunset-Oil-Field—(11/12/99 RT 45; Ex. 23, p. 347.)_However, no

alternative site locations that maximize the use of previous environmental review,

engineering and other project development were identified. Therefore, the

proposed Project site is the only viable location to meet the simple cycle project

objectives of generating and delivering electricity during the summer peak
demand of 2001. (Ex. 107, Sec. 5.2).

The evidence also includes an evaluation of alternative routings for the project s

transmission tie line. (Ex. 1, p. 5-10 to 5-15.) The alternatives were proposed as
part of the project and are analyzed in the topic section on Transmission System

Engineering.

" Because one objective of the original a—cogeneration project wais to provide steam to its
thermal host, a realistic examination of alternative plant locations wasis limited to the distance
from which the cogeneration plant can efficiently pipe steam to the thermal host; approximately _-
mile.
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54. No Project

In the no project alternative, the Sunrise Project would not be available to supply

electricity during 2001 and 2002 when critical statewide electricity shortages are

predicted. (Ex. 107, Sec. 5.1) Assuming all project related environmental

impacts are mitigated to a level of insignificance, the no project alternative is not

superior to the proposed project, because the no project alternative does not

lessen or reduce any significant adverse environmental impacts and in fact would
prevent the generation of much needed power resources. Applicants-analysis-in

FINDINGS AND CONCLUSIONS

Based upon the totality of the evidence of record, including that relating to each
topic area contained in other portions of this Decision, we find and conclude as

follows:

1. The evidence of record contains an acceptable analysis of a reasonable
range of alternatives to the project as proposed.

2. The evidentiary record contains a review of alternative technologies, fuels,

linear routings, and the no project alternative.

3. If all Conditions of Certification contained in this Decision are
implemented, construction and operation of the Sunrise Cogeneration-and
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Power Project will not create any direct, indirect, or cumulative significant

adverse environmental impacts.

4. The no project alternative would not avoid or lessen the creation of a
direct, or indirect, or cumulative significant adverse environmental

impacts.

We therefore conclude that the evidence of record contains an analysis of
possible alternatives to the Sunrise Cegeneration-and-Power Project, including
its appurtenant facilities, which satisfies the requirements of both the Warren-
Alquist Act and the California Environmental Quality Act and implementing

regulations.
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IV. COMPLIANCE AND CLOSURE

Public Resources Code section 25532 requires the Commission to establish a post-
certification monitoring system. The purpose of this requirement is to assure that
certified facilities are constructed and operated in compliance with applicable laws,
ordinances, regulations, standards, as well as the specific Conditions of Certification

adopted as part of this Decision.

SUMMARY AND DISCUSSION OF THE EVIDENCE

The evidence of record contains a full explanation of the purposes and intent of the
Compliance Plan (Plan). The Plan is the administrative mechanism used to ensure that
the Sunrise Cogeneration-and-Power Project is constructed and operated according to
the Conditions of Certification. It essentially describes the respective duties and
expectations of the project owner and the Staff Compliance Project Manager (CPM) in
implementing the design, construction, and operation criteria set forth in this Decision.
Compliance with the Conditions of Certification contained in this Decision is verified
through mechanisms such as periodic reports and site visits. The Plan also contains
requirements governing the planned closure, as well as the unexpected temporary and
unexpected permanent closure, of the project.

The Compliance Plan is composed of two broad elements. The first element is the

"General Conditions". These General Conditions:

» Set forth the duties and responsibilities of the Compliance Project Manager
(CPM), the project owner, delegate agencies, and others;

» Set forth the requirements for handling confidential records and maintaining the
compliance record;

» Establish procedures for settling disputes and making post-certification changes;

» State the requirements for periodic compliance reports and other administrative
procedures necessary to verify the compliance status of all Commission imposed
conditions; and
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» Establish requirements for facility closure.

The second general element of the Plan contains the specific Conditions of
Certification . These are found following the summary and discussion of each individual
topic area in this Decision. The individual conditions contain the measures required to
mitigate potentially adverse project impacts associated with construction, operation and
closure to an insignificant level. Each condition also includes a verification provision

describing the method of assuring that the condition has been satisfied.

The contents of the Compliance Plan are intended to be read in conjunction with any
additional requirements contained in the individual Conditions of Certification.

FINDINGS AND CONCLUSIONS
The evidence of record establishes:

1. The Compliance Plan and the specific Conditions of Certification contained in this
Decision assure that the Sunrise Cogeneration—and-Power Project will be
designed, constructed, operated, and closed in conformity with applicable law.

2. Requirements contained in the Compliance Plan and in the specific Conditions of
Certification are intended to be read in conjunction with one another.

We therefore conclude that the compliance and monitoring provisions incorporated as a
part of this Decision satisfy the requirements of Public Resources Code section 25532.
Furthermore, we adopt the following Compliance Plan as part of this Decision.
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COMPLIANCE PLAN

GENERAL CONDITIONS OF CERTIFICATION

COMPLIANCE PROJECT MANAGER (CPM) RESPONSIBILITIES
A CPM will oversee the compliance monitoring and shall be responsible for:

1. Ensuring that the design, construction, operation, and closure of the project facilities
is in compliance with the terms and conditions of the Commission Decision;

2. Resolving complaints;

3. Processing post-certification changes to the conditions of certification, project
description, and ownership or operational control;

4. Documenting and tracking compliance filings; and,
5. Ensuring that the compliance files are maintained and accessible.

The CPM is the contact person for the Commission and will consult with appropriate
responsible agencies and the Commission when handling disputes, complaints and
amendments.

All project compliance submittals are submitted to the CPM for processing. Where a
submittal required by a condition of certification requires CPM approval, it should be
understood that the approval would involve all appropriate staff and management.

The Commission has established a toll free 800 number for the public to use for
notifying the Commission about power plant construction and operation related
complaints or events of concern. The telephone number is 1-800-858-0784.

Pre-Construction and Pre-Operation Compliance Meeting

The CPM may schedule pre-construction and pre-operation compliance meetings prior
to the projected start-dates of construction, plant operation, or both. The purpose of
these meetings will be to assemble both the Commission s and the project owner s
technical staff to review the status of all pre-construction or pre-operation requirements
contained in the Commission s Conditions of Certification to confirm that they have been
met or, if they have not been met, to ensure that the proper action is taken. In addition,
these meetings shall ensure, to the extent possible, that Commission conditions will not
delay the construction and operation of the plant due to oversight or inadvertence and to
preclude any last minute, unforeseen issues from arising.
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Commission Record

The Commission shall maintain as a public record in either the Compliance file or
Docket file for the life of the project (or other period as required):

1) All documents demonstrating compliance with any legal requirements
relating to the construction and operation of the facility;

2) All monthly and annual compliance reports filed by the project owner;
3) All complaints of noncompliance filed with the Commission; and,

4) All petitions for project or condition changes and the resulting staff or
Commission action taken.

PROJECT OWNER RESPONSIBILITIES

It is the responsibility of the project owner and any successors in interest to ensure that
the general compliance conditions and the Conditions of Certification are satisfied. The
general compliance conditions regarding post-certification changes specify measures
that the project owner and any successors in interest must take when requesting
changes in the project design, compliance conditions, or ownership. Failure to comply
with any of the Conditions of Certification or the general compliance conditions may
result in revocation of Commission certification, an administrative fine, or other action as
appropriate.

Access

The CPM, designated staff, and delegated agencies or consultants, shall be guaranteed
and granted access to the power plant site, related facilities, project-related staff, and
the records maintained on site, for the purpose of conducting audits, surveys,
inspections, or general site visits.

Compliance Record

The project owner shall maintain project files on-site or at an alternative site approved
by the CPM, for the life of the project. The files shall contain copies of all as-built
drawings, all documents submitted as verification for conditions, and all other project-
related documents for the life of the project, unless a lesser period is specified by the
Conditions of Certification.

Commission staff and delegate agencies shall, upon request to the project owner, be
given access to the files.

Compliance Verifications

A cover letter from the project owner or authorized agent is required for all compliance
submittals and correspondence pertaining to compliance matters. The cover letter
subject line shall identify the involved condition(s) of certification by condition
number and include a brief description of the subject of the submittal. The project
owner shall also identify those submittals not required by a condition of certification with
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a statement such as: This submittal is for information only and is not required by a
specific condition of certification. When submitting supplementary or corrected
information, the project owner shall reference the date of the previous submittal.

The project owner is responsible for the delivery and content of all verification submittals
to the CPM, whether such condition was satisfied by work performed by the project
owner or an agent of the project owner.

All submittals shall be addressed as follows:

Compliance Project Manager

Sunrise Cogeneration-and-Power Project Project (98-AFC-4C)
California Energy Commission

1516 Ninth Street (MS-2000)

Sacramento, CA 95814

If the project owner desires Commission staff action by a specific date, it shall so state
in its submittal and include a detailed explanation of the effects on the project if this date
is not met.

Each Condition of Certification is followed by a means of verification. The verification
describes the Commission s procedure(s) to ensure post-certification compliance with
adopted conditions. The verification procedures, unlike the conditions, may be modified,
as necessary, by the CPM, in most cases without Commission approval. [See Title 20,
California Code of Regulations, /1760.]

Verification of compliance with the Conditions of Certification can be accomplished by:

1) Reporting on the work done and providing the pertinent documentation in
monthly and/or annual compliance reports filed by the project owner or
authorized agent as required by the specific Conditions of Certification;

2) Appropriate letters from delegate agencies verifying compliance;
3) Commission staff audit of project records; and/or

4) Commission staff inspection of mitigation and/or other evidence of mitigation.

Compliance Reporting

There are two different compliance reports that the project owner must submit to assist
the CPM in tracking activities and monitoring compliance with the terms and conditions
of the Commission Decision. During construction, the project owner or authorized agent
shall submit Monthly Compliance Reports. During operation, an Annual Compliance
Report must be submitted. These reports, and the requirement for an accompanying
compliance matrix, are described below. The majority of the Conditions of Certification
require that compliance submittals be submitted to the CPM in the monthly compliance
reports.
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Compliance Matrix

A compliance matrix shall be submitted by the project owner to the CPM along with
each monthly and annual compliance report. The compliance matrix is intended to
provide the CPM with the current status of compliance conditions in a spreadsheet
format. The compliance matrix must identify:

1) The technical area;
2) The condition number;

3) A brief description of the verification action or submittal required by the
condition;

4) The date the submittal is required (e.g., sixty (60) days prior to construction,
after final inspection, etc.);

5) The expected or actual submittal date;

6) The date a submittal or action was approved by the Chief Building Official
(CBO), CPM, or delegate agency, if applicable; and

7) An indication of the compliance status for each condition (e.g., not started ,
in progress or completed date ).

Completed or satisfied conditions do not need to be included in the compliance matrix
after they have been identified as completed/satisfied in at least one monthly or annual
compliance report.

Monthly Compliance Report

During construction of the project, the project owner or authorized agent shall submit
Monthly Compliance Reports within 10 working days after the end of each reporting
month. Monthly Compliance Reports shall be clearly identified for the month being
reported. The reports shall contain, at a minimum:

1) A summary of the current project construction status, a revised/updated
schedule if there are significant delays, and an explanation of any significant
changes to the schedule;

2) Documents required by specific conditions to be submitted along with the
Monthly Compliance Report. Each of these items must be identified in the
transmittal letter, and should be submitted as attachments to the Monthly
Compliance Report;

3) An initial, and thereafter updated, compliance matrix which shows the status
of all Conditions of Certification (fully satisfied and/or closed conditions do
not need to be included in the matrix after they have been reported as
closed);
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4) A list of conditions which have been satisfied during the reporting period, and
a description or reference to the actions which satisfied the condition;

5) A list of any submittal deadlines that were missed accompanied by an
explanation and an estimate of when the information will be provided;

6) A cumulative listing of any approved changes to Conditions of Certification;

7) A listing of any filings with, or permits issued by, other governmental
agencies during the month,;

8) A projection of project compliance activities scheduled during the next two
months;

9) A listing of the month s additions to the on-site compliance file; and

10)  Any requests to dispose of items that are required to be maintained in the
project owner s compliance file.

The first Monthly Compliance Report is due the month following the Commission
business meeting date that the project was approved, unless the project owner
notifies the CPM in writing that a delay is warranted. The first Monthly
Compliance Report shall include an initial list of dates for each of the events
identified on the Key Events List. (The Key Events List is located at the end of this
section.)

Annual Compliance Report

After the air district has issued a Permit to Operate, the project owner shall submit
Annual Compliance Reports instead of Monthly Compliance Reports. The Permit to
Operate is issued following the satisfactory completion of the required source test.

The annual reports are for each year of commercial operation and are due to the CPM
each year on a date designated by the CPM. Annual Compliance Reports shall be
submitted over the life of the project unless otherwise specified by the CPM. Each
Annual Compliance Report shall identify the reporting period and shall contain the
following:

1) An updated compliance matrix which shows the status of all Conditions of
Certification (fully satisfied and/or closed conditions do not need to be
included in the matrix after they have been reported as closed);

2) A summary of the current project operating status and an explanation of any
significant changes to facility operations during the year (e.g., total hours of
operation, scheduled and unscheduled maintenance and any major repairs);

3) Documents required by specific conditions to be submitted along with the
Annual Compliance Report. Each of these items must be identified in the
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transmittal letter, and should be submitted as attachments to the Annual
Compliance Report;

4) A cumulative listing of all post-certification changes approved by the
Commission or cleared by the CPM;

5) An explanation for any submittal deadlines that were missed, accompanied
by an estimate of when the information will be provided;

6) A listing of filings made to, or permits issued by, other governmental
agencies during the year;

7) A projection of project compliance activities scheduled during the next year;
8) A listing of the year s additions to the on-site compliance file, and

9) An evaluation of the on-site contingency plan for unexpected facility closure,
including any suggestions necessary for bringing the plan up to date [see
General Conditions for Facility Closure addressed later in this section].

Confidential Information

Any information deemed confidential by the project owner shall be submitted to the
Commission s Docket with an application for confidentiality pursuant to Title 20,
California Code of Regulations, / 2505(a). Any information determined to be
confidential shall be kept confidential as provided for in Title 20, California Code of
Regulations, /2501 et seq .

Department of Fish and Game Filing Fee

Pursuant to the provisions of Fish and Game Code,/711.4, the project owner shall pay

a filing fee in the amount of eight hundred and fifty dollars ($850) to the Department of
Fish and Game. The payment instrument shall be provided to the Commission s Project
Manager at the time of project certification and shall be made payable to the California
Department of Fish and Game. The Commission s Project Manager will submit the
payment to the Office of Planning and Research as payment to the Secretary of the
Resources Agency at the time of filing of the notice of decision pursuant to Public
Resources Code,/21080.5.

FACILITY CLOSURE

Introduction

At some point in the future, the project will cease operation and close down. At that
time, it will be necessary to ensure that the closure occurs in such a way that public
health and safety and the environment are protected from adverse impacts. Although
the project setting for this project does not appear, at this time, to present any special or
unusual closure problems, it is impossible to foresee what the situation will be in 30
years or more when the project ceases operation. Therefore, provisions must be made
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which provide the flexibility to deal with the specific situation and project setting which
will exist at the time of closure. Laws, ordinances, regulations and standards (LORS)
pertaining to facility closure are identified in the sections dealing with each technical
area. Facility closure will be consistent with LORS in effect at the time of closure.

There are at least three circumstances in which a facility closure can take place:
planned closure, unexpected temporary closure and unexpected permanent closure.

Planned Closure

This planned closure occurs at the end of a project s life, when the facility is closed in an
anticipated, orderly manner, at the end of its useful economic or mechanical life, or due
to gradual obsolescence.

Unexpected Temporary Closure

This unplanned closure occurs when the facility is closed suddenly and/or unexpectedly,
on a short-term basis, due to unforeseen circumstances such as a natural disaster or an
emergency.

Unexpected Permanent Closure

This unplanned closure occurs if the project owner closes the facility suddenly and/or
unexpectedly, on a permanent basis. This includes unexpected closure where the
owner remains accountable for implementing the on-site contingency plan. It can also
include unexpected closure where the project owner is unable to implement the
contingency plan and the project is essentially abandoned.

General Conditions for Facility Closure

Planned Closure

In order that a planned facility closure does not create adverse impacts, a closure
process that provides for careful consideration of available options, applicable laws,
ordinances, regulations, standards, and local/regional plans in existence at the time of
closure, will be undertaken. To ensure adequate review of a planned project closure,
the project owner shall submit a proposed facility closure plan to the Commission for
review and approval at least twelve months prior to commencement of closure activities
(or other period of time agreed to by the CPM). The project owner shall file 120 copies
(or other number of copies agreed upon by the CPM) of a proposed facility closure plan
with the Commission.

The plan shall:

1. Identify and discuss any impacts and mitigation to address significant
adverse impacts associated with proposed closure activities and to
address facilities, equipment, or other project related remnants that will
remain at the site.
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2. Identify a schedule of activities for closure of the power plant site,
transmission line corridor, and all other appurtenant facilities constructed
as part of the project.

3. Identify all facilities and equipment that will a) be immediately removed
from the site after closure (e.g., hazardous materials); b) temporarily
remain on the site after closure (e.g., until the item is sold or scrapped);
and c) permanently remain on the site after closure. The plan must
explain both why the item cannot be removed and why it does not present
a risk of harm to the environment and the public health and safety to
remain in situ for an indefinite period.

4. Address conformance of the plan with all applicable laws, ordinances,
regulations, standards, local/regional plans in existence at the time of
facility closure, and applicable Conditions of Certification.

Workshops and/or hearings may be conducted as part of the Commission s approval
procedure if there are significant issues associated with the proposed facility closure
plan, or the desires of local officials or interested parties are inconsistent with the plan.

In addition, prior to submittal of the proposed facility closure plan, a meeting shall be
held between the project owner and the Commission CPM for the purpose of discussing
the specific contents of the plan.

As necessary, prior to or during the closure plan process, the project owner shall take
appropriate steps to eliminate any immediate threats to public health and safety or the
environment, but shall not commence any other closure activities, until Commission
approval of the facility closure plan is obtained.

Unexpected Temporary Closure

In order to ensure that public health and safety and the environment are protected in the
event of an unexpected temporary facility closure, it is essential to have an on-site
contingency plan in place. The on-site contingency plan will help to ensure that all
necessary steps to mitigate public health and safety, and environmental impacts, are
taken in a timely manner.

The project owner shall submit an on-site contingency plan for CPM review and
approval. The plan shall be submitted no less that sixty (60) days (or other time agreed
to by the CPM) before commencement of commercial operation. The approved plan
must be in place prior to commercial operation of the facilities and shall be kept at the
site at all times.

The project owner, in consultation with the CPM, shall update the on-site contingency
plan as necessary. The CPM may recommend revisions to the on-site contingency plan
over the life of the project. In the annual compliance reports submitted to the
Commission, the project owner shall review the on-site contingency plan and
recommend changes to bring the plan up to date. Any changes to the plan must be
approved by the CPM.
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The on-site contingency plan shall provide for taking immediate steps to secure the
facility from trespassing and encroachment. In addition, for temporary closures of more
than 90 days (unless other arrangements are agreed to by the CPM), the plan shall
provide for removal of hazardous materials and hazardous wastes, draining of all
chemicals from storage tanks and other equipment and the safe shutdown of all
equipment.

In addition, consistent with requirements under unexpected permanent closure
addressed below, the nature and extent of insurance coverage, and major equipment
warranties must be included in the on-site contingency plan. The status of the insurance
coverage and major equipment warranties must also be updated in the annual
compliance reports.

In the event of an unexpected temporary closure, the project owner shall notify the
CPM, as well as other responsible agencies, by telephone, fax, and e-mail, within 24
hours and shall take all necessary steps to implement the on-site contingency plan.
The project owner shall keep the CPM informed of circumstances and the expected
duration of the closure.

If a temporary closure is likely to be permanent, or of a duration of more than twelve
months, a closure plan consistent with that for a planned closure shall be submitted to
the CPM within 90 days of the determination. The CPM and project owner may agree to
a period of time other than 90 days.

Unexpected Permanent Closure

In order to ensure that public health and safety and the environment are protected in the
event of an unexpected permanent facility closure, it is essential to have an on-site
contingency plan in place for unexpected permanent closure. This may be a part of the
on-site_contingency plan for unexpected temporary closure. The on-site contingency
plan will help to ensure that all necessary steps to mitigate public health and safety, and
environmental impacts, are taken in a timely manner (even in an unlikely abandonment
scenario).

The project owner shall submit the on-site contingency plan for CPM review and
approval. The plan shall be submitted no less that sixty (60) days (or other time agreed
to by the CPM) prior to commencement of commercial operation. The approved plan
must be in place prior to commercial operation of the facilities and shall be kept at the
site at all times.

The project owner, in consultation with the CPM, shall update the on-site contingency
plan as necessary. The CPM may recommend revisions to the on-site contingency plan
over the life of the project. In the annual compliance reports submitted to the
Commission, the project owner shall review the on-site contingency plan and
recommend changes to bring the plan up to date. Any changes to the plan must be
approved by the CPM.
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The on-site contingency plan shall provide for taking immediate steps to secure the
facility from trespassing and encroachment. In addition, the plan shall provide for
removal of hazardous materials and hazardous wastes, draining of all chemicals from
storage tanks and other equipment and the safe shutdown of all equipment.

Furthermore, the on-site contingency plan shall address how the project owner will
ensure that all required closure steps will be successfully completed in the event of
abandonment. The nature and extent of insurance coverage and major equipment
warranties must also be included in the on-site contingency plan. In addition, the status
of the insurance coverage and major equipment warranties must be updated in the
annual compliance reports.

In the event of an unexpected permanent closure, the project owner shall notify the
CPM, as well as other responsible agencies, by telephone, fax, and e-mail, within
twenty-four (24) hours and shall take all necessary steps to implement the on-site
contingency plan. The project owner shall keep the CPM informed of the status of all
closure activities.

DELEGATE AGENCIES

To the extent permitted by law, the Commission may delegate authority for compliance
verification and enforcement to various state and local agencies that have expertise in
subject areas where specific requirements have been established as a Condition of
Certification. If a delegate agency does not participate in this program, the Commission
staff will establish an alternative method of verification and enforcement. The
Commission reserves the right to direct Staff to independently verify compliance.

In performing construction and operation monitoring of the project, the Commission staff
acts as, and has the authority of, the Chief Building Official (CBO). The Commission
staff retains this authority when delegating to a local CBO. Delegation of authority for
compliance verification includes the authority for enforcing codes, the responsibility for
code interpretation as necessary, and the authority to use discretion as necessary in
implementing the various codes and standards.

Whenever an agency s responsibility for a particular area is transferred by law to
another entity, all references to the original agency shall be interpreted to apply to the
successor entity.

ENFORCEMENT

The Commission s legal authority to enforce the terms and conditions of its Decision is
specified in Public Resources Code, /7 25534 and 25900. The Commission may
amend or revoke the certification for any facility, and may impose a civil penalty for any
significant failure to comply with the terms or conditions of the Commission Decision.

Moreover, to ensure compliance with the terms and Conditions of Certification and
applicable laws, ordinances, regulations, and standards, delegate agencies are
authorized to take any action allowed by law in accordance with their statutory authority,
regulations, and administrative procedures.
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NONCOMPLIANCE COMPLAINT PROCEDURES

Any person or agency may file a complaint alleging noncompliance with the Conditions
of Certification. Such a complaint will be subject to review by the Commission pursuant
to Title 20, California Code of Regulations, /1230 et seq ., but in many instances the
noncompliance can be resolved by using the informal dispute resolution process. Both
the informal and formal complaint procedure are described below:

Informal Dispute Resolution Procedure

The following procedure is designed to informally resolve disputes concerning the
interpretation of this compliance plan. The project owner, the Commission, or any other
party, including members of the public, may initiate this procedure for resolving a
dispute. Disputes may pertain to actions, inactions or decisions made by any party,
including the Commission s delegate agents.

This procedure may precede the more formal complaint and investigation procedure
specified in Title 20, California Code of Regulations, /1230 et seq., but is not intended
to be a substitute for, or prerequisite to, it. This informal procedure may not be used to
change the terms and Conditions of Certification as approved by the Commission,
although the agreed upon resolution may result in a project owner, or in some cases the
Commission staff, proposing an amendment.

The procedure encourages all parties involved in a dispute to discuss the matter and to
reach an agreement resolving the dispute. If a dispute cannot be resolved, then the
matter must be referred to the full Commission for consideration via the complaint and
investigation process. The procedure for informal dispute resolution is as follows:

Request for Informal Investigation

Any individual, group, or agency may request the Commission to conduct an informal
investigation of alleged noncompliance with the Commission s terms and Conditions of
Certification. All requests for informal investigations shall be made to the designated
CPM.

Upon receipt of a request for informal investigation, the CPM shall promptly notify the
project owner of the allegation by telephone and letter. All known and relevant
information of the alleged noncompliance shall be provided to the project owner and to
the Commission staff. The CPM will evaluate the request and the information to
determine if further investigation is necessary. If the CPM finds that further investigation
is necessary, the project owner will be required to promptly investigate the matter and,
within seven (7) working days of the CPM s request, provide a written report to the CPM
of the results of the investigation, including corrective measures proposed or
undertaken. Depending on the urgency of the noncompliance matter, the CPM may
conduct a site visit and/or request the project owner to provide an initial report, within
forty-eight (48) hours, followed by a written report filed within seven (7) working days.

Request for Informal Meeting

If either the party requesting an investigation or the Commission staff is not satisfied
with the project owner s report, investigation of the event, or corrective measures
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undertaken, either party may submit a written request to the CPM for a meeting with the
project owner. Such request shall be made within fourteen (14) days of the project
owner s filing of its written report. Upon receipt of such a request, the CPM shall:

1) Immediately schedule a meeting with the requesting party and the project
owner, to be held at a mutually convenient time and place;

2) Secure the attendance of appropriate Commission staff and staff of any other
agency with expertise in the subject area of concern as necessary;

3) Conduct such meeting in an informal and objective manner so as to
encourage the voluntary settlement of the dispute in a fair and equitable
manner; and,

4) After the conclusion of such a meeting, promptly prepare a summary
memorandum which fairly and accurately identifies the positions of all parties
and any conclusions reached. Copies shall be distributed to all in attendance
and to the project file, If an agreement has not been reached, the CPM shall
inform the complainant of the formal complaint process and requirements
provided under Title 20, California Code of Regulations, section 1230 et seq.

Formal Dispute Resolution Procedure-Complaints and Investigations

The project owner, Commission staff, or any other party may file a complaint or a
request for an investigation with the Commission s Chief Counsel. Disputes may
pertain to actions or decisions made by any party including the Commission s delegate
agents. Requirements for filing a complaint or a request for investigation and a
description of how they are processed are in Title 20, California Code of Regulations,
section 1230 et seq. The formal process may be in lieu of or in addition to the informal
process.

Within thirty (30) days after receipt of a written complaint or a request for investigation,
the Chairperson or, if one is assigned, the Committee may grant a hearing on the
matter, consistent with the requirements of noticing provisions. The Commission shall
have the authority to consider all relevant facts involved and make any appropriate
orders consistent with its jurisdiction (Title 20, California Code of Regulations, sections
1232 - 1236).

POST CERTIFICATION CHANGES TO THE COMMISSION DECISION:
AMENDMENTS, STAFF CHANGES AND VERIFICATION CHANGES

The project owner must petition the Commission, pursuant to Title 20, California Code
of Regulations, section 1769, to 1) delete or change a Condition of Certification; 2)
modify the project design or operational requirements; 3) transfer ownership or
operational control of the facility; or 4) change a condition verification requirement.

The petition for a change must be submitted to the Commission s Docket in accordance
with Title 20, California Code of Regulations, section 1209. The criteria under Section
1769 that determine which type of change process applies are explained below.
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Amendment

A proposed change will be processed as an amendment requiring Commission approval
if it involves a change to the requirement or protocol (and in some cases the verification)
portion of a Condition of Certification, an ownership or operator change, or a potential
significant environmental impact.

Insignificant Staff Change

The proposed change will be processed as an insignificant staff change, not requiring
Commission approval, if it does not require changing the language in a Condition of
Certification, does not have a potential significant environmental impact, and will not
cause the project to violate laws, ordinances, regulations or standards.

Verification Change

The proposed change will be processed as a verification or insignificant change if it
involves only the language in the verification portion of the Condition of Certification.
This procedure can only be used to change verification requirements that are of an
administrative nature, usually the timing of a required action. In the event that
verification language contains technical requirements, the proposed change must be
processed as an amendment requiring Commission approval.
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KEY EVENT LIST

PROJECT DATE ENTERED
DOCKET # PROJECT MANAGER
DATE
EVENT DESCRIPTION ASSIGNED

Date of Certification

Start of Construction

Completion of Construction

Start of Operation (1st Turbine Roll)

Start of Rainy Season

End of Rainy Season

Start T/L Construction

Complete T/L Construction

Start Fuel Supply Line Construction

Complete Fuel Supply Line Construction

Start Rough Grading

Complete Rough Grading

Start of Water Supply Line Construction

Complete Water Supply Line Construction

Start Implementing Erosion Control Measures

Complete Implementing Erosion Control Measures
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V. ENGINEERING ASSESSMENT

The broad engineering assessment conducted for the Sunrise Cogeneration-and
Power Project is comprised of individual analyses affecting the facility design, as
well as the efficiency and the reliability of the proposed power plant. The
subjects of this assessment include not only the power generating equipment,
but also other project-related elements such as the associated linear facilities
(transmission line, the natural gas supply pipeline, project water recycling line,
and the water supply pipelines;-waste-waterlines-and-steam-ine).

A. FACILITY DESIGN

SUMMARY AND DiscussioN oF THE EVIDENCE

The facility design portion of the engineering assessment combines four
technical topic areas: civil engineering; structural engineering; mechanical
engineering, and electrical engineering. (10/12/99 RT 65, 83; see also Ex. 1,
sections 2.2, 2.3, 2.4, 9.0, Appendix |, parts 1 through 8; and portions of Ex. 3, 5,
6, 7, and 21; also Ex. 23, pp. 295-323; Ex. 109" pp. 1-2: Ex. 108, pp 105-107.)
The purpose of analyzing facility design is to assure that the project will likely be

designed and built to applicable engineering laws, ordinances, regulations, and
standards. The Commission also establishes a process to verify that the project
complies with these measures as it is constructed. The Commission reviews the
Applicant s proposed design criteria, identifies the need for any special design
features, and crafts a compliance monitoring program based on a set of
Conditions of Certification. (10/12/99 RT 65.)

The project site is located on a 20-acre parcel in Section 23, Township 31, South
Range 22 East in western Kern County, California. Sunrise is located in seismic

12 Testimony — Facility Design submitted by fanley Armbruster
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zone 4, the highest seismic shaking zone in the country. (Ex. 23, p. 296.) The
Applicant proposes that all major components of the project will be supported on
reinforced concrete mat foundations at grade. Because the soils at the plant site
may be subject to hydrocompaction, Staff and Applicant agreed that alternatives
to the reinforced concrete mat foundations will be used were appropriate. Such
alternatives could include pile foundations or over-excavation of the soil and
replacement with engineered fill while minimizing water intrusion into potentially
collapsible soils. (10/12/99 RT 85; Exs. 22, 23, p. 299.)

Mechanical features of the project include two GE Frame 7FA combustion

turbines generators (CTG s), two—unfired—heat-recovery-steam—generators

feedwater-storage-tank;_two stacks, fire protection systems, two generator step-
up transformers, two unit auxiliary transformers, a distributed control system, a

common services building, an approximate 23-mile 230 kV transmission line, and
associated auxiliary equipment, systems and facilities. (Ex. 1, sec. 2, Ex. 107,
sec. 2.) The Sunrise project is expected to have an overall annual availability that
will range from 95 to 98 percent and that could exceed efapproximately-92-t0-98
percent_in any one vear. (Ex. 22109" p. 2: Ex. 108, p. 109.)

Exhaust gas from each CTG will flow directly to the atmosphere through the

stack. The project will not employ a selective catalytic reduction (SCR) system

and an oxidation catalyst system for the simple cycle power plant. These

components would be added later, should the facility ultimately be converted to a

combined cycle or cogeneration configuration (Ex. 109", p. 2). threugh-an

13 Testimony —Facility Design submitted by Stanley Armbruster.
14 1y
Ibid
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Commission staff determined that the Applicant is relying on the appropriate

laws, ordinances, regulations, and standards (LORS) to ensure that the project is

properly designed. Staff has proposed Conditions of Certification to monitor

Applicant s compliance with the standards. (Ex. 23, p. 300, as modified by Ex.
108, pp. 106-107.)

The major electrical equipment associated with the project includes multiple
transmission line alternatives to interconnect the Sunrise project to the grid at
PG&E s Midway substation. Route B is 23.3 miles long and is the Applicant s
preferred route. Route F is a 24.2 mile long alternative which would connect the
Sunrise project to the proposed La Paloma substation, connecting La Paloma
and Midway with a joint-ownership transmission line. Other major features
include generators, power control wiring, protective relaying, grounding systems,
cathodic protection systems and site lighting. (/d.) Staff concluded that the
project s electrical systems could be designed and constructed in accordance
with applicable LORS in a manner which protects the environment as well as the
public health and safety. Staff proposed Conditions of Certification to monitor
compliance with applicable standards.

The evidence of record concerning design of the facility also includes the
ancillary linear facilities. A new 60-feet approximately 2.5-mile 20-inch natural

gas pipeline will be constructed to connect the project to the Kern-Mojave main
supply line connect the project with-an-existing FCl-gas-pipeline (Ex. 109", p. 2;
Exhibit 107, Sec 2; Ex. 108, p. 105). The primary-sole source of project water
supply will be pretreated, produced water from adjacent oil field operations.

the West Kern Water District (WKWD). This water will be used as make-up for

15 Ibid.
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evaporator coolers and CTG washes and the effluent will be collected at the site, piped

to the TCI utility backbone and used as recycled water in TCI s lease water system. The

project will not use produced water from the adjacent oilfield and will not discharge

project water to Valley Waste Disposal Company. In order to facilitate grading activities

at the site, two WKWD lines will be relocated approximately 300 feet south of the project

(Ex. 109", p. 2: Ex. 107, Sec. 2: see also the Soil and Water Resources Section of this

Decision.) wi

The testimony of record indicates that the Conditions of Certification will ensure that the

final design and construction of the project complies with applicable standards. The
Conditions contain requirements which specify the roles, qualifications, and
responsibilities of engineers overseeing project design and construction. The Conditions
also require that no element of construction proceeds without approval from the local
building official and that qualified special inspectors perform the appropriate inspections
required by the California Building Code." (10/12/99 RT 65.)

Finally, the testimony addresses potential project closures under three scenarios:
planned closure, unexpected temporary closure, and unexpected permanent closure.
The testimony of record indicates that the general closure provisions contained in the
Compliance Plan and supplemented by Condition of Certification GEN-9 are sufficient to
adequately address and minimize any potential adverse impacts associated with project
closure. (10/12/99 RT 65; Ex. 23, p. 303.)

The Applicant has agreed to Staff s proposed Conditions of Certification (11/7/00 RT 85). |

% Ibid. |

' In this case, the local Chief Building Official serves as a delegate of the Commission.
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FINDINGS AND CONCLUSIONS

Based upon the uncontroverted evidence of record, we find and conclude as
follows:

1. The evidence of record contains sufficient information to establish that the
proposed facility can be designed and constructed in conformity with the
applicable laws, ordinances, regulations, and standards set forth in the
appropriate portion of Appendix A of this Decision.

2. The Conditions of Certification set forth below are necessary to ensure
that the project is designed and constructed both in accordance with
applicable law and in a manner that protects environmental quality and
public health and safety.

3. The Facility Design aspects of the proposed project do not create potential
cumulative impacts.

4. The Conditions of Certification below and the provisions of the
Compliance Plan contained in this Decision set forth requirements to be
followed in the event of the planned, or the unexpected temporary, or the
unexpected permanent closure of the facility.

We therefore conclude that with the implementation of the Conditions of
Certification listed below, the Sunrise Cegeneration-and-Power Project is likely to
be designed and constructed in conformity with applicable laws pertinent to its
geologic, and its civil, structural, mechanical, and electrical engineering aspects.

CONDITIONS OF CERTIFICATION

GEN-1 The project owner shall design, construct and inspect the project in
accordance with the 1998 California Building Code (CBC)'® and all other
applicable LORS in effect at the time initial design plans are submitted to the
Chief Building Official (CBO) for review and approval. The CBC in effect is that
edition that has been adopted by the California Building Standards Commission
and published at least 180 days previously.

18 The Sections, Chapters, Appendices and Tables, unless otherwise stated, refer to the
Sections, Chapters, Appendices and Tables of the 1998 California Building Code (CBC).
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In the event that the SCPP is submitted to the CBO when a successor to the
1998 CBC is in effect, the 1998 CBC provisions identified herein shall be
replaced with the applicable successor provisions. Where, in any specific case,
different sections of the code specify different materials, methods of construction,
or other requirements, the most restrictive shall govern. Where there is a conflict
between a general requirement and a specific requirement, the specific
requirement shall govern.

Verification:  Within 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) after receipt of the Certificate of Occupancy,
the project owner shall submit to the CPM a statement of verification, signed by
the responsible design engineer, attesting that all designs, construction,
installation and inspection requirements of the applicable LORS and the Energy
Commission’s Decision have been met for facility design. The project owner
shall provide the CPM a copy of the Certificate of Occupancy within 30 days of
receipt from the CBO [1998 CBC, Section 109 — Certificate of Occupancy.]

GEN-2 The project owner shall furnish to the Energy Commission CPM and to
the CBO a schedule of facility design submittals, a Master Drawing List, and a
Master Specifications List. The schedule shall contain a description and list of
proposed submittal packages for design, calculations, and specifications for
major structures and equipment (see a list of major structures and equipment
below). To facilitate audits by Energy Commission staff, the project owner shall
provide designated packages to the CPM when requested.

Table 1: Major Equipment List

Quantity [Description Size/Capacity* Remarks

2 Combustion Turbine (CT). 164.2 MW. Dry low Nox combustion control and
starter package.

2 CT inlet filter. Two-stage, media type.

2 Inlet air cooling system. Evaporative type.

2 Fuel gas scrubbers. 43.80 MMSCFD. 340 psig minimum inlet pressure.

2 HeatReecovery-Steam-Generator 900,000b-thr

2 HRSG-stack.CTG stack 18 ID (19 OD) X 100 high 19—dia-
SH00—hiech:

3 HRSGfeedpump- 25050-spm- Fromtankto HRSGs:

1 Feedwaterstorage-tank: H4-mitlioneal Fofeed-water pumps:

1 IDemineralized water transfer pump 20 gpm

1 Demineralized water storage tank.  |18,800 gal.

1 \Wastewater collection basin 40,000 gal.

1 \Wastewater transfer pump 75 gpm To TCI

2 Generator transformers. 18/230 kV. To Sunrise Substation.

2 Auxiliary transformer. 4.16/18 kV. To Cegenplant loads.
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2 [CEMS Building [Continuous emission monitoring systeljn_|
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Table 2: Major Structures, Equipment and Associated Foundations

Quantity [Description Dimensions (ft)*
Length | Width Height
2 Combustion gas turbine generator and starter package 64 30 30
(CT).
2 CT air inlet filter with air cooling system. 40 30 57
2 Generator with enclosure. 36 25 30
2 Fuel gas scrubber. -- 2.5 dia. 7
2 HeatReeovery-Steam-Generator (HRSG)- 160 70 30
2 HRSG-staek-CTG stack 19 diat9 100464
dias
2 Seleetiveecatalytie reduetionskid(SERY- 10 6 6
2 Generator breaker. 12 10 8
4 Auxiliary transformer. 14 10 14
2 Step-up transformer. 35 18 30
1 Demineralized water storage tank. -- 12 dia. 24
1 Feedwaterstorage-tank: — 6Fdia- 40
1 Anhydrous-ammentastoragetank: 25 b6-¢ia: —
1 Switchyard, buses and towers. -- 22 28 (high bus)
(3 phases)
1 Electrical/equipment building. 35 20 12
1 'Wastewater collection basin. 26.5 8 15
1 Switchyard control building (Sunrise). 40 20 14
1 IHydrogen storage tank 40 8 8
2 Secondary unit substation (SUS) transformer 9 9 9
1 Common Service Building. 152 30 20

* All capacities and dimensions are approximate and may change during project final
design.

Verification: At least 60-days—(30) thirty days (or a lesser number of days
mutually agreed to by the project owner and the CBO) prior to the start of rough
grading, the project owner shall submit the schedule, a Master Drawing List, and
a Master Specifications List to the CBO and to the CPM. The project owner shall
provide schedule updates in the Monthly Compliance Report.

GEN-3 The project owner shall make payments to the CBO for design review,
plan check and construction inspection, equivalent to the fees listed in the 1998
CBC, Chapter 1, Section 107 and Table 1-A, Building Permit Fees; Appendix
Chapter 33, Section 3310 and Table A-33-A, Grading Plan Review Fees; and
Table A-33-B, Grading Permit Fees. If Kern County has adjusted the CBC fees
for design review, plan check and construction inspection, the project owner shall
pay the adjusted fees.

Verification: The project owner shall make the required payments to the
CBO at the time of submittal of the plans, design calculations, specifications, or
soil reports. The project owner shall send a copy of the CBO’s receipt of
payment to the CPM in the next Monthly Compliance Report indicating that the
applicable fee has been paid.
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GEN-4 Prior to the start of rough grading, the project owner shall assign a
California registered architect, structural engineer or civil engineer, as a resident
engineer (RE), to be in general responsible charge of the project. [Building
Standards Administrative Code (Cal. Code of Regs., tit. 24,/4-209, Designation

of Responsibilities).]

The RE may delegate responsibility for portions of the project to other registered
engineers. Registered mechanical and electrical engineers may be delegated
responsibility for mechanical and electrical portions of the project respectively. A
project may be divided into parts, provided each part is clearly defined as a
distinct unit. Separate assignment of general responsible charge may be made
for each designated part.

Protocol: The RE shall:
1. Monitor construction progress to ensure compliance with LORS;

2. Ensure that construction of all the facilities conforms in every
material respect to the applicable LORS, these Conditions of
Certification, approved plans, and specifications;

3. Prepare documents to initiate changes in the approved drawings
and specifications when directed by the project owner or as
required by conditions on the project;

4. Be responsible for providing the project inspectors and testing
agency(ies) with complete and up-to-date set(s) of stamped
drawings, plans, specifications and any other required documents;

5. Be responsible for the timely submittal of construction progress
reports to the CBO from the project inspectors, the contractor, and
other engineers who have been delegated responsibility for
portions of the project; and

0. Be responsible for notifying the CBO of corrective action or the
disposition of items noted on laboratory reports or other tests as not
conforming to the approved plans and specifications.

The RE shall have the authority to halt construction and to require changes or
remedial work, if the work does not conform to applicable requirements.

If the RE or the delegated engineers are reassigned or replaced, the project
owner shall submit the name, qualifications and registration number of the newly
assigned engineer to the CBO for review and approval. The project owner shall
notify the CPM of the CBO’s approval of the new engineer.
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Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of rough grading, the project
owner shall submit to the CBO for review and approval, the name, qualifications
and registration number of the RE and any other delegated engineers assigned
to the project. The project owner shall notify the CPM of the CBO’s approvals of
the RE and other delegated engineer(s) within five days of the approval.

If the RE or the delegated engineer(s) are subsequently reassigned or replaced,
the project owner has five days in which to submit the name, qualifications, and
registration number of the newly assigned engineer to the CBO for review and
approval. The project owner shall notify the CPM of the CBQO’s approval of the
new engineer within five days of the approval.

GEN-5 Prior to the start of rough grading, the project owner shall assign at
least one of each of the following California registered engineers to the project:
A) a civil engineer; B) a geotechnical engineer or a civil engineer experienced
and knowledgeable in the practice of soils engineering; C) a design engineer who
is either a structural engineer or a civil engineer who is fully competent and
proficient in the design of power plant structures and equipment supports; D) a
mechanical engineer; and E) an electrical engineer. [California Business and
Professions Code, section 6704 et seq., and sections 6730 and 6736. Requires
state registration to practice as a civil engineer or structural engineer in
California.]

The tasks performed by the civil, mechanical, electrical or design engineers may
be divided between two or more engineers, as long as each engineer is
responsible for a particular segment of the project (e.g., proposed earthwork, civil
structures, power plant structures, equipment support). No segment of the
project shall have more than one responsible engineer. The transmission line
may be the responsibility of a separate California registered electrical engineer.

The project owner shall submit to the CBO for review and approval, the names,
qualifications and registration numbers of all engineers assigned to the project.
[1998 CBC, Section 104.2, Powers and Duties of Building Official.]

If any one of the designated engineers is subsequently reassigned or replaced,
the project owner shall submit the name, qualifications and registration number of
the newly assigned engineer to the CBO for review and approval. The project
owner shall notify the CPM of the CBO’s approval of the new engineer.

Protocol: A: The civil engineer shall:
1. Design, or be responsible for design, stamp, and sign all plans,
calculations, and specifications for proposed site work, civil works,

and related facilities. At a minimum, these include: grading, site
preparation, excavation, compaction, construction of secondary
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containment, foundations, erosion and sedimentation control
structures, drainage facilities, underground utilities, culverts, site
access roads, and sanitary sewer systems; and

2. Provide consultation to the RE during the construction phase of the
project, and recommend changes in the design of the civil works
facilities and changes in the construction procedures.

Protocol: B: The geotechnical engineer or civil engineer, experienced

and knowledgeable in the practice of soils engineering, shall:

1.

Review all the engineering geology reports, and prepare final soils
grading report;

Prepare the soils engineering reports required by the 1998 CBC,
Appendix Chapter 33, Section 3309.5 — Soils Engineering Report,
and Section 3309.6 — Engineering Geology Report;

Be present, as required, during site grading and earthwork to
provide consultation and monitor compliance with the requirements
set forth in the 1998 CBC, Appendix Chapter 33, section 3317,
Grading Inspections;

Recommend field changes to the civil engineer and RE;

Review the geotechnical report, field exploration report, laboratory
tests, and engineering analyses detailing the nature and extent of
the site soils that may be susceptible to liquefaction, rapid
settlement or collapse when saturated under load; and

Prepare reports on foundation investigation to comply with the 1998
CBC, Chapter 18 section 1804, Foundation Investigations.

This engineer shall be authorized to halt earthwork and to require changes; if site
conditions are unsafe or do not conform with predicted conditions used as a
basis for design of earthwork or foundations. [1998 CBC, section 104.2.4, Stop

orders.]
Protocol: C: The design engineer shall:
1. Be directly responsible for the design of the proposed structures
and equipment supports;
2. Provide consultation to the RE during design and construction of

the project;
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3. Monitor construction progress to ensure compliance with LORS;

4. Evaluate and recommend necessary changes in design; and

5. Prepare and sign all major building plans, specifications and
calculations.

Protocol: D: The mechanical engineer shall be responsible for, and

sign and stamp a statement with, each mechanical submittal to the CBO, stating
that the proposed final design plans, specifications, and calculations conform
with all of the mechanical engineering design requirements set forth in the
Energy Commission s Decision.

Protocol: E: The electrical engineer shall:
1. Be responsible for the electrical design of the project; and
2. Sign and stamp electrical design drawings, plans, specifications,

and calculations.

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of rough grading, the project
owner shall submit to the CBO for review and approval, the names, qualifications
and registration numbers of all the responsible engineers assigned to the project.
The project owner shall notify the CPM of the CBO’s approvals of the engineers
within five days of the approval.

If the designated responsible engineer is subsequently reassigned or replaced,
the project owner has five days in which to submit the name, qualifications, and
registration number of the newly assigned engineer to the CBO for review and
approval. The project owner shall notify the CPM of the CBO’s approval of the
new engineer within five days of the approval.

GEN-6 Prior to the start of an activity requiring special inspection, the project
owner shall assign to the project, qualified and certified special inspector(s) who
shall be responsible for the special inspections required by the 1998 CBC,
Chapter 17, Section 1701, Special Inspections, Section, 1701.5 Type of Work
(requiring special inspection), and Section 106.3.5, Inspection and observation
program.

Protocol: The special inspector shall:
1. Be a qualified person who shall demonstrate competence, to the

satisfaction of the CBO, for inspection of the particular type of
construction requiring special or continuous inspection;
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2. Observe the work assigned for conformance with the approved
design drawings and specifications;

3. Furnish inspection reports to the CBO and RE. All discrepancies
shall be brought to the immediate attention of the RE for correction,
then, if uncorrected, to the CBO and the CPM; and

4. Submit a final signed report to the RE, CBO, and CPM, stating
whether the work requiring special inspection was, to the best of
the inspector’s knowledge, in conformance with the approved plans
and specifications and the applicable provisions of the applicable
edition of the CBC.

A certified weld inspector, certified by the American Welding Society (AWS),
and/or American Society of Mechanical Engineers (ASME), as applicable, shall
inspect welding performed on-site requiring special inspection (including
structural, piping, tanks and pressure vessels).

Verification: At least 15 days prior to the start of an activity requiring special
inspection, the project owner shall submit to the CBO for review and approval,
with a copy to the CPM, the name(s) and qualifications of the certified weld
inspector(s), or other certified special inspector(s) assigned to the project to
perform one or more of the duties set forth above. The project owner shall also
submit to the CPM a copy of the CBO’s approval of the qualifications of all
special inspectors in the next Monthly Compliance Report.

If the special inspector is subsequently reassigned or replaced, the project owner
has five days in which to submit the name and qualifications of the newly
assigned special inspector to the CBO for approval. The project owner shall
notify the CPM of the CBO’s approval of the newly assigned inspector within five
days of the approval.

GEN-7 The project owner shall keep the CBO informed regarding the status of
engineering and construction. If any discrepancy in design and/or construction is
discovered, the project owner shall document the discrepancy and recommend
the corrective action required. The discrepancy documentation shall become a
controlled document and shall be submitted to the CBO for review and approval.
The discrepancy documentation shall reference this condition of certification and,
if appropriate, the applicable sections of the CBC and/or other LORS.

Verification:* The project owner shall submit monthly construction progress
reports to the CBO and CPM. The project owner shall transmit a copy of the
CBO'’s approval or disapproval of any corrective action taken to resolve a
discrepancy to the CPM within 15 days. If disapproved, the project owner shall
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advise the CPM, within five days, the reason for disapproval, and the revised
corrective action to obtain CBO’s approval.

GEN-8 The project owner shall obtain the CBO’s final approval of all
completed work. The project owner shall request the CBO to inspect the
completed structure and review the submitted documents. When the work and
the "as-built" and "as graded" plans conform to the approved final plans, the
project owner shall notify the CPM regarding the CBO’s final approval. The
marked up "as-built" drawings for the construction of structural and architectural
work shall be submitted to the CBO. Changes approved by the CBO shall be
identified on the "as-built" drawings. [1998 CBC, Section 108, Inspections.]

Verification:  Within 15 days of the completion of any work, the project owner
shall submit to the CBO, with a copy to the CPM, (a) a written notice that the
completed work is ready for final inspection, and (b) a signed statement that the
work conforms to the final approved plans.

GEN-9 The project owner shall file a closure/decommissioning plan with Kern
County and the CPM for review and approval at least 12 months (or other
mutually agreed to time) prior to commencing the closure activities. If the project
is abandoned before construction is completed, the project owner shall return the
site to its original condition.

Protocol: The closure plan shall include a discussion of the following:

1. The proposed closure/decommissioning activities for the project
and all appurtenant facilities constructed as part of the project;

2. All applicable LORS, all local/regional plans, and a discussion of
the conformance of the proposed decommissioning activities to the
applicable LORS and local/regional plans;

3. Activities necessary to restore the site if the SCPP
decommissioning plan requires removal of all equipment and
appurtenant facilities; and

4. Closure/decommissioning alternatives, other than complete
restoration of the site.

Verification: At least 12 months prior to closure or decommissioning
activities, the project owner shall file a copy of the closure/decommissioning plan
with Kern County and the CPM for review and approval. Prior to the submittal of
the closure plan, a meeting shall be held between the project owner and the
CPM for discussing the specific contents of the plan.
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CIVIL-1 Prior to the start of site grading, the project owner shall submit to the
CBO for review and approval the following:

1. Design of the proposed drainage structures and the grading plan;

2. An erosion and sedimentation control plan;

3 Related calculations and specifications, signed and stamped by the
responsible civil engineer; and

4. Soils report as required by the 1998 CBC, Appendix Chapter 33, Section
3309.5, Soils Engineering Report and Section 3309.6, Engineering
Geology Report.

Verification: At least 15 days prior to the start of site grading, the project
owner shall submit the documents described above to the CBO for review and
approval. In the next Monthly Compliance Report following the CBO’s approval,
the project owner shall submit a written statement certifying that the documents
have been approved by the CBO.

CIVIL-2 The resident engineer shall, if appropriate, stop all earthwork and
construction in the affected areas when the responsible geotechnical engineer or
civil engineer experienced and knowledgeable in the practice of soils engineering
identifies unforeseen adverse soil or geologic conditions. The project owner shall
submit modified plans, specifications and calculations to the CBO based on
these new conditions. The project owner shall obtain approval from the CBO
before resuming earthwork and construction in the affected area. [1998 CBC,
Section 104.2.4, Stop orders.]

Verification:  The project owner shall notify the CPM, within five days, when
earthwork and construction is stopped as a result of unforeseen adverse
geologic/soil conditions. Within five days of the CBO’s approval, the project
owner shall provide to the CPM a copy of the CBO’s approval to resume
earthwork and construction in the affected areas.

CIVIL-3 The project owner shall perform inspections in accordance with the
1998 CBC, Chapter 1, Section 108, Inspections, Chapter 17, Section 1701.6,
Continuous and Periodic Special Inspection and Appendix Chapter 33, Section
3317, Grading Inspection. All plant site-grading operations shall be subject to
inspection by the CBO and the CPM.

If, in the course of inspection, it is discovered that the work is not being done in
accordance with the approved plans, the discrepancies shall be reported
immediately to the resident engineer, the CBO, and the CPM. The project owner
shall prepare a written report detailing all discrepancies and non-compliance
items, and the proposed corrective action, and send copies to the CBO and the
CPM.

62



Verification:  Within five days of the discovery of any discrepancies, the
resident engineer shall transmit to the CBO and the CPM a Non-Conformance
Report (NCR), and the proposed corrective action. Within five days of resolution
of the NCR, the project owner shall submit the details of the corrective action to
the CBO and the CPM. A list of NCRs, for the reporting month, shall also be
included in the following Monthly Compliance Report.

CIVIL-4 After completion of finished grading and erosion and sedimentation
control and drainage facilities, the project owner shall obtain the CBO’s approval
of the final "as-graded" grading plans, and final "as-built" plans for the erosion
and sedimentation control facilities. [1998 CBC, Section 109, Certificate of
Occupancy.]

Within 30 days of the completion of the erosion and sediment control mitigation
and drainage facilities, the project owner shall submit to the CBO the responsible
civil engineer’s signed statement that the installation of the facilities and all
erosion control measures were completed in accordance with the final approved
combined grading plans, and that the facilities are adequate for their intended
purposes. The project owner shall submit a copy of this report to the CPM in the
next Monthly Compliance Report.

STRUC-1 Prior to the start of any increment of construction, the project owner
shall submit to the CBO for review and approval the applicable designs, plans
and drawings, and a list of those project structures, components and major
equipment items that will undergo dynamic structural analysis. Designs, plans
and drawings shall be those for:

Major project structures;

Major foundations, equipment supports and anchorage;
Large field fabricated tanks;

Turbine/generator pedestal; and

Switchyard structures.
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Protocol: The project owner shall:

1. Obtain agreement with the CBO and California Energy Commission
staff on the list of those structures, components and major
equipment items to undergo dynamic structural analysis;

2. Meet the pile design requirements of the 1998 CBC. Specifically,
Section 1807, General Requirements, Section 1808, Specific Pile
Requirements, and Section 1809, Foundation Construction (in
seismic zones 3 and 4);
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3. Obtain approval from the CBO for the final design plans,
specifications, calculations, soils reports, and applicable quality
control procedures. If there are conflicting requirements, the more
stringent shall govern (i.e., highest loads, or lowest allowable
stresses shall govern). All plans, calculations, and specifications
for foundations that support structures shall be filed concurrently
with the structure plans, calculations, and specifications, [1998
CBC, Section 108.4, Approval Required];

4. Submit to the CBO the required number of copies of the structural
plans, specifications, calculations, and other required documents of
the designated major structures at least 90 days (or a lesser
number of days mutually agreed to by the project owner and the
CBO), prior to the start of on-site fabrication and installation of each
structure, equipment support, or foundation, [1998 CBC, Section
106.4.2, Retention of plans and Section 106.3.2, Submittal
documents.]; and

5. Ensure that the final plans, calculations, and specifications clearly
reflect the inclusion of approved criteria, assumptions, and methods
used to develop the design. The final designs, plans, calculations
and specifications shall be signed and stamped by the responsible
design engineer. [1998 CBC, Section 106.3.4, Architect or
Engineer of Record.]

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of any increment of
construction, the project owner shall submit to the CBO, with a copy to the CPM,
the responsible design engineer’s signed statement that the final design plans,
specifications and calculations conform with all of the requirements set forth in
the Energy Commission’s Decision.

If the CBO discovers non-conformance with the stated requirements, the project
owner shall resubmit the corrected plans to the CBO within 20 days of receipt of
the nonconforming submittal with a copy of the transmittal letter to the CPM.

The project owner shall submit to the CPM a copy of a statement from the CBO
that the proposed structural plans, specifications, and calculations have been
approved and are in conformance with the requirements set forth in the
applicable LORS.

STRUC-2 The project owner shall submit to the CBO the required number of
sets of the following:

1. Concrete cylinder strength test reports (including date of testing,
date sample taken, design concrete strength, tested cylinder

64



strength, age of test, type and size of sample, location and quantity
of concrete placement from which sample was taken, and mix
design designation and parameters);

2. Concrete pour sign-off sheets;

3. Bolt torque inspection reports (including location of test, date, bolt
size, and recorded torques);

4. Field weld inspection reports (including type of weld, location of
weld, inspection of non-destructive testing (NDT) procedure and
results, welder qualifications, certifications, qualified procedure
description or number (ref: AWS); and

5. Reports covering other structure activities requiring special
inspections shall be in accordance with the 1998 CBC, Chapter 17,
Section 1701, Special Inspections, Section 1701.5, Type of Work
(requiring special inspection), Section 1702, Structural Observation
and Section 1703, Nondestructive Testing.

Verification: If a discrepancy is discovered in any of the above data, the
project owner shall, within five days, prepare and submit an NCR describing the
nature of the discrepancies to the CBO, with a copy of the transmittal letter to the
CPM. The NCR shall reference the Condition(s) of Certification and the
applicable CBC chapter and section. Within five days of resolution of the NCR,
the project owner shall submit a copy of the corrective action to the CBO and the
CPM.

The project owner shall transmit a copy of the CBO’s approval or disapproval of
the corrective action to the CPM within 15 days. If disapproved, the project
owner shall advise the CPM, within five days, the reason for disapproval, and the
revised corrective action to obtain CBO’s approval.

STRUC-3  The project owner shall submit to the CBO design changes to the
final plans required by the 1998 CBC, Chapter 1, Section 106.3.2, Submittal
documents, and Section 106.3.3, Information on plans and specifications,
including the revised drawings, specifications, calculations, and a complete
description of, and supporting rationale for, the proposed changes, and shall give
the CBO prior notice of the intended filing.

Verification: On a schedule suitable to the CBO, the project owner shall
notify the CBO of the intended filing of design changes, and shall submit the
required number of sets of revised drawings and the required number of copies
of the other above-mentioned documents to the CBO, with a copy of the
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transmittal letter to the CPM. The project owner shall notify the CPM, via the
Monthly Compliance Report, when the CBO has approved the revised plans.

STRUC-4 Tanks and vessels containing quantities of toxic or hazardous
materials exceeding amounts specified in Chapter 3, Table 3-E of the 1998 CBC
shall, at a minimum, be designed to comply with Occupancy Category 2 of the
1998 CBC. Chapter 16, Table 16—K of the 1998 CBC requires use of the
following seismic design criteria: 1°="1.25, lp =1.5and Iy = 1.15.

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of installation of the tanks or
vessels containing the above specified quantities of highly toxic or explosive
substances that would be hazardous to the safety of the general public if
released, the project owner shall submit to the CBO for review and approval, final
design plans, specifications, and calculations, including a copy of the signed and
stamped engineer’s certification.

The project owner shall send copies of the CBO approvals of plan checks to the
CPM in the following Monthly Compliance Report. The project owner shall also
transmit a copy of the CBO’s inspection approvals to the CPM in the Monthly
Compliance Report following completion of any inspection.

MECH-1 Prior to the start of any increment of piping construction, the project
owner shall submit, for CBO review and approval, the proposed final design
drawings, specifications and calculations for each plant piping system (exclude
domestic water, refrigeration systems, and small bore piping, i.e., piping and
tubing with a diameter equal to or less than two and one-half inches). The
submittal shall also include the applicable QA/QC procedures. The project owner
shall design and install all piping, other than domestic water, refrigeration, and
small bore piping to the applicable edition of the CBC. Upon completion of
construction of any piping system, the project owner shall request the CBO’s
inspection approval of said construction. [1998 CBC, Section 106.3.2, Submittal
documents, Section 108.3, Inspection Requests.]

Protocol: The responsible mechanical engineer shall submit a signed
and stamped statement to the CBO when:

1. The proposed final design plans, specifications and calculations
conform with all of the piping requirements set forth in the Energy
Commission s Decision; and

2. All of the other piping systems, except domestic water, refrigeration
systems and small bore piping have been designed, fabricated and
installed in accordance with all applicable ordinances, regulations,
laws and industry standards, including, as applicable:
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* American National Standards Institute (ANSI) B31.1 (Power Piping
Code);

ANSI B31.2 (Fuel Gas Piping Code);

ANSI B31.3 (Chemical Plant and Petroleum Refinery Piping Code);

ANSI B31.8 (Gas Transmission and Distribution Piping Code); and
Specific City/County code.

The CBO may require the project owner to employ special inspectors to report
directly to the CBO to monitor shop fabrication or equipment installation. [1998
CBC, Section 104.2.2, Deputies.]

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of any increment of piping
construction, the project owner shall submit to the CBO for approval, with a copy
of the transmittal letter to the CPM, the proposed final design plans,
specifications, calculations and quality control procedures for that increment of
construction of piping systems, including a copy of the signed and stamped
engineer’s certification of conformance with the Energy Commission s Decision.
The project owner shall transmit a copy of the CBO'’s inspection approvals to the
CPM in the Monthly Compliance Report following completion of any inspection.

MECH-2 For all pressure vessels installed in the plant, the project owner
shall submit to the CBO and California Occupational Safety and Health
Administration (Cal-OSHA), prior to operation, the code certification papers and
other documents required by the applicable LORS. Upon completion of the
installation of any pressure vessel, the project owner shall request the
appropriate CBO and/or Cal-OSHA inspection of said installation. [1998 CBC,
Section 108.3 — Inspection Requests.]

Protocol: The project owner shall:

1. Ensure that all boilers and fired and unfired pressure vessels are
designed, fabricated and installed in accordance with the
appropriate section of the American Society of Mechanical
Engineers (ASME) Boiler and Pressure Vessel Code, or other
applicable code. Vendor certification, with identification of
applicable code, shall be submitted for prefabricated vessels and
tanks; and

2. Have the responsible design engineer submit a statement to the
CBO that the proposed final design plans, specifications and
calculations conform to all of the requirements set forth in the
appropriate ASME Boiler and Pressure Vessel Code or other
applicable codes.
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Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of on-site fabrication or
installation of any pressure vessel, the project owner shall submit to the CBO for
review and approval, the documents listed above, with a copy of the transmittal
letter to the CPM.

The project owner shall send copies of the CBO plan check approvals to the
CPM in the following Monthly Compliance Report. The project owner shall also
transmit a copy of the CBO’s and/or Cal-OSHA inspection approvals to the CPM
in the Monthly Compliance Report following completion of any inspection.

MECH-3 Prior to the start of construction of any heating, ventilating, air
conditioning (HVAC) or refrigeration system, the project owner shall submit to the
CBO for review and approval the design plans, specifications, calculations and
quality control procedures for that system. Packaged HVAC systems, where
used, shall be identified with the appropriate manufacturer’'s data sheets.

The project owner shall design and install all HVYAC and refrigeration systems
within buildings and related structures in accordance with the applicable edition
of the CBC. Upon completion of any increment of construction, the project owner
shall request the CBO’s inspection and approval of said construction. The final
plans, specifications and calculations shall include approved criteria,
assumptions and methods used to develop the design. In addition, the
responsible mechanical engineer shall sign and stamp all plans, drawings and
calculations and submit a signed statement to the CBO that the proposed final
design plans, specifications and calculations conform with the applicable LORS.
[1998 CBC, Section 108.7, Other Inspections; Section 106.3.4, Architect or
Engineer of Record.]

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of construction of any HVAC
or refrigeration system, the project owner shall submit to the CBO the required
HVAC and refrigeration calculations, plans and specifications, including a copy of
the signed and stamped statement from the responsible mechanical engineer
certifying compliance with the applicable edition of the CBC, with a copy of the
transmittal letter to the CPM.

The project owner shall send copies of CBO comments and approvals to the
CPM in the next Monthly Compliance Report. The project owner shall transmit a
copy of the CBQO'’s inspection approvals to the CPM in the Monthly Compliance
Report following completion of any inspection.

MECH-4 Prior to the start of each increment of plumbing construction, the
project owner shall submit for CBO’s approval the final design plans,
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specifications, calculations, and QA/QC procedures for all plumbing systems,
potable water systems, drainage systems (including sanitary drain and waste),
toilet rooms, building energy conservation systems, and temperature control and
ventilation systems, including water and sewer connection permits issued by the
local agency. Upon completion of any increment of construction, the project
owner shall request the CBO’s inspection approval of said construction. [1998
CBC, Section 108.3, Inspection Requests, Section 108.4, Approval Required.]

Protocol: The project owner shall design, fabricate and install:

1. Plumbing, potable water, all drainage systems, and toilet rooms in
accordance with Title 24, California Code of Regulations, Division
5, Part 5 and the California Plumbing Code (or other relevant
section(s) of the currently adopted California Plumbing Code and
Title 24, California Code of Regulations); and

2. Building energy conservation systems and temperature control and
ventilation systems in accordance with Title 24, California Code of
Regulations, Division 5, Chapter 2-53, Part 2.

The final plans, specifications and calculations shall clearly reflect the inclusion of
approved criteria, assumptions and methods used to develop the design. In
addition, the responsible mechanical engineer shall stamp and sign all plans,
drawings and calculations and submit a signed statement to the CBO that the
proposed final design plans, specifications and calculations conform with all of
the requirements set forth in the Energy Commission s Decision.

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of construction of any of the
above systems, the project owner shall submit to the CBO the final design plans,
specifications and calculations, including a copy of the signed and stamped
statement from the responsible mechanical engineer certifying compliance with
the applicable edition of the CBC, and send the CPM a copy of the transmittal
letter in the next Monthly Compliance Report.

The project owner shall transmit a copy of the CBO'’s inspection approvals to the
CPM in the next Monthly Compliance Report following completion of that
increment of construction.

ELEC-1 For the 480 volts and higher systems, the project owner shall not
begin any increment of electrical construction until plans for that increment have
been approved by the CBO. These plans, together with design changes and
design change notices, shall remain on the site for one year after completion of
construction. The project owner shall request that the CBO inspect the
installation to ensure compliance with the requirements of applicable LORS.
[1998 CBC, Section 108.4, Approval Required, and Section 108.3, Inspection
Requests.]
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Protocol: The following activities shall be reported in the Monthly
Compliance Report:

1. Receipt or delay of major electrical equipment;

2. Testing or energization of major electrical equipment; and

3. The number of electrical drawings approved, submitted for approval,
and still to be submitted.

Verification: At least 30 days (or a lesser number of days mutually agreed to
by the project owner and the CBO) prior to the start of each increment of
electrical construction, the project owner shall submit to the CBO for review and
approval the final design plans, specifications and calculations for electrical
equipment and systems 480 volts and greater, including a copy of the signed and
stamped statement from the responsible electrical engineer attesting compliance
with the applicable LORS, and send the CPM a copy of the transmittal letter in
the next Monthly Compliance Report.

ELEC-2 The project owner shall submit to the CBO the required number of
copies of items A and B for review and approval and one copy of item C [CBC
1998, Section 106.3.2, Submittal documents.]

A. Final plant design plans to include:
1. One-line diagrams for the 13.8 kV, 4.16 kV and 480 V systems;
2. System grounding drawings;
3. General arrangement or conduit drawings; and
4. Other plans as required by the CBO.

B. Final plant calculations to establish:

Short-circuit ratings of plant equipment;

Ampacity of feeder cables;

Voltage drop in feeder cables;

System grounding requirements;

Coordination study calculations for fuses, circuit breakers and
protective relay settings for the 13.8 kV, 4.16 kV and 480 V
systems;

System grounding requirements;

Lighting energy calculations; and

Other reasonable calculations as customarily required by the
CBO.
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C. A signed statement by the registered electrical engineer certifying that
the proposed final design plans and specifications conform to
requirements set forth in the Energy Commission Decision.
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Verification: At least 30 days (or a lesser number of days mutually agreed
to by the project owner and the CBO) prior to the start of each increment of
electrical equipment installation, the project owner shall submit to the CBO for
review and approval the final design plans, specifications and calculations, for
electrical equipment and systems 480 volts and greater enumerated above,
including a copy of the signed and stamped statement from the responsible
electrical engineer certifying compliance with the applicable LORS. The project
owner shall send the CPM a copy of the transmittal letter in the next Monthly
Compliance Report.
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B. POWER PLANT RELIABILITY

The Warren-Alquist Act directs the Commission to examine the safety and
reliability of the proposed power plant, including provisions for emergency
operations and shutdowns. [See Pub. Resources Code, /25520(b).] There are
no laws, ordinances, regulations, or standards (LORS) that establish either
power plant reliability criteria or procedures for attaining reliable operation.
Nevertheless, the Commission must determine whether the project will be
designed, sited, and operated in such a manner as to assure safe and reliable
operation. [Cal. Code of Regs., tit. 20,/1752(c)(2).] To do this, the Commission
considers whether the proposed project will degrade the reliability of the utility
system to which it is connected. If the project exhibits reliability at least equal to
that of other power plants in the system, it will be presumed not likely to degrade
the system.

SUMMARY AND DiscussioN oF THE EVIDENCE

Staff examined the project s design criteria to determine whether it will be built in
accordance with typical power industry norms for reliable electricity generation.
(Ex. 23, p. 325; Ex. 108, p. 109.) According to Staff, project reliability is achieved
by ensuring equipment availability, plant maintainability, fuel and water

availability, and adequate resistance to natural hazards. (fbid-Ex. 23, -p. 326.)

This evidence was admitted without objection and is uncontroverted (10/12/99
RT 72.)

1. Equipment Availability

The Sunrise Cegeneration-and-Power Project will ensure equipment availability
by use of appropriate quality assurance/quality control (QA/QC) programs during
design, procurement, construction and operation of the plant. This includes
inventory review, and equipment inspection and testing on a regular basis.
Vendors of plant equipment and materials will be selected from lists of qualified
suppliers, those with known capabilities. To appear on the list of qualified
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suppliers, a vendor must show satisfactory personnel qualifications, production
capability, past performance, and a quality assurance program (/d., p. 327; see
also Ex. 107, / 2.4.5.) Procured items will be subjected to a system of
inspections, audits and independent testing contacts that ensures the expected
quality. This describes an industry standard approach to vendor selection, which
will lead to the acquisition of quality, reliable equipment and materials.

2. Plant Maintainability

According to Applicant, the project design includes adequate redundancy of
auxiliary systems to prevent off-line events due to mechanical failure. (Ex. 4107,
/2.4.2; Table 2-5.) Staff agreed with Applicant that the project would provide
sufficient redundancy of function to ensure continued operation in the event of
equipment failure. (Ex. 23, pp. 327-328.) The two parallel trains of gas turbine
generators/HRSGs—as well as the double circuit 230-kV transmission lines,
provide inherent reliability. (Ex. 23, p. 328.) Staff concluded that SCPCPP s
plant maintenance program would be typical of the industry and it would, coupled
with the overall plant quality control program, ensure adequate reliability. (Ex.
23, p. 328.)

3. Fuel and Water Availability

For any power plant, the long-term availability of fuel and of water for cooling or
process use is necessary to ensure reliability. The need for reliable sources of
fuel and water is obvious; lacking long-term availability of either source, the
service life of the plant may be curtailed, threatening the supply of power as well
as the economic viability of the plant.

Staff and the Applicant agreed that there is adequate natural gas (fuel) supply
and pipeline capacity to deliver natural gas for project operations. (Ex. 23, p.

328-329.) Applicant and Staff also concurred that an adequately reliable source
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Resourcessection-of-this Decision-)—Witnesses for both Applicant and Staff

testified that the potable water, firewater, and water for gas turbine evaporative

inlet air cooler makeup will be supplied by the West Kern Water District (WKWD)
and would be less than one percent of the District s total production. (Ex. 1,/
1.9.14))

4. Natural Hazards

The project site is located in seismic zone 4 and is designed to comply with all
applicable LORS for seismic design in that zone. (Ex. 23, p. 329; Ex. 107,/
2.3.1.) Compliance with current LORS applicable to seismic design represents
an upgrading of performance during seismic shaking, compared to older facilities,
due to the fact that these LORS have been periodically and continually upgraded
(see section entitled Facility Design in this Decision). The site footprint will be
built at an elevation above the 100-year flood zone. (See Soil And Water
Resources and Geology sections in this Decision.) Staff concluded that neither
earthquakes nor flooding would present significant hazards to the project s safe
and reliable operation. (Ex. 23, p. 329.)

5. Availability Factors

Applicant predicts the project will have an annual availability factor of 952 to 98
percent and could exceed 98 percent for a 12-month period. (Ex. 107,/2.4.1 ;
Ex. 108, p. 109.) Industry statistics for power plant availability factors are
compiled by the North American Electric Reliability Council (NERC). (Ex. 23, p.
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330.) NERC s statistics show an availability factor of 90.03 percent for simple
cycle units 50 MW and larger. (/bid.) Although the NERC figure is lower than
Applicant s proposed availability factor, Staff s witness expects that a modern,
baseload facility such as the Sunrise project would likely exceed the NERC
average. (/Ibid.) Staff agreed with Applicant that the proposed 925-98 percent
availability factor is consistent with industry norms for power plant reliability.
(tbidEx. 108, p. 109.)

6. Potential Impacts to System Reliability

In the newly restructured electricity market, the California Independent System
Operator (Cal-ISO) is primarily responsible for maintaining system reliability and
is presently developing protocols to ensure reliability. (See Transmission
System Engineering section.) Until the restructured competitive electric power
system has undergone a shakeout period, Staff believes that existing industry
norms for system reliability should be followed. (Ex. 23, p. 326.) Applicant
proposes to operate the project as 320 MW baseleadpeaker -unit, operating at
output levels ranging from 60 to 100 percent of baseload at a capacity factor
between-92-and-98 up (o 28 percent.—with-a-target-annual-capascity factoror95
percent{lbid-} The expected annual availability of the plant will range from 95 to

98 percent and could exceed 98 percent in any one vear. (Ex. 108, p. 109).

Further, since the plant will consist of two parallel gas turbine generating trains,
maintenance can be scheduled during those times of the year when the full plant
output is not required to meet market demand, typical of industry standard
maintenance procedures (Ex. 23, p. 330). Since the project is designed to
conform to industry norms, Staff concluded that SCRPCPP would perform reliably
and cause no impacts to electric system reliability. (Ex. 23, p. 330;_Ex. 108, p.
109.)
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FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Commission makes the
following findings and conclusions:

1. The Sunrise Cogeneration—and-Power Project will ensure equipment
availability by implementing quality assurance/quality control programs
and by providing adequate redundancy of auxiliary equipment to prevent
unplanned off-line events.

2. The Sunrise Cegeneration-and-Power Project s two parallel trains of gas
turbine generators/HRSGs,— as well as the double circuit 230-kV
transmission lines, provide inherent reliability.

3. Planned outages for each of the turbine generators can be scheduled in
sequence during times of low regional electricity demand.

There is adequate fuel and water availability for project operations.

5. Neither earthquakes nor flooding present significant hazards to the
project s safety or reliability.

6. The project s estimated 925-98 percent availability factor is consistent with
industry norms for power plant reliability.

7. The Sunrise Cogeneration—and-Power Project will perform reliably in
baseleadpeaker -duty and cause no significant impacts to electric system
reliability.

The Commission, therefore, concludes that the project will not have an adverse
effect on system reliability. No Conditions of Certification are required for this
topic. To ensure implementation of the QA/QC program described above,
appropriate Conditions of Certification are included within the topic of Facility
Design.
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C. POWER PLANT EFFICIENCY

In this section, the Commission assesses whether the project s consumption of
non-renewable energy will result in significant adverse environmental impacts
and, if so, what feasible mitigation measures are available to eliminate or

minimize the impacts through increased efficiency of design and operation.

SUMMARY AND DiscussioN oF THE EVIDENCE

Under the California Environmental Quality Act (CEQA), a project causes
significant environment impacts if it uses large amounts of energy in a wasteful,
inefficient, and unnecessary manner. (Cal. Code of Regs., tit. 14, /
15126.4(a)(1).) In accordance with CEQA Guidelines, Staff s analysis
considered whether the project would result in: 1) adverse effects on local and
regional energy supplies and energy resources; 2) a requirement for additional
energy supply capacity; 3) noncompliance with existing energy standards; or 4)
wasteful, inefficient, and unnecessary consumption of fuel or energy. (/d., /
15000 et seq., Appendix F; Ex. 23, p. 334-335.)

1. Potential Adverse Effects on Energy Supplies and Resources

Power plants that fall within the Commission s siting jurisdiction consume large
amounts of energy.'” (Ex. 23, p. 335.) The Sunrise Power Projects annual

capacity factor is expected to reach 28 percent. (Ex. 107,/1.6, 2.2.16; Ex. 108,
p 111.) The Sunrise-Power-Project-or-SCPP-will burn natural gas between 77

and 88at-a—maximum—rate—approaching—74 billion Btu per day. (Ex. 1074,
Appendix [-8; Ex. 10823, p. 335111.) While this is a substantial rate of energy

consumption, SCPP will purchase gas on the open market, drawing from plentiful

supplies in the Southwest and Canada, transmitted via the joint Kern
River/Mojave gas pipeline system. (Ex. 23, p. 335.) These sources can supply
far more gas than required by SCPP, and it is therefore highly unlikely that the

19 See, Public Resources Code section 25500 et seq., which provides that the Commission has
jurisdiction to certify projects that generate 50 MW or more.
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Sunrise project could pose a substantial increase in demand for natural gas in
California.?® (Ibid.)

2. Depletion of Energy Supply

The natural gas pipeline system in California is so large and well-established that
there is no real likelihood that SCPP will require development of any new sources
of energy. (Ex. 23, p. 335.)

3. Alternatives to Wasteful or Inefficient Energy Consumption

Applicant considered alternative generating technologies such as distillate oil,
crude oil, produced gas, petroleum coke, solar, and biomass, geothermal and
nuclear technologies. (Ex. 1,/5.5.3.) Given the project objectives, location, and
air pollution control requirements, Staff agreed with Applicant that only natural
gas-burning technologies are feasible. (Ex. 23, p. 337.)

Project fuel efficiency, and therefore its rate of energy consumption, is
determined by the configuration of the power producing system and by the
selection of equipment to generate power. (Ex. 23, p. 336.) SCSPP will employ
two General Electric F-class combustion turbine generators with evaporative inlet
air coolers, each nominally rated at 171.7 MW, with a peak load efficiency of 36.2

percent lower heating value (LHV)-and-two-single-pressure-heatrecovery-steam
generators (HRSGs). (Ex. 1,/1.6.2; Ex. 23, p. 336; Ex. 108, p. 112.) This LHV

figure is equivalent to the average fuel efficiency of a typical utility company

% The Commission takes administrative notice of the natural gas supply and forecast data made
available in a public hearing conducted by Commission s Fuels and Transportation Committee on
November 22, 1999. The current demand forecast for natural gas for power generation in
California is 1.7 billion cubic feet per day (cfd). Over the next 20 years, this demand is expected
to double. According to Commission staff, the natural gas resource is so large that there is no
potential likelihood that demand will exceed availability.
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The Sunrise project will further-be configured as a simple cycle peaking power
plant, in which electricity is generated by two gas turbine generators. Staff
concluded that this represents the best configuration for use as a peaker,

providing fast startup and ramping to respond quickly to dispatch. The use of two

gas turbine generators allows the plant to operate at half load as efficiently as full
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Staff concluded that the proposed project configuration and generating

equipment will satisfy the project objectives while minimizing adverse impacts on
energy resources. (Ex.-23,$-338108, p. 112.)

Staff believes that SCPP represents the current state-of-the-art in electric
generation efficiency (Ex._108, p. 112-23,—p-—336.) The modern F-class gas
turbines manufactured by General Electric, compare favorably to other F-class

generators currently on the market. (Ex. 23, p. 336/bid.)

4. Compliance with Energy Standards

Since the Sunrise project will not be a cogeneration project as originally planned,

it does not need to meet the enerqgy standards inherent in the legal definition of a
cogeneration project according to Public Resources Code /25134. The-efficiency
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FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Commission makes the
following findings and conclusions:

1. The Sunrise Cogeneration-and-Power Project will not create a significant
demand for natural gas in California.

2. The Sunrise Cogeneration—and-Power Project will not require the
development of any new sources of energy.

3. Given project objectives, location, and air pollution control requirements,
only natural gas-burning technologies are feasible for this project.

4. The project will employ modern F-class gas turbines (General Electric
PG7241 (FA)) nominally rated at 36.2 percent lower heating value (LHV)
efficiency, which compares favorably to other available F-class turbine
generators.

5.The Sunrise Project represents the best configuration for use as a peaker,
providing fast startup and ramping to respond quickly to dispatch. Asa

The Commission, therefore, concludes that SCPP will not cause any significant
adverse impacts to energy supplies or energy resources_and-- With-the-Condition

of Certification(EFE-1,-below);-the project will conform with all applicable laws,
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ordinances, regulations, and standards relating to power plant efficiency as
identified in the pertinent portions of APPENDIX A of this Decision.
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D. TRANSMISSION SYSTEM ENGINEERING

In addition to the cegeneration—and-simple cycle power plant portion of the
Sunrise facility, Applicant will also construct and operate an electric transmission

tie line as a linear facility related to the power plant. (See Pub. Resources Code,
/25120, 25110.) The Commission s jurisdiction to address this matter includes
any electric power line carrying electric power from a thermal power plant to

a point of junction with any interconnected transmission system. (Pub.
Resources Code, / 25107.) Neither of the two favored generation tie-line
alternatives between the Sunrise project and the Midway substation are part of
the electric grid controlled by the California Independent System Operator (Cal
ISO). (Ex. 36.) Thus, the Commission s analysis of the factors involving
Transmission System Engineering include determining whether or not the
project s transmission intertie facilities are likely to conform with all applicable
laws, ordinances, regulations, and standards intended to ensure safe and reliable
electric power transmission and, if not, to determine appropriate mitigation
measures. This examination by Commission staff was coordinated with the
evaluation performed by the Cal-ISO in order to determine the project s effects

on the interconnected electrical grid.

SUMMARY AND DISCUSSION OF THE EVIDENCE

1. Description of Transmission Facilities.

The project will generate 338 MW and will access the California electricity market
through PG&E s Midway substation near Buttonwillow. Applicant is seeking
certification for two of the seven alternative transmission line routes. The first,
known as Route B, is a direct connection from the Sunrise Cegeneration—and
Power-Project to the Midway Substation. This alternative is approximately 23.3
miles long and will require 170 poles. The connection at Midway will require the
addition of one 230 kV line termination to accommodate the Sunrise project line.
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Applicant expects that the termination will lie within the fence at the Midway
substation. (Ex. 32, pp. 64-65; 11/5/99 RT 89.)

The second alternative is known as Route F, which connects from Sunrise to the
certified, but not yet constructed, La Paloma substation and then by a joint
ownership line to the Midway substation. It includes a 10.5-mile line from
Sunrise to the La Paloma substation. From the La Paloma substation to the
Midway substation the route is approximately 14.2 miles long and will run parallel
to existing transmission lines wherever possible. The line parallels PG&E s
Midway Sunset 230 kV line, then parallels the PG&E 500 kV Diablo-Midway line
until it reaches the Midway substation. The proposed transmission line for the La
Paloma project can carry 2116 MW at its normal rating. This is enough capacity
for the La Paloma project and all three potential phases of the Sunrise project.??
The overall length of this connection from Sunrise to the Midway substation is

24.2 miles. (Ex. 32, p. 61; 11/5/99 RT 90.)

The transmission line itself will be a 230 kV double circuit line with the circuits
initially connected so that they function as a single circuit. This configuration will
allow Applicant to increase the capacity of the line to accommodate potential
project expansion. The total line capacity is expected to be 952 MW. Both
alternative proposed line routes will use single shaft galvanized tubular steel
poles up to the point of interconnection with either the Midway substation or the
La Paloma substation. (Ex. 32, p. 62.)

22 Sunrise Ceogeneration—and-Power Project is proposed for 338 MW. However, Sunrise has
studied the affects of expanding the project to 507 MW (phase 1l) in subsequent years and later to
845 MW (phase lll), but has no current intention of proceeding with phases Il and Ill. (Ex. 32, p.
61; 11/5/00 RT 65.). However, Sunrise will either convert the plant to either combined cycle or
cogeneration configuration or shutdown by December 31, 2002. (Ex. 122; Ex. 109, Testimony of
Mervyn Soares; Ex. 124).,
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2. System Reliability

The interconnection of a new generator if not properly designed and operated,
could adversely impact the reliable operation of the state s electric power system.
The primary roles of the Cal-ISO regarding the interconnection of new generation
are to ensure and to coordinate the reliable operation of the portion of the electric
grid, which it controls. To do this the Cal-ISO coordinates the planning of system
modifications to ensure they meet the Cal-ISO s Grid Planning Criteria. (Ex. 36,
p. 1.) These criteria essentially incorporate all Western Systems Coordinating
Council (WSCC) reliability Criteria, the North American Electric Reliability Council
(NERC) Planning Standards, and local area reliability criteria. (/d.)

The Cal-ISO s criteria apply to all existing and proposed facilities interconnecting
with the controlled grid. Commission staff relies on the Cal-ISO s determinations
in formulating recommendations to the Commission concerning the proposed
facility s conformance with applicable standards. Staff also looks to the Cal-
ISO s findings to determine the need for any additional transmission facilities
caused by the project, as well as the need for any environmental review related
to such facilities.

Generation developers submit their requests for interconnection to the Cal-ISO
Controlled Grid to the Participating Transmission Owner (PTO); in the case of the
Sunrise project the PTO is PG&E. The PTO conducts technical studies to
determine the need for transmission facilities that are required to reliably connect
the project to the Cal-ISO Controlled Grid. In addition to reliability, the PTO
conducts analyses to determine if any congestion impacts will be caused by the
addition of the new generator to the grid.

The PTO measures the performance of the transmission system against three

planning criteria: the Cal-ISO Grid Planning Criteria, the WSCC Reliability
Criteria, and NERC Planning Standards. (Ex. 36, p. 1.)
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At the request of Applicant, PG&E performed two Interim Detailed Facilities
Studies (DFS). The Interim DFS-1 report is associated with transmission
alternative F. (Ex. 19.) The Route B alternative is addressed in Interim DFS
report-2. (Ex. 20.) The Power Flow studies in both reports indicate that the
Sunrise project will have no adverse impacts on the area transmission facilities
during typical NERC contingencies. Some overloads are predicted during
extreme contingencies and during certain seasonal periods if an outage of one of
the Midway 500/230 kV transformer banks occurs. However, these conditions
will be mitigated by Sunrise s participation in a Remedial Action Scheme (RAS).?
The two DFS reports do not indicate a significance difference to existing
conditions with or without the Sunrise project. Both studies conclude that there
will be no downstream impacts to the system beyond the Midway substation.
(11/5/99 RT 90-91.)

3. Alternatives

Applicant looked at seven different alternative transmission line configurations
and is seeking certification for two of them, Routes B and F. The evidence of
record examines the other five alternative routings and termination alternatives.
In each instance, however, substantial deviation from the two preferred routings
and terminations at either the Midway or La Paloma substations would either
have greater environmental impacts, add substantial expense, or pose greater

uncertainties than the two preferred routings. (Ex. 32, pp. 67-68.)

4. Closure

2 A remedial action scheme is an automatic control provision which can, for example, decrease
or trip the Sunrise Coegeneration-and-Power Project s output to mitigate a circuit overload in order
to maintain system reliability. (Ex. 36, p. 13.)
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Before generating facilities are permitted to provide power to the California
Power Exchange, generator standards must be met and power plant operators
must commit to comply with instructions of the Cal-ISO dispatchers. Participating
generators must sign a Participating Generator Agreement. The evidence
indicates that procedures for planned, unexpected temporary and unexpected
permanent closure are developed as part of this process to establish
coordination between the generator, the PTO, and the Cal-ISO. Furthermore,
rules issued by the California Public Utilities Commission also govern project
closure. In addition, the Compliance Plan incorporated as part of this Decision
contains additional provisions ensuring that project closure will comply with
applicable laws, ordinances, regulations, and standards, and that system safety
and reliability will not be jeopardized. (Ex. 32, pp. 69-70.)

5. Cumulative Impacts

Cumulative impacts are two or more individual impacts on the environment that,
when considered together, are considerable or that compound or increase other
environmental impacts. The impacts may be changes which result from the
proposed project or from a number of separate projects. The Commission
examines the incremental impact of the proposed project when added to other
closely related past, present, and reasonably foreseeable probable future
projects. (Cal. Code of Regs., tit. 14,/15355; see also Cal. Code of Regs., tit.
14, /15126.)

The sole issue that was contested in the area of Transmission System
Engineering involves the challenge of the Transmission Agency of Northern
California (TANC) to the adequacy of the cumulative impacts analysis.?* TANC
is a joint powers agency and public entity organized pursuant to a Joint Powers

2 TANC petitioned to intervene in the Sunrise case on August 31, 1999. Applicant filed
opposition to TANC s petition on September 15, 1999, and the Committee granted the petition to
intervene on October 1, 1999.
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Agreement. Its members are the cities of Alameda, Biggs, Gridley, Healdsburg,
Lodi, Lompoc, Palo Alto, Redding, Roseville, Santa Clara, and Ukiah, as well as
the Modesto Irrigation District, the Sacramento Municipal Utility District, and the
Turlock Irrigation District. Plumas-Sierra Rural Electric Cooperative is an
associate member of TANC. TANC provides electrical transmission facilities and
services to its members. TANC imports power through TANC s facilities and
contracts from north of the California-Oregon border and south of the Midway
Substation.

TANC s witness acknowledged that he had no disagreement with the DFS
studies carried out by PG&E or with the testimony filed by ISO witness Ron
Daschmans. (Exs. 19, 20, 36; 11/5/99 RT 120.) These documents concluded
that the Sunrise project would not have a significant impact on the transmission
system. Nevertheless, the TANC witness argued that when the transmission
system at Midway is fully loaded, the addition of the generation from the Sunrise
Cogeneration—and-Power Project to the transmission grid would result in
congestion at Midway and in a one-for-one reduction in power imports from
southern California into northern California. TANC is concerned that such an
event would impact its members rights to use the transmission system. (11/5/99
RT 120.)

The TANC witness concluded that therefore, it would be prudent to conduct
further studies of the cumulative transmission impacts of new power generators
such as Sunrise. TANC is concerned that the accumulation of new generators at
the Midway substation will lead to congestion management problems which will
harm the ability of its members to import power from southern California to
northern California. The witness also noted that the Sunrise connection could
impact the ability of TANC members to undertake southbound transactions on

87



the California Oregon Intertie (COI) or on Path 15.2° (Ex. 39; 11/5/99 RT 119-
120.)

TANC urges the Commission to conduct further studies to examine the impact of
the Sunrise project on transmission congestion and to examine the potential
environmental impacts of the steps the ISO may take to resolve the congestion,
such as remedial action schemes. Yet TANC witness David Larson stated that
he did not recommend a delay in the Sunrise case in order to carry out such
studies. (11/5/99 RT 126.)

Applicant argues that the additional studies TANC requests and the issues TANC
is asking the Commission to resolve are beyond the Commission s legal siting
jurisdiction. Sunrise cites Public Resources Code section 25107 which defines
an electric transmission line for purposes of the Commission s siting authority as
any electric power line carrying electric power from a thermal power plant within
the state to a point of junction with any interconnected transmission system.
Applicant notes that this language has been defined in regulations and
interpreted by the courts to mean the first point of interconnection.?® The first
point of interconnection for the Sunrise project is the point at which the power
plant s transmission line interconnects with the Midway substation. Applicant
states that TANC is asking the Commission to remedy impacts that occur, if at
all, beyond the first point of interconnection and beyond the Commission s siting

jurisdiction.

Applicant further argues that the Commission s obligation to examine safety and
reliability issues concerning a proposed power plant is, in the case of the plant s

transmission line, limited to the first point of interconnection with the transmission

% Path 15 is term used to describe the Los Banos — Gates — Midway and Los Banos — Midway
500 kV transmission lines. This collection of transmission lines can be subject to congestion
when fully loaded.

%20 CCR,/ 1702(n); See also Public Utilities Commission v. Energy Resources Conservation
and Development Commission, (1984) 150 Cal. App.3d 437.
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system. Sunrise adds that Commission regulations require Staff analysis to
focus on those safety and reliability matters not expected to be considered by
other agencies. 2’ Applicant states that in this case, the other agency is the Cal-
ISO which, since the passage of AB 1890, has authority for ensuring efficient use
and reliable operation of the state s transmission grid.?®

For its part the Commission staff notes that aside from the review by the Cal-ISO,
no analysis of cumulative system impacts has been performed to account for all
the projects which may tie into the Midway substation. However, Staff cites the
same statutory authority as does Applicant and points out that the Commission s
failure to carry out such a cumulative analysis is, in fact, in accordance with the

statutes that govern both the Energy Commission and the Cal-ISO.

CommisSION DISCUSSION

The Commission is aware of a number of power plant projects, which have either
been proposed for connection to the Midway substation or which could impact
the substation. These include the licensed La Paloma project as well as the
Sunrise, Elk Hills, Midway Sunset, Pastoria, and Morro Bay projects.

We note that in the case where transmission line engineering plans of other
proposed projects are more specific than speculative, the Commission staff did
analyze the cumulative effects of combined projects on the environment. In
every case, Staff found that the Sunrise project either did not contribute to
cumulative impacts or, if such potential existed, the proposed mitigation
measures would assure that the impacts were reduced to below the level of
significance.?® However, beyond the first point of interconnection, the evidentiary

%720 CCR,/1743(b).
28 pyplic Utilities Code, /345.

? For example, cumulative impacts to biological resources will be mitigated through take
avoidance measures and habitat compensation purchases. (Ex. 63, pp. 16-17.) Applying the

89



record in this case lacks specific information regarding how power from the
plants in west Kern County will affect the integrated transmission system.*

The record before us demonstrates that Staff and the Cal-ISO have provided an
adequate analysis of the cumulative environmental and transmission system
impacts related to the Sunrise project. However, in the future, in order to expand
the information available to decision makers and the public regarding how a
project s transmission system engineering may contribute to cumulative impacts
on the environment,®' the Sunrise Committee is recommending that, the
Commission direct Staff to expand its scope of analysis in this area. Rather than
focus solely on the environmental impacts resulting from system upgrades
identified by the 1SO,* the Committee believes the Commission should require
Staff to look forward to all projects which are reasonably foreseeable, probable
future projects . [Cal. Code of Regs., tit. 14,/15355(b).] In this way Staff could

better determine whether the proposed project is likely to contribute to cumulative
transmission impacts which will cause a physical change in the environment and,
if so, whether the projects incremental contribution to such impacts is
considerable. The discussion of cumulative impacts should reflect their severity

Conditions of Certification can mitigate significant cumulative impacts to cultural resources. (Ex.
23, p. 209; also see evaluation of transmission line cumulative impacts in Ex. 23 at pp. 198, 205,
and 208-209.) No cumulative impacts to visual resources are expected from transmission lines
due the existing degraded visual landscape in oil fields. (Ex. 23, p. 141.) Under land use, since
the Kern County Zoning Ordinance permits transmission lines in the area by right, staff found no
cumulative significant impacts from project lines. (Ex. 23, p. 68-69.)

30 Furthermore, with the passage of AB 1890, the legislature made clear that the Cal-ISO, and
not the Energy Commission, has jurisdiction to analyze system impacts of adding new generation
to the controlled grid. (Public Resources Code section 345.)

¥ This is as opposed to an evaluation of impacts to the integrated transmission system beyond
the point at which a power plant ties in to the system. Such non-environmental transmission
system impacts are analyzed by the Cal-1SO.

*2 The Cal-ISO typically identifies transmission system impacts from the proposed project in

conjunction with impacts from other relevant projects that have previously been licensed by the
Commission.
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and likelihood of occurring, but need not be as detailed as the discussion of the
project s direct impacts.3

In the case of the Sunrise project, the testimonies of Applicant and the Cal-ISO
address the La Paloma and Sunrise transmission connections to the Midway
substation.®* (Ex. 19, 20; Ex. 36; 11/5/99 RT 46-47.) Staff testimony included a
cumulative analysis of combining the La Paloma, Sunrise and Midway Sunset
projects. A brief discussion of impacts from the Elk Hills project was also
included. (Ex. 32, pp. 68-69.) To further inform the record, the Committee hereby
takes administrative notice of the transmission cumulative impacts analysis in the
Elk Hills case. (Docket No. 99-AFC-1: Ex. 19, p. 340; 1/25/00 RT 30:7-12, 35:14-
19, 36:3-8.) That record makes it clear that any physical up-grades to the
transmission system which are necessitated by these projects will be minor and

have de minimus cumulative impacts.*®

Yet, even if the record contained further information concerning downstream
cumulative impacts to the transmission system, the environmental effects of
transmission impacts such as the congestion alleged by TANC, cannot be known
to us without engaging in extensive speculation. Even TANC s own witness
could not be sure which of its power plants it would operate in the event of
transmission congestion. Furthermore, regardless of transmission concerns,
many of its member s plants are subject to air quality operating limitations which
they cannot exceed. (1/10/00 RT pp. 234, 235, 245.) Thus, it is impossible to

3 A full generator interconnection study would generally include power flow, stability and fault
current_analysis, including no line outages, single-line outages and two-line outages. A
reconnaissance study would include only power flow analysis for no- and one-line outage
conditions. Because two-line outage conditions are rarely mitigated by the construction of
downstream facilities, a reconnaissance level of analysis provides a reasonable identification of
potential cumulative effects.

¥ The testimony revealed that no substantial upgrades were required either to the Midway
substation or to the downstream-integrated system. (Ex. 36.)

% Of three interconnection variations for Elk Hills, the largest impact is on the Route 1B variation

which would require that additional 115 to 70 kilovolt transmission capacity be provided for the
Taft substation. (1/25/00 RT 36:3-8.)
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know which power plants are most likely to operate and what environmental
impacts will result. CEQA does not require the Commission to carry out its
environmental analysis as a lead agency by engaging in such speculation. (Cal.
Code of Regs., tit. 14,/15145.)

In addition, for the Sunrise project to be found to have significant cumulative
impacts, it must be found that its contribution to an environmental impact is
cumulatively considerable . [Cal. Code Regs., tit. 14, /15064(i)(1) and (2).]
However, the record before us demonstrates that the project will not contribute to
cumulatively considerable impacts related to transmission system engineering.
We find, therefore, that having reviewed the Sunrise project in conjunction with
other probable future projects in the area, it will not contribute to cumulative

impacts which are significant.

The Cal-ISO carried out its duty in this case through the sworn expert testimony
of Ron Daschmans, a Grid Planning Engineer at the Cal-ISO. (Ex. 36.) In doing
his analysis Mr. Daschmans relied on the two PG&E Interim Design Facilities
Studies. (Ex. 19 and 20.) These studies indicated that their stability assessment
showed no difference with or without the Sunrise project and further showed no
downstream impacts on the system beyond the Midway substation.®*® Even the
witness for TANC stated that we certainly don t have any disagreement with

the results of the analysis. (11/5/99 RT 120:5-6.) Mr. Daschmans and the Cal-
ISO concurred with the PG&E analysis and determined that the Sunrise project
can be operated at the specified levels within applicable system reliability criteria
for the contingencies analyzed. To mitigate any further potential impacts,
Condition of Certification TSE-1, proposed by the Commission staff, ensures that

the Sunrise project will file a Final Detailed Facilities Study, including a

% In spite of TANC s request that the Commission carry out additional studies, TANC s own
witness seemed comfortable with the existing system for analyzing transmission interconnection.
| think the studies that we envision and prepared in testimony will all be done as part of the
ongoing studies that PG&E is doing at the present time. (11/5/99 RT 126:15-16.)
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description of remedial action scheme (RAS) sequencing, before constructing its
transmission facilities. (Ex. 32, p. 71.)

Based on the evidence of record, we conclude that the Commission lacks the
legal authority to regulate a project s cumulative system impacts to the
transmission system beyond the project s first point of interconnection with the
integrated system. The Cal-ISO has such authority and, based on its analysis of
the La Paloma and Sunrise projects, it has determined that the Sunrise project
will not have a significant negative impact on the system. However, as the lead
agency examining this project under CEQA, the Commission will continue to
analyze the cumulative environmental impacts related to transmission system

upgrades resulting in whole or in part from Commission projects.

FINDINGS AND CONCLUSIONS

1. The California Independent System Operator is the legally designated
agency to analyze downsteam non-environmental transmission system
impacts beyond the first point of a project s interconnection with the
integrated system.

2. The California Independent System Operator has determined that
interconnecting the Sunrise Cogeneration—and-Power Project at the
Midway substation will not create adverse impacts to the reliability of the
electrical system.

3. The California Independent System Operator has determined that
interconnecting the Sunrise Cegeneration—and-Power Project will not
require the construction of additional transmission facilities downstream of
the Midway substation.

4. The Sunrise Cogeneration—and-Power Project will operate according to
remedial action schemes specified by the California Independent System
Operator.

5. The California Independent System Operator s determinations are based
on its review of the preliminary interconnection and facilities study.
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10.

11.

12.

13.

A final Detailed Facilities Study is forthcoming and the testimony of record
establishes that this document is not expected to alter conclusions
reached concerning the acceptability of interconnecting the Sunrise

Cogeneration-and-Power-Project at the Midway substation.

The outlet line from the project to the first point of interconnection is
designed to transport a total line capacity of approximately 952 MW.

Possible cumulative transmission system impacts will be addressed by the
Cal-ISO in future proceedings, as more information about future projects
becomes available.

The Commission is responsible as lead agency under the California
Environmental Quality Act, to analyze the environmental effects of
changes to the transmission system which are related to the addition of
new power plants licensed by the Commission.

Both alternative transmission routes B and F are deemed acceptable and
one may be constructed.

This Decision does not address economic cost allocations of transmission
mitigation among project developers.

With the implementation of the various mitigation measures specified in
this Decision, neither proposed transmission interconnection alternative of
the Sunrise project will contribute to significant direct, indirect, or
cumulative environmental impacts.

The Conditions of Certification below ensure that the transmission related
aspects of the La-Paloma-Generating-Project-Sunrise Power Project will
be designed, constructed, and operated in conformance with the
applicable laws, ordinances, regulations, and standards identified in the
appropriate portion of Appendix A of this Decision.

We therefore conclude that interconnection of the project at the Midway

substation is acceptable, and that it will not result in the violation of any criteria

pertinent to transmission engineering.

CONDITIONS OF CERTIFICATION

TSE-1: The project owner shall ensure that the design, construction and
operation of the proposed transmission facilities will conform to requirements
listed below. The substitution of Compliance Project Manager (CPM) approved
equivalent equipment and equivalent substation configurations is acceptable.
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a. The Sunrise project 230 kV substation shall include busses in a ring
configuration or a breaker and a half scheme.

b. Breakers and bus in the power plant substation and other
substations where applicable shall be sized to comply with a short
circuit analysis.

C. The power plant switchyard, outlet line and termination shall meet
or exceed the requirements CPUC General Order 95.

d. One of the two line alternatives shall be constructed.

e. Termination facilities at the Midway substation shall comply with
applicable Cal-ISO and PG&E interconnection standards (PG&E
Interconnection Handbook and CPUC Rule 21).

f. Outlet line crossings and line parallels with transmission and
distribution facilities shall be coordinated with the transmission line
owner and comply with the owner s standards.

g. The transmission facilities will use steel pole construction and
conductors which could be as small as 1113 KCM Marigold
aluminum alloy conductor and as large as 1590 KCM Falcon
ASCR.

h. The applicant shall provide a Detailed Facilities Study including a
description of RAS sequencing and timing and an executed Facility
Interconnection Agreement for the Sunrise project transmission
interconnection with PG&E. The Detailed Facilities Study and
Interconnection Agreement shall be coordinated with the Cal-ISO.

Verification: At least 60 days prior to start of construction of transmission
facilities, the project owner shall submit for approval to the CPM, electrical one-
line diagrams signed and sealed by the registered professional electrical
engineer in responsible charge, a route map, and an engineering description of
equipment and the configurations covered by requirements 1a through 1h above.
The Detailed Facilities Study and executed interconnection agreement shall
concurrently be provided. Substitution of equipment and substation
configurations shall be identified and justified by the project owner for CPM
approval.

TSE-2: The project owner shall inform the CPM of any impending changes,
which may not conform to the requirements 1a through 1h of TSE-1, and have
not received CPM approval, and request approval to implement such changes. A
detailed description of the proposed change and complete engineering,
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environmental, and economic rationale for the change shall accompany the
request.  Construction, involving changed equipment or substation
configurations, shall not begin without prior written approval of the changes by
the CPM.

Verification: At least 60 days prior to construction of transmission facilities,
the project owner shall inform the CPM of any impending changes which may not
conform to requirements of TSE-1 and request approval to implement such
changes.

TSE-3: The project owner shall be responsible for the inspection of the
transmission facilities during and after project construction, and any subsequent
CPM approved changes thereto, to ensure conformance with CPUC GO-95 and
CPUC Rule No. 21 and these conditions. In case of non-conformance, the
project owner shall inform the CPM in writing, within 10 days, of discovering such
non-conformance and describe the corrective actions to be taken.

Verification: Within 60 days after synchronization of the project, the project
owner shall transmit to the CPM an engineering description(s), and one-line
drawings of the as-built facilities, signed and sealed by the registered electrical
engineer in charge. A statement attesting to conformance with CPUC GO-95,
CPUC Rule No. 21, the PG&E Interconnection Handbook, and these conditions
shall be concurrently provided.
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E. TRANSMISSION LINE SAFETY AND NUISANCE

The project transmission line must be constructed and operated in a manner that
protects environmental quality, assures public health and safety, and complies
with applicable laws, ordinances, regulations and standards (LORS). This
analysis reviews the potential impacts of the project transmission line on aviation
safety, radio-frequency interference, audible noise, fire hazards, nuisance
shocks, hazardous shocks, and electric and magnetic field exposure. (Ex. 23, p.
41))

SUMMARY AND DiscussioN oF THE EVIDENCE

Since the transmission line will be connected to PG&E s existing transmission
system, it must be designed according to PG&E s field-reducing design
guidelines related to safety, efficiency, reliability, and maintainability. (Ex. 23, p.
45.)

1. Description of Transmission Line

The project s overhead transmission line is located in an area with existing 500
kV, 230 kV, 115 kV, and 69 kV lines and related facilities owned by PG&E. (Ex.
23, p. 44.) The line will traverse agricultural and industrial areas, open spaces,
and oil and gas fields. (Ex. 23, p. 45.) The right-of-way will be about 100 feet
wide, but may be reduced to a minimum of 75 feet in some areas, depending on
land use or other constraints. (Ex. 23, p. 45.) The overhead line will be erected
on steel tubular poles, approximately 1,000 feet apart, that will keep the
transmission line at least 30 feet from the ground in keeping with the
requirements of the PUC. (Ex. 23, pp. 45-46.)

* The transmission line route is described further in the Transmission System
Engineering section of this Decision. (See, TSE Figure 1.)
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2. Potential Impacts
a. Electric and Magnetic Field Exposure

The possibility of health effects from exposure to electric and magnetic fields
(EMF) has increased public fears about living near high-voltage lines. (Ex. 23, p.
47.) The available data evaluated by the California Public Utilities Commission
(CPUC) and other regulatory agencies does not definitively establish that EMF
poses a significant health risk nor prove the absence of health hazards®’ (/bid.) In
light of the present uncertainty regarding EMF exposure, Staff testified that most
of the regulatory agencies, including the CPUC, have implemented policies to
ensure that transmission lines are designed to minimize EMF without impacting
transmission efficiency. (Ex. 23, p. 48.) Under CPUC policy, the regulated
utilities have established EMF-reducing design criteria for new and upgraded
electrical facilities. New transmission lines are not permitted to create EMF
levels greater than that of existing transmission lines. (Ex. 23, p. 48.) Staff
proposed a Condition of Certification TLSN-3 to ensure implementation of the
reduction measures necessary. Condition TLSN-3 requires Applicant to
measure the strengths of the electric and magnetic fields along the transmission
line route before and after energization. Applicant concluded and Staff agreed
that the estimated electric and magnetic forces associated with the transmission
line are significantly below levels typically used as standards in states that
regulate EMF exposure. (Ex. 23, p. 50.) Staff, therefore, recommended approval
of the transmission line route as proposed by Applicant. (/d., p. 61-52.)

b. Aviation Safety

As noted by both Applicant and staff, the only major aviation center in the project
vicinity is Meadows Field Airport in Bakersfield, approximately 23 miles away.

3 Although several states regulate EMF levels for new transmission lines, California has not
specified a maximum EMF limit. (Ex. 1, p. 6-37-38.)
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Two smaller local airports, the Taft-Kern County Airport, and the Elk Hills
Buttonwillow Airport are between 2 and 4 miles from the proposed route. A
Federal Aviation Administration (FAA) Notice of Construction or alteration will
not be required for the proposed power line, according to existing regulatory
criteria. Staff agreed with Applicant that the proposed line would not pose a
significant hazard to area aviation. (Ex. 23, p. 49, Ex. 1, p. 6-29.)

C. Interference With Radio-Frequency Communication

Interference with radio and television reception can be caused by spark gap
discharges around the line that produce noise and interference. Such
interference can generally be avoided by appropriate line maintenance. (Ex. 23,
p. 49.) Staff noted that Applicant will implement a maintenance program to
minimize these occurrences. (/d.) Applicant will also employ a corona-reducing
design that should prevent radio interference. (Ex. 1, p. 6-31.) Federal
Communication Commission (FCC) regulations require transmission line
operators to resolve incidents of radio or television interference on a case-by-
case basis. Condition TLSN-2 ensures that SCPP will mitigate any interference-

related complaints on a case-specific basis, as required by the FCC.

General Order 52 of the Public Utilities Commission (GO-52) governs the
construction and operation of power lines and deals with measures to prevent or
mitigate inductive interference. Condition TLSN-1 will require compliance with
GO-52, also intended to prevent radio interference.

d. Audible Noise
Energized electric transmission lines can generate audible noise in a process
called corona discharge, most often perceived as a low hissing and crackling

sound. (Ex. 1,/6.2.3.) Transmission line noise during fair weather will likely be

inaudible. Noise levels may become noticeable during wet weather, but is
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generally not expected from lines under 345 kV, such as the one proposed for
this project. (Ex. 23, p. 43.) Applicant, therefore, does not expect noise from its
transmission line to add significantly to existing ambient noise levels. Staff
agrees with Applicant s assessment. (Ex. 23, p. 43; see also the Noise section in

this Decision.)

e. Fire Hazards

Operation of the transmission line represents a low fire risk. Fires could occur by
sparks from overhead conductors coming into contact with nearby trees or other
flammable objects. The transmission line will be routed through primarily
agricultural areas of low fuel content, where adequate fire prevention and
suppression measures will be implemented. (Ex. 23, p. 50.) Applicant will
comply with CPUC General Order (GO) 95 that requires tree trimming and
maintaining the clearance necessary to prevent fires caused by contact with
combustible materials. (Ex. 1, /6.2.6.) Condition TLSN-4 ensures that the
transmission line right-of-way will be kept free of combustible material.

f. Nuisance and Hazardous Shocks

Nuisance or hazardous shocks can result from direct or indirect contact with an
energized line or metal objects located near the line. If a large insulated metallic
object remains under a 230 kV for an extended period of time (e.g., parked farm
tractor, large tractor-trailer, or other ungrounded platform) an electric charge may
build up on the object due to the electric field produced by the line. If a person
touches the charged object, a nuisance shock will be felt due to the short circuit
current flowing from the object to the ground through the person. This shock will
be similar to the shock experienced when waling across a carpet and touching a
doorknob. (Ex. 1,/ 6.2.5.) Applicant will employ mitigation measures for
hazardous and nuisance shocks that include grounding of metal objects within

the right-of-way. (Ex. 23, p. 46.) The Sunrise project has stated its intention to
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comply with the requirements of GO-95, NESC, and Title 8, CCR, /2700 et seq.

to prevent hazardous shocks resulting from direct or indirect human contact with
the overhead energized line. Both Applicant and staff do not expect any hazard
to humans. (Ex. 23, p. 50.) Condition TLSN-1 ensures compliance with
applicable LORS that require implementation of the mitigation measures
proposed by Applicant. In addition, under Condition TLSN-5, Applicant is
obligated to send letters to property owners within or adjacent to the right-of-way
explaining its responsibility for grounding chargeable objects within the right-of-

way.

CommisSION DISCUSSION

The evidentiary record establishes that Applicant s transmission line design will
conform with all established requirements to ensure aviation safety, prevent radio
and television interference, limit audible noise, eliminate fire hazards, and
prevent hazardous and nuisance shocks. Since adverse health effects from
electric and magnetic fields (EMF) have not been established or ruled out, the
public health significance of project-related field exposure cannot be
characterized with certainty. The estimated exposures from the project
transmission line are significantly below field levels associated with lines of the
same voltage, current-carrying capacity, and field levels established by states
with regulatory limits for such fields. There is no evidence that the line will pose
a danger from EMF exposure.

FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Commission makes the
following findings and conclusions:

1. The project transmission line, which will connect to PG&E s transmission
system, is an overhead double circuit 230 kV line that traverses
agricultural and open space areas on steel poles.
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2. The possibility of health effects from exposure to electric and magnetic
fields (EMF) has increased public fears about living near high-voltage
lines.

3. Neither the California Public Utilities Commission nor any other regulatory
agency in California has established limits on pubic exposure to electric
and magnetic fields from power lines.

4. SCEPP s transmission line will be designed in accordance with the electric
and magnetic field reducing guidelines applicable to PG&E s transmission
service area.

5. The estimated EMF exposures from the transmission line are below field

levels associated with similar lines in the PG&E area, and significantly
below field levels established by states with regulatory limits for such
fields.

6. The Conditions of Certification reasonably ensure that the transmission
line will not have significant adverse environmental impacts on public
health and safety nor cause impacts in the areas of aviation safety,
radio/TV communication interference, audible noise, fire hazards,
nuisance or hazardous shocks, or electric and magnetic field exposure.

The Commission, therefore, concludes that with implementation of the Conditions
of Certification, the project will conform with all applicable laws, ordinances,
regulations, and standards relating to transmission line safety and nuisance as
identified in the pertinent portions of APPENDIX A of this Decision.

CONDITIONS OF CERTIFICATION

TLSN-1 The project owner shall construct the proposed transmission line
according to the requirements of GO-95, GO-52 and Title 8, Section 2700 et seq.
of the California Code of Regulations.

Verification: Thirty days before start of transmission line construction, or a
shorter time period as mutually agreed to by the project owner and the Project
Compliance Manager (CPM), the project owner shall submit to the Commission s
CPM a letter signed by a California registered engineer affirming that the
transmission line will be constructed according the requirements of GO-95, and
Title 8, Section 2700 et seq. of the California Code of Regulations.
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TLSN-2 The project owner shall make every reasonable effort to identify and
correct, on a case-specific basis, all complaints of interference with radio or
television signals from operation of the line and related facilities. In addition to
any transmission repairs, the relevant corrective actions should include, but shall
not be limited to, adjusting or modifying receivers, repairing, replacing or adding
antennas, signal amplifiers, filters, or lead-in cables.

The project owner shall maintain written records for a period of five years, of all
complaints of radio or television interference attributable to operation together
with the corrective action taken in response to each complaint. All complaints
shall be recorded to include notations on the corrective action taken. Complaints
not leading to a specific action, or for which there was no resolution should be
noted and explained. The record shall be signed by the project owner and also
the complainant, if possible, to indicate concurrence with the corrective action or
agreement, with the justification for a lack of action.

Verification: All reports of line-related complaints shall be summarized and
included in the Annual Compliance Report to the CPM.

TLSN-3 The project owner shall engage a qualified consultant to measure
the strengths of the line electric and magnetic fields before and after the line is
energized. Measurements should be made at appropriate points along the route
to allow verification of design assumptions relative to field strengths.
Measurements shall be completed 6 months after the line is energized. The
areas to be measured should include the facility switchyard and any residences
within 100 feet of the right-of-way.

Verification: The project owner shall file copies of the pre-and post-
energization measurements with the CPM within 60 days after measurements
are completed.

TLSN-4  The project owner shall ensure that combustible material in close
proximity to the energized conductors (e.g., tree branches) is cleared from the
right-of-way as required under the provisions of GO 95 and Title 14, Section
1250 of the California Code of Regulations.

Verification: The project owner shall provide a summary of inspection
results and any fire prevention activities carried out along the right-of-way, in a
report to be filed at completion of construction and yearly after that, for a period
of five years.

TLSN-5 The project owner shall send a letter to all owners of property within

100 feet or adjacent to the right-of-way at least 60 days prior to first transmission
of electricity.
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Protocol: The letter shall consist of the following:
» Adiscussion of the nature and operation of a transmission line.

» A discussion of the project owner s responsibility for grounding existing
fences, gates and other large permanent chargeable objects identified
during transmission line construction within the right-of-way regardless
of ownership.

e A discussion of the property owner s responsibility for grounding and to
notify the project whenever the property owner adds or installs a
metallic object.

* A statement recommending against fueling motor vehicles or other
mechanical equipment underneath the line.

Verification: The project owner shall submit the proposed letter to the CPM
for review and approval 30 days prior to mailing to the property owners and shall
maintain a record of correspondence (notification and response) related to this
requirement, in a compliance file at the plant site. The project owner shall notify
the CPM in the first Monthly Compliance Report that letters have been mailed
and that copies are on file.

TLSN-6 The project owner shall ensure the grounding of any ungrounded
permanent metallic objects identified during transmission line construction within
the right-of-way, regardless of ownership. Such objects shall include fences,
gates, and other large permanent chargeable objects. These objects shall be
grounded according to procedures specified in the National Electrical Safety
Code.

In the event of a refusal by the property owner to permit such grounding, the
project owner shall so notify the CPM. Such notification shall Include, when
possible, the owner s written objection. Upon receipt of such notice, the CPM
may waive the requirement for grounding the object involved.

Verification: At least 10 days before the line is energized, the project owner
shall transmit to the CPM a letter confirming compliance with this condition.
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VI. PUBLIC HEALTH AND SAFETY

Operation of the Sunrise Cegeneration-and-Power Project will create combustion
products and utilize certain hazardous materials that could expose the general
public and workers at the facility to potential health effects. The following
sections describe the regulatory programs, standards, protocols, and analyses
that address these issues.

A. AIRQUALITY

This section examines the potential adverse impacts of criteria air pollutant
emissions resulting from project construction and operation. The Commission
must find that the project complies with all applicable laws, ordinances,
regulations, and standards related to air quality. National ambient air quality
standards (NAAQS) have been established for air contaminants identified as
criteria air pollutants. These include nitrogen dioxide (NO3) sulfur dioxide
(SO2), carbon monoxide (CO), ozone (0O3), hydrogen—sulfide—{H.S);—and
particulate matter less than 10 microns in diameter (PMqo) as well as its
precursors: nitrogen oxides (NOy), and volatile organic compounds (VOC).

The federal Clean Air Act requires new major stationary sources of air pollution to
comply with New Source Review (NSR) requirements in order to obtain permits
to operate. The U.S. Environmental Protection Agency (USEPA), which
administers the Clean Air Act, has designated all areas of the United States as
attainment (air quality better than the NAAQS) or nonattainment (worse than the

NAAQS) for criteria air pollutants.

SUMMARY OF EVIDENCE

The Sunrise Cegeneration-and-Power Project- proposes to construct and operate
a nominally rated 320 megawatt simple cycle peaking eegenerationfacility in

western Kern County which will produce electricity to be sold in the deregulated
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market_during times of high energy demand-and-will-produce-steam-to-be-used-in
the-adjacent-oil-fields. The project will consist of two General Electric Frame 7FA

combustion turbine generators (CTGs) equipped with dry low nitrogen oxide

(NOy) combustors

locti It uction (SCR) wit iainiectionfor_NO,_emissi
control, and associated support equipment. Dedicated continuous emissions
monitoring systems will sample, analyze, and record NOy, carbon monoxide
(CO), and oxygen (O;) concentration in the exhaust gas from each-HRSG
stackCTG. (Ex. 49107, Sec. 8.1;p-2-)

The western portion of Kern County has been designated as a federal and state
nonattainment area for ozone and PM,. The San Joaquin Valley Unified Air
Pollution Control District (SJVUAPCD or District) has an air quality plan for
achieving attainment pursuant to the State and Federal Clean Air Acts. The plan
is designed to allow new sources to be permitted while maintaining progress
toward clean air goals. Included in the plan are new source review provisions
requiring emission offsets for new sources and retrofit measures for existing
sources. USEPA considers attainment status for criteria pollutants other than

ozone and PMyg as unclassified due to insufficient monitoring data. (/bid.)

1. SJVUAPCD s Final-Determination of Compliance

On Nevember4QOctober 13, 20004999, SJVUAPCD issued its Preliminary Final
Determination of Compliance (EPDOC) for the Sunrise project.®*® The
SJVUAPCD representative testified on November 7, 2000 that the FDOC was
being prepared. complete,—and-that-the The representative of the District
indicated that had-determined-that-the Sunrise project satisfied all District rules,
including requirements for Best Available Control Technology (BACT), and
requirements for offsets. (4/46/60-11/7/00 RT 489.; Ex . FDOC) H-eThe
FDOC was admitted into evidence on and —indicatesstated that
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complete offsets have been identified for the project and that the offsets fully
meet the District s criteria. (+/46/6611/7/00 —RT 496-194.; Ex. )* The

AIR QUALITY Table 1
Federal and State Ambient Air Quality Standards

Pollutant Averaging Time Federal Standard California Standard
Ozone (03) 1 Hour 0.12 ppm (235 ug/m°) 0.09 ppm (180 pg/m°)
Carbon Monoxide 8 Hour 9 ppm (10 mg/m®) 9 ppm (10 mg/m®)
(CO)
1 Hour 35 ppm (40 mg/m®) 20 ppm (23 mg/m®)
Nitrogen Dioxide Annual 0.053 ppm -
(NO,) Average (100 pg/m?)
1 Hour 0.25 ppm (470 ug/m°)
Sulfur Dioxide (SO5) Annual Average 80 pg/m® (0.03 ppm) -—-
24 Hour 365 pg/m° (0.14 ppm) 0.04 ppm (105 ug/m°)
3 Hour 1300 ug/m’
(0.5 ppm)
1 Hour 0.25 ppm (655 ug/m°)
Respirable Annual - 30 pg/m®
Particulate Matter Geometric Mean
(PM10)
24 Hour 150 pug/m’ 50 pg/m®
Annual 50 pg/m® -
Arithmetic Mean
Fine Particulate 24 Hour 65 pg/m®
Matter (PM2.5)
Annual Arithmetic 15 pg/m® -
Mean
Sulfates (SO,) 24 Hour 25 ug/m’
Lead 30 Day Average - 1.5 pg/m®
Calendar Quarter 1.5 pug/m® —-

Hydrogen Sulfide 1 Hour - 0.03 ppm (42ug/m°)
(H2S)
Vinyl Chloride 24 Hour - 0.010 ppm (26 pug/m°)

(chloroethene)

Visibility Reducing
Particulates

1 Observation

In sufficient amount to produce
an extinction coefficient of 0.23
per kilometer due to particles
when the relative humidity is
less than 70 percent.

Source: Staff FSA, Part 3, (Exhibit 54), p. 7.




2. California Environmental Quality Act (CEQA) Requirements

The Commission not only reviews compliance with Air District rules but also
evaluates potential air quality impacts according to CEQA requirements. (See
Cal. Code of Regs., tit. 14, App. G [CEQA Guidelines, Appendix G].)

3. Regional Air Quality

a. Meteorology

The Sunrise project is proposed for the dry western portion of Kern County.
Annual rainfall in the Bakersfield area is only 5.7 inches. Daily maximum
temperatures during the December-dJanuary months are a relatively mild 57iF,
with lows averaging 38ijF. At the Maricopa weather station, a record high of
115jF and record low of 15jF were measured. These temperatures are used in
determining the maximum possible emissions from the project and the maximum

emissions impacts in the air dispursion modeling analysis.

Winds in the area are strongly influenced by the Temblor Range to the west and
the marine air that enters the Central Valley through the Carquinez Strait and
Altamont Pass in the Bay Area to the north. Winds are usually of higher speeds
during the summer than in winter when calm and stagnant atmospheric
conditions can occur between storms and the influence of the marine air from the

coast is significantly diminished.

Along with the winds, another climatic factor affecting emission impacts is
atmospheric stability and mixing height. During the daylight hours of summer
there is more turbulence, more mixing, and less stability. At these times there is
more air pollutant dispersion and thus fewer air quality impacts from a large

emission source such as the Sunrise project. During winter months very stable
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atmospheric conditions can form, resulting in little mixing, and generally higher
air quality impacts. (Ex. 54, p. 5.)

b. Ambient Air Quality

Ambient air quality data has been collected by local oil companies for a number
of years. Ambient air quality data from 1992 through 1995 collected at the
Westside Operators Fellows site, located approximately 4 miles south-southeast
of the project site is shown in AIR QUALITY Table 2. The data shows no
violations during the period of the air quality standards for NO,, SO,, or CO. (Ex.
54,p.8))

Ambient air quality data is also available from the Air Resources Board s ozone
monitor in Maricopa, located 18 miles south-southeast of the project site, and the
Taft College PM1o monitor, located 10 miles south-southeast of the project site.
This data is displayed in AIR QUALITY Table 3. It shows frequent violations of
the state 1-hour ozone and 24-hour PM4, standard between 1992 and 1997.
(Ibid.)

I

I
I
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AIR QUALITY Table 2
PM10, NO,, CO and SO, Ambient
Air Quality Data Collected at Fellows

Pollutant Averaging | 1995 1994 | 1993 | 1992 Most Restrictive Ambient
Time Air Quality Standard
PM10 24 hours 80 85 109 104 50
Annual 24.6 259 | 31.0 | 357 30
NO, 1 hour 62 94 92 84 470
Annual 12.6 144 | 16.6 | 20.6 100
CO 1 hour 2440 2303 | 2941 | 2713 23,000
8 hour 1869 1985 | 2222 | 1783 10,000
SO, 1 hour 65 94 36 78 655
3 hours 36 57 27 52 1300
24 hours 13 20 14 14 130
Annual 1.5 1.8 1.8 1.7 80
Source: Staff FSA, Part 3, (Exhibit 54), p. 9.
AIR QUALITY Table 3
Ozone and PM10 Ambient Air Quality Data
Pollutant & 1997 | 1996 | 1995 | 1994 | 1993 | 1992
Location
Ozone Max. conc.(ppm) A2 | a2 | a3 | a3 | a2 | o
Maricopa
# days exceed 24 63 57 11 17 25
standard
Taft College
# days exceed 6 12 15 6 13 15
standard
% of samples above 10% 20% 25% 11% 23% 25%
24-hour standard

California Ozone Ambient Air Quality Standard: 0.09 ppm (1-hour average)
National Ozone Ambient Air Quality Standard: 0.12 ppm (1-hour average)
California PM10 Ambient Air Quality Standard: 50 ug/m3 (24-hour average)

Source: Staff FSA, Part 3, (Exhibit 54), p. 9.
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i. Ozone

Ozone is not directly emitted from stationary or mobile sources, but is formed as
the result of chemical reactions in the atmosphere between directly emitted air
pollutants. Nitrogen oxides (NOy) and hydrocarbons (Volatile Organic
Compounds or VOCs) interact in the presence of sunlight to form ozone. The
most recent California Air Resources Board (CARB) report on the contribution of
various air districts to ozone violations in other districts concluded that San
Joaquin Valley air basin contributes measurably to ambient ozone levels in other
districts, and that other districts contribute to the ozone problems in the San
Joaquin Valley Unified Air Pollution Control District (SJVUAPCD). Thus, ozone

formation is a regional problem.

. PMig

PMiy can be emitted directly or can form many miles downwind from the
emission source if various precursor pollutants interact in the atmosphere.
Gaseous emissions of pollutants like NOy, SOy, and VOC from turbines, and
ammonia from NOy control equipment can, under certain meteorological
conditions, form particulate matter known as nitrates (NO3), sulfates (SO4), and
organics. These are known as secondary pollutants since they are not directly
emitted from a source but are formed through complex reactions in the
atmosphere. (Ex. 54, p. 10.)

Commission staff has concluded that based on information from the District and
from CARB, (1) NOxemissions contribute significantly to the formation of
particulate nitrate in the region and, (2) ammonium nitrate is the largest
contributor to PM1q levels during the winter when ambient PM1 levels are at their
highest. (/bid.)
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4. Potential Impacts
a. Construction

APPLICANT

One of the most contested areas in the Sunrise proceeding concerned the
impacts that project construction will have on air quality. Applicant presented a
panel of experts to address various aspects of construction impacts.*® Applicant
stated that it estimated construction emissions using USEPA-approved emission
and load factors and that it modeled the short-term and annual impacts of criteria
pollutants using an EPA-approved model and meteorological data from
Fellows.*! Applicant s models showed that Sunrise construction emissions will
not cause new violations of state and federal ambient air quality standards.
(1/10/00 RT 40.)

Applicant s witnesses noted that while the Sunrise project will contribute to
existing violations of state PMo standards, the project will provide PM1 offsets to
mitigate the impacts. Sunrise will also provide mitigation for construction
emissions of VOC, NOy, SOy, and PM1y by surrendering its emission reduction
credits (ERC s) prior to commencement of construction as required by Condition
of Certification AQ-18. Sunrise believeds that these ERC s along with the terms
of Staff proposed Conditions of Certification AQ-C1 and AQ-C2 insure that the

project wouldwill not have any significant impact on air quality due to construction

impacts. However, Sunrise disagreesd with Staff s recommendation for requiring
oxidizing catalysts on the exhaust stacks of construction equipment. Applicant s
position wasis that the equipment emissions will not be significant and would be

are—addressed by offsets. For the same reason, Sunrise disagreesd with

“Cpaul Fields, Arnold Srackengast, and David Stein.

*! The use of meteorological data for Fellows is approved by both USEPA and the District.
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CURE s recommendation that oxidizing soot filters be placed on the exhaust of
heavy equipment.*? (Id., RT 42.)

Sunrise defended its modeling approach against criticism by CURE. Applicant
testified that, unlike CURE, it used the most recent emission factors. (1/10/00 RT
40.) Sunrise argued that CURE also used the wrong meteorological data and
improperly applied the ozone limiting method in its modeling. (1/10/00 RT 43-45.)
Applicant stressed that it used available actual measured values in its
calculations rather than arbitrarily applying a predicted value, such as CURE s.
Using measured data, Sunrise believeds it more accurately represented
conditions at the site and demonstrated no impacts. (1/28/00 RT 162.) Applicant
added that Sunrise s modeling properly assumed 50 percent control efficiency for
PM;o emissions but that 90 percent control is actually expected from the control
measures contained in Condition of Certification AQ-C1. (1/10/00 RT 46.)

Sunrise opposition to any requirement for oxidizing soot filters is based in part on
its belief that construction emissions for the project are not significant and are
fully offset by ERCs. (1/10/00 RT 41.) In addition, Applicant argueds that soot
filters are infeasible for the project because they require a continuous high
exhaust temperature of over 700jF and are therefore impractical for use in off-
road heavy equipment which spends significant amounts of time idling. The
Sunrise expert on soot filters claimed that the filters only work on a limited type of
equipment and often plug up and cause equipment to stall. (1/11/00 RT 235.) He
estimated that the cost of installing soot filters for the project could run
approximately $180,000 in capital cost plus performance losses, increased fuel
consumption, and maintenance cost leading to a total estimate of $360,000 or
more. (1/11/00 RT 237.)

*2 The Staff FSA section on Air Quality (Ex. 54) also recommended the use of soot filters.
However, Staff later withdrew its recommendation (Ex. 55) and substituted oxidizing catalyst for
soot filters.
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Sunrise further arguesd that oxidizing soot filters are unwarranted because the
project will surrender over 13 times the amount of estimated construction
emissions. (Ex. 51, Testimony of Stein, p. 7) and because soot filters are

infeasible mitigation to control construction exhaust emissions.

STAFF

Staff evaluated the Sunrise project s potential for causing significant PMg
impacts during construction and concluded that the potential does exist. Staff
testified that it is inappropriate to rely on ERCs to mitigate construction impacts
because they are not designed to correct for short-term impacts. (1/10/00 RT 63-
64.) Moreover, Staff withess Joe Loyer testified to the difficulty of accurately
quantifying construction emissions, thus making it difficult to conclude that the
emissions are adequately offset by ERCs. He stated that Commission policy is
to consider surrendered ERCs as not mitigating construction impacts. (/d., RT
69.)

To address construction impacts the Staff FSA recommended requiring the
Applicant to use a combustion soot filter. Staff testified that this condition would
reduce CO and VOC emissions by 80-90 percent and reduce PM4, emissions by
90-99 percent. (Ex. 54, pp. 18, 34.) However, after filing the FSA, Staff relied on
a communication from Applicant s consultant indicating that the use of oxidizing
soot filters is not appropriate for the type of construction equipment that will be
used by the Sunrise project. (Ex. 55, p. 3.) As a result, Staff changed its
recommendation to that of requiring an oxidizing catalyst which removes
comparable amounts of CO and VOC but only 40-45 percent of PM4y emissions.
(Ibid.) Staff believes oxidizing catalysts are more feasible than soot filters since
the oxidation catalyst can perform at only 200jF rather than the 700jF
temperature required for soot filters. (1/10/00 RT 77.)

Concerning NO; impacts, Staff agreed with the recalculations of construction
impacts presented in Applicant s testimony and believes it demonstrates that the
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project will not violate the one-hour NO; standard. (Ex. 49, p. 9.) In the view of
Staff, Applicant s second analysis is conservative and actually overstates NO,
impacts from project construction. Staff expressed the opinion that CURE has
provided no evidence that Applicant s analysis is flawed and urges the
Commission to find that the project s heavy duty equipment will not cause NO,
impacts.

Regarding ozone impacts, Staff points out that CURE has argued the existence
of significant impacts by applying standards adopted by other agencies as
screening tools to determine whether further analysis is required. Staff notes that
these thresholds have been developed by the other agencies for purposes other
than those of the Commission. However, Staff argues that CURE s testimony
fails to quantify any alleged impact and that CURE has not otherwise presented
evidence that operation of Sunrise s construction equipment will create significant

ozone impacts.

CURE

Not satisfied with Applicant s original modeling in the AFC, CURE conducted its
own modeling of construction emissions and found that the impacts from
equipment exhaust exceed state ambient standards for NOx and exceed
significance thresholds for ozone. (Ex. 56, Att. 1, pp. 10-15.) CURE s modeling
shows a significant exceedance of the state one-hour standard for NOx. (/d., p.
13.) CURE also is critical of Applicant s second modeling effort, claiming that
Applicant s use of drill rig emission factors results in an underestimation of
impacts. (1/10/00 RT 98-103, 152.)

In addition to oxidizing soot filters, CURE also recommends that NOyx emissions
for construction equipment be mitigated through a series of measures including
ceramic coating systems for diesel engines, engine timing retard, fuel additives
and others. (Ex. 56, Att. 1, pp. 36-44.)
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CURE also argues that significant amounts of ozone will be formed from
construction equipment exhaust by downwind chemical reactions between NOy
and VOCs. (Ex. 56, Att. 1, p. 14.) By calculating NO, and VOC emissions from
the project, CURE estimated that project emissions will exceed significance
thresholds for construction emissions and exceed operational significance
thresholds established by the SUIVUAPCD. (/bid.) In addition, comments made
by Larry Allen of the San Luis Obispo County Air Pollution Control District
(SLOCAPCD), raised concerns that the Sunrise project would contribute to
significant ozone transport from the SJVUAPCD into the SLOCAPCD. (1/10/00
RT 129-133.)

Project construction impacts from PMyo will be significant in CURE s view and
must be mitigated. While all parties acknowledge the need to mitigate PMyg
impacts, there is disagreement among the parties as to the appropriate
mitigation. CURE is critical of Applicant s fugitive dust control measures,
considering them inadequate. CURE argues that Applicant significantly
underestimates fugitive dust impacts for a number of reasons. First, CURE
argues that Applicant used an inappropriate emission factor. (1/10/00 RT 92.)
Second, that Applicant assumed far too little silt content in local soils; 8.2 percent
instead of the actual average of 61-70 percent. (1/10/00 RT 96-97.) Third, CURE
believes Applicant over-counted emission reductions by using an emission factor

that assumes dust control measures are already in place. (1/10/00 RT 93-95.)

CURE challenged the Staff proposal that oxidation catalyst be installed on
construction equipment, arguing that it cannot meet Staff s claims and will not
eliminate significant impacts. The CURE witness noted that the reduction
percentage of 40-45 percent assumed by Staff can only be achieved by adding
metals to the oxidation catalyst. Doing so will produce sulfates which is not
allowed in California. (1/10/00 RT 123.)

116



To reduce the project s construction-related PM1, and VOC emissions, CURE
recommends that the Commission require Applicant to install oxidizing soot filters
on all heavy construction equipment. The soot filters would reduce diesel
particulate matter over 90 percent while also removing toxic compounds such as
acrolein, a potential public health hazard. (1/10/00 RT 85-86;1/11/00 RT 267-
268.) Dr. Fox testified that in her experience, soot filters were feasible and cost
effective in the range of $2000 to $5000 per ton, based on studies of soot filters
actually used on construction equipment. (1/10/00 RT 89.) CURE s expert
witnesses, who supply soot filters for construction equipment in California,
agreed with Dr. Fox s cost estimates and noted that the filters are used widely in
construction work, without experiencing problems.*® (1/10/00 RT 120-122, 142-
143.) Mr. Frasch testified that the oxidizing soot filter is state-of-the-art
technology which has been around for about ten years. (1/10/00 RT 121-122.)

CURE criticized Staff for withdrawing its recommendation of soot filters based on
faulty information. While Staff believed the filters require a steady 700iF engine
temperature to perform, CURE s witness testified that the filters will achieve 100
percent regeneration if the filter reaches 700jF for 25 percent of an eight-hour
work shift. (1/10/00 RT 121.) CURE pointed out that the vendor which Staff
relied upon for information utilizes outdated equipment requiring expensive kiln

regeneration that is not certified for use in California. (Ex. 55, p. 3.)

OXIDIZING SOOT FILTER RESOLUTION

At the November 7, 2000 evidentiary hearing Staff proposed modifications to air

quality Conditions of Certification to address concerns related to oxidizing soot

filters and construction emission equipment. (Ex. 125). The Applicant agreed to
accept the two conditions (AQ-C2 and AQ-C3) as modified in Exhibit 125.
(11/7/00 RT 92). CURE did not object. (11/7/00 RT )

3 Andrew Garcia and Stephen A. Frasch represent Engelhard brand soot filters.
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b. Operation Impacts

APPLICANT
Direct operation impacts include emissions during startup, operation and
shutdown of the system components.** The Applicant performed an air quality

impact assessment which indicated that air pollution impacts would not cause a

violation of any NO,, CO or SO, ambient air quality standards. The project s

PM10 impacts could contribute to existing violations of the state 24-hour and
annual average PM10 standards. (Ex 107, Table 8.1-6: Ex. 108, p.

_)Appheani—s—wﬁness —tesh#ed—that—ﬁs—medelmg—shewed—epe#aﬂmq—ef—the

System components mclude two GE frame 7FA CTGs equped W|th dry Iow NOXx
combustors.;and-tw n - |
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STAFF

Commission Staff testimony regarding the operational impacts of the Sunrise
project on air quality agreed with that of Applicant. Cencerring—CURE-s
ion_that i : s ary-PMio-d iaslip._Staff

| ledged_that PMio_f L i | involyi
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Staff was alse—originally concerned with Applicant s position regarding the
project s PMy offset liability. Staff believes that experience with similar turbines
has demonstrated the Sunrise project can actually achieve 9 pounds per hour of
PMi, emissions and that the District will enforce this limit by requiring source
tests on the project. Staff points out that if unexpected compliance difficulties
arise, the District can respond and, if needed, require additional ERCs. (Staff

Topic Group C Reply Brief, p. 5.)
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d-c. __Cumulative Impacts

Cumulative impacts refer to two or more individual impacts that, when considered
together, are considerable or that compound or increase other environmental
impacts. The cumulative impact of several projects is the change in the
environment that results from the incremental impact of the project when added
to other, closely related past, present, or reasonably foreseeable, probable future
projects. These impacts can result from individually minor but collectively
significant projects taking place over a period of time. (Cal. Code of Regs., tit.
14,/15355.)

Both Commission staff and Applicant testified that the Sunrise project will not
result in any significant construction or operational cumulative air quality impacts
when the project is analyzed in conjunction with other reasonably foreseeable
projects in the region.49 Applicant s witness testified that cumulative construction
impacts will be mitigated through compliance with District rules. The threefour
power plant projects analyzed will not cause or contribute to any new violations.
They will contribute to existing violations of the PM1o ambient air quality standard.
However, each of the projects will provide adequate PM, offsets to mitigate
PM,o emissions from the respective projects. (1/28/00 RT 195-197; Ex. 54 RT
26-28.)

9 Cumulative impacts include air emission from construction and operation of the Sunrise project
along with the La Paloma, Midway Sunset -and Elk Hills projects, beth_all -located within six miles
of Sunrise. (H28/00-RT495)Ex. 108, pp. 32-33; Ex. 109, Testimony of David A. Stein, Air
Quality, pp. 5-6.
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The Transmission Agency of Northern California (TANC) offered testimony that

the Sunrise project would contribute to transmission congestion at the Midway
substation.®® TANC claims that as a result of the congestion, one of its
members, Modesto Irrigation District (MID) will not be able to access southwest
power, will be forced to operate MID s own local generation resources, and that
operation of these plants will exacerbate local air quality problems.*" (Ex. 62, p.
12.) TANC argues that neither the Applicant nor Commission staff have
adequately examined the cumulative effects of the interconnection of Sunrise at
the Midway substation along with other projects licensed and proposed for the
area. (Ex. 62, p. 13.)

ed. LORS Compliance

Energy-Productionthe—Applicable District rules require that all major stationary

%0 Testimony of David Larson, Ex. 39; testimony of Gregory E. Salyer of Modesto Irrigation
District, Ex. 62.)

> MID and other TANC members access southwest power over a collection of transmission lines
located north of the Midway substation and known as Path 15 .
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sources owned, operated, or controlled by a project owner or operator Fexaco-or

its-affiliates-in the state of California must be in compliance or on a schedule of
compliance with all applicable emission standards before a valid Authority to
Construct permit may be issued to the Sunrise project.>® A similar requirement is
imposed by the State Implementation Plan and the Clean Air Act.

On October 10, 2000, Edison Mission Energy (EME) and Texaco entered into a

binding Memorandum of Understanding whereby EME agreed subject to certain

conditions precedent to purchase all of the outstanding and issued shares of

Sunrise Power Company capital stock. The final execution of that agreement is

expected to occur on approximately November 15, 2000. (Ex. 10954, p. 2;: Ex

112). Edison Mission Enerqy and its parent, Southern California Edison have
each filed a Certification of Compliance with the SUVUAPCD. (Ex. 119; Ex. 120).
The District notified the Commission by letter dated November 1, 2000 that the

Certification of Compliances were acceptable to the District.

Representatives of CARB testified at the November 7, 2000 evidentiary hearing

that with the incorporation of the Conditions of Certification proposed by the
applicant (Ex. 124 as modified at 11/7/00 RT 95, 100-101) all of their concerns

were addressed and that they would not adversely comment on the DOC nor on

any proposed decision on the project at the Energy Commision. (11/7/00 RT 96).

3 SJUVAPCD Rule 2201,/4.3.3.
™ Testimony — Project Ownership submitted byLindell Blair and Mervyn Soares.
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| it I ling liditv_of the Distri FDOC. CURE
argues that ERCs provided by Sunrise to offset PMyy; and NOy emissions are
invalid. (Ex. 60, Ex. 56, pp. 16.) According to CURE, the PM1, problem is due to
the fact that the District has not identified certain of Sunrise s pre-1990 ERCs as
allocated to the District s growth increment. Thus, these ERCs would not
contribute to reasonable further progress towards attaining the NAAQS. CURE
argues that the Sunrise ERCs therefore are not legal. CURE also claims that the
District miscalculated the emissions associated with plant startup and shutdown

in compliance with the definition of potential to emit under federal law and that

as a result, Sunrise has failed to obtain the amount of offsets required and

therefore does not comply with LORS. (CURE Opening Brief, Topic Group C, pp.
16-22.)




Concerning the validity of the Sunrise ERC s, Applicant argues that: 1) the pre-
1990 ERCs in question are the same type as were used (and approved) for the
La Paloma project; 2) that the difference of opinion regarding the pre-1990
offsets is basically an accounting issue that would not affect the overall permitting
process; and, 3) the amount of offsets in question are very few. (1/13/00 RT
105-107.) Sunrise notes that Mr. Sadredin of the District testified he was
confident that the District and USEPA could resolve any disagreement on how
the ERCs are shown in the District s Attainment Plan.( 1/13/00 RT 105.)

As to the validity of the project s offsets for PM4o and NOy, Staff, staff notes the

willingness of USEPA and the District to resolve the issue. Staff believes that the
Commission should defer to the determination of these two regulatory agencies
on this matter. (Staff Reply Brief, Topic Group C, pp. 9-10.)

% public Resources Code sections 25523(d)(2), 25255. In no event shall the Commission make
any finding in conflict with applicable federal law or regulation.
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CURE argues that Applicant s ERCs for PM1y and NOy are invalid and that due to ‘
miscalculations by the District, the project lacks sufficient ERCs and will violate
LORS. (CURE Opening Brief, Topic Group C, pp. 16-22.)

ComMISSION DISCUSSION

CONSTRUCTION IMPACTS

We first address the area of air quality impacts imposed by the Sunrise project
during its construction phase. CURE claims that significant ozone impacts could
be created by the project s construction emissions. However, CURE based its
argument on emissions thresholds used by other agencies to assist in their
CEQA review of projects. The fact that a threshold is exceeded is not conclusive
evidence that a significant impact will occur. In fact, we find that the evidence of
record demonstrates that operation of the Sunrise construction equipment will not

create significant ozone impacts.

CURE also argues that the use of heavy-duty construction equipment will cause
the Sunrise project to violate the state NO, standard. (Ex. 56, Att. 1, p. 12.)
However, we are persuaded by Applicant s recalculation of NO, emissions. (Ex.
49.) This second analysis demonstrates that the number derived, which is below
the California one-hour standard, is conservative and likely overstates the actual
project impacts. We find that the weight of evidence supports the position
expressed by both Applicant and Commission staff that the recalculation of NO,
impacts is reasonable and the project will not cause any significant NO, impacts

due to construction activities.
More problematic than impacts from ozone and NO,, however, are PM4o impacts

created during project construction. Applicant acknowledges that project
construction will contribute to existing violations of the state ambient standards
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for PM¢o. However, Sunrise argues that the Conditions of Certification will
reduce construction-created PM4o by 90 percent and that the project will provide
sufficient offsets to mitigate PMo impacts. (1/10/00 RT 278.) Nevertheless, the
evidence of record gives us concern regarding each of these arguments.

First, we are not convinced that the Applicant s mitigation measures will achieve
90 percent PM4, emission reductions as Sunrise estimates. CURE s witness
challenged Applicant s PMig modeling on three grounds. Without commenting on
two of CURE s concerns, we are persuaded by CURE s argument that
Applicant s model used an incorrect assumption for the silt content of the soil at
the project site. Silt content is the fines, or tiny 75-micron and smaller material in
soil, which is directly related to dust at construction sites, and to the production of
PMyo. (1/10/00 RT 96.) Dr. Fox pointed out that Applicant relied on a model
which assumed average silt content in the soil of 8.2 percent. However, she
testified that, based on Applicant s own geotechnical investigation, the average
silt content at the Sunrise project site is 61 percent. (1/10/00 RT 96-97.) In
response to a request from the Committee, Staff soil expert Joe O Hagan later
estimated that silt content at the Sunrise site is up to 70 percent. (1/13/00 RT
298.) In fact, when Staff evaluated the project s potential for causing significant
PM,, impacts from the use of heavy-duty construction equipment, Staff
concluded that the potential exists for a significant impact. Thus, we conclude
Applicant s modeling appears to underestimate PMi, impacts during

construction.

Furthermore, Staff and CURE both testified to the difficulty in estimating
emissions during a project s construction phase. Added to this is Staff s
argument, joined by CURE, that ERCs were never designed to offset
construction emissions. In fact, Staff testified that it is Commission policy that
ERCs cannot offset construction emissions. We also note that while the
Conditions of Certification recommended by Applicant address PMj, impacts
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from fugitive dust, they do not mitigate or reduce exhaust emissions from heavy-

duty construction equipment.

CURE s suggested mitigation for this PM4impact is that Applicant be required to
install oxidizing soot filters to mitigate significant PM4o emissions. The evidence
shows that these filters can remove greater that 90 percent of the PMyg

emissions in diesel exhaust and will also remove VOCs (a precursor to ozone

CARB-for-use-in-Califernia—(1/11/00-RT240-)—We are more-persuaded by the

testimony of CURE s witnesses from Engelhard who stated that modern oxidizing
soot filters can function well and will self-generate on heavy-duty construction
equipment such as will be used at the Sunrise site. (1/10/00 RT 120-121.) The
evidence shows that such modern filters are certified by CARB and will not harm
heavy-duty equipment. (1/10/00 RT 88, 116-118.) While characterized as state-
of-the-art exhaust emission control, such filters have been available for
approximately ten years. (1/10/00 RT 121-122.)

Furthermore, both the testimonies of Dr. Fox and Mr. Fausch, of Engelhard,
demonstrate persuasively that, based on their personal experience, modern
oxidizing soot filters, if appropriately fitted on construction equipment, can be cost
effective mitigation for exhaust emissions. (1/10/00 RT 89, 120.)

" The potential impacts from acrolein are discussed further in the section of the Decision entitled
Public Health which follows.
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We find that the Sunrise project has the potential for causing significant impacts
from PM4o emissions during construction unless fully mitigated. To ensure
adequate mitigation of this impact, we are requiring the have-included—a
Condition—of Certification—which—requires—the-use of oxidizing soot filters or

oxidizing catalysts on construction equipment where feasible. and-—otherwise

requires-oxidizing-catalysts. \We have adopted the Conditions of Certification in
Exhibit 125 which were recommended by Staff to address the Applicant s

concerns and agreed to by the Applicant.

OPERATION IMPACTS
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CUMULATIVE IMPACTS

In our view, the record establishes that the Sunrise project will not make a
considerable contribution to any cumulative air quality impacts which are
significant. TANC s attempt to connect the Sunrise project s contribution to
transmission congestion with air quality problems in the Modesto Irrigation
District would require degrees of speculation not authorized under CEQA nor
logically justifiable. First, the Cal-ISO has not to date identified a degree of
transmission congestion at Midway which will require upgrades or other physical
changes. If and when such measures are identified, the direct, indirect, and
cumulative impacts of the measures may be examined. Without knowing even
the options which may be pursued, it is speculative to imagine the effect on the
transmission system, let alone upon individual municipal customers on that

system. *°

Congestion on the transmission system may affect the ability of some users to
access power. This is likely to become an increasing problem as more power
plants are constructed. Nevertheless, these users ability to overcome access
problems in the present deregulated and competitive environment will largely
depend upon economic decisions. Only if such decisions will trigger a physical
change in the environment must the effect be analyzed under CEQA. TANC has
not established that the economic decisions of MID to operate specific power

plants are even remotely tied to the Sunrise project.

* However, please note the Commission s discussion in the section of this Decision entitled
Transmission System Engineering. There we recommend that Staff identify all reasonably
foreseeable future projects and analyze the cumulative impact even where the Cal-ISO has not
as yet identified a change to the system.
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FINDINGS AND CONCLUSIONS

Based upon the evidence of record, we find and conclude as follows:

1. The Sunrise Cegeneration—and-Power Project is located in the San |
Joaquin Valley Air Basin, within the jurisdiction of the San Joaquin Valley
Unified Air Pollution Control District (SIVAPCD).

2. The project area is in unclassified/attainment status for applicable federal
CO and NO; air quality standards, in attainment for the state s CO, NO,,
SO,, SO4, and lead standards, and in attainment for federal SO, standard.
It is designated as non-attainment for both state and federal ozone and
PM;, standards.

3. Construction and operation of the Sunrise Cogeneration—and-Power |
Project will result in emission of criteria pollutants.

4. Operation of the project will result in emissions of NOx, SO,, PMyo, and
VOC which would, if not mitigated, contribute to violations of air quality
standards.

5. The Sunrise Cogeneration—and-Power-Project will use Best Available |
Control Technology as determined by the San Joaquin Valley Unified Air

Pollution Control District to control emissions of NOy, CO, SO,, PM4g, and
VOC.

6. SJVAPCD released its Final Determination of Compliance (FDOC) for the
Sunrise project on-Nevember-24,-1999. The conditions contained in the |
FDOC are incorporated into the Conditions of Certification below.

7. A representative of the SJVUAPCD has certified that complete emissions
offsets for the project have been identified and obtained by the Applicant.
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8. The Applicant has obtained, by direct transfers or legally enforceable
option contracts, Emission Reduction Credits sufficient to fully offset the
project s increased emissions of NOy, SO, VOC, and PMy, due to project
operation, on an annual and a daily basis.

429. To mitigateeffset PM4o emissions during construction, Applicant shall,
to the extent feasible, install oxidizing soot filters on large construction
equipment (AQ-C3), shall implement a Construction Fugitive Dust
Mitigation Plan (AQ-C1) and shall surrender ERCs prior to construction

(AQ-18).

44-10.  The Sunrise Cegeneration-and-Power Project, with the implementation
of the measures contained in the Conditions of Certification below, will not,
either alone or in combination with other identified projects in the area,
cause or contribute to any new or existing violations of applicable ambient

air quality standards.

45.11. With the implementation of the Conditions of Certification specified
below, the Sunrise Cegeneration-and-Power Project will be constructed
and operated in compliance with all applicable laws, ordinances,
regulations, and standards identified in the pertinent portion of Appendix A
of this Decision.

We therefore conclude that with the implementation of the Conditions of
Certification below, the Sunrise Cogeneration-and-Power Project will not create
any significant direct, indirect, or cumulative adverse air quality impacts and will
conform with all applicable laws, ordinances, regulations, and standards relating
to air quality as set forth in the pertinent portions of APPENDIX A of this
Decision.
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CONDITIONS OF CERTIFICATION

AQ-C1 Prior to the commencement of project construction, the project owner
shall prepare a Construction Fugitive Dust Mitigation Plan that will specifically
identify fugitive dust mitigation measures that will be employed for the
construction of the Sunrise project.

a) The Construction Fugitive Dust Mitigation Plan shall specifically
identify measures to limit fugitive dust emissions from construction of the
project site. Measures that should be addressed include the following:

* The identification of the employee parking area(s) and surface of
the parking area(s);

» The frequency of watering of unpaved roads and disturbed areas;

» The application of chemical dust suppressants;

» The stabilization of storage piles and disturbed areas;

» The use of gravel in high traffic areas;

» The use of paved access aprons;

e The use of posted speed limit signs;

» The use of wheel washing areas prior to large trucks leaving the
project site; and,

* The methods that will be used to clean tracked-out mud and dirt
from the project site onto public roads.

b) The following measures should be addressed for the
transportation of the borrow fill material to the Sunrise project if
any borrow is transported from offsite: the use of covers on the
vehicles, the wetting of the material and insuring appropriate
freeboard of material in the vehicles.

Verification:  Sixty (60) days prior to the start of construction, the project
owner shall provide the CPM with a copy of the Construction Fugitive Dust
Mitigation Plan for approval.

AQ-C2 The project owner shall require as a condition of its construction
contracts that its contractors/subcontractors ensure that all heavy earthmoving
equipment, that includes but is not limited to bulldozers, backhoes, compactors,
loaders, motor graders and trenchers, and cranes, dump trucks and other heavy
duty construction related trucks, have been properly maintained and the engines
tuned to the engine manufacturer s specifications. The project owner shall
further require _as a condition of its construction contracts that all heavy
construction equipment to the extent practitcal shall shut down during times of
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Verification:  The project owner shall submit to the CPM, via the Monthly
Compliance Report, documentation which demonstrates that the
contractor s/subcontractor s heavy earthmoving equipment is properly maintained
and that the englnes are tuned to the manufacturer s specifications. Ih&p#ejeet

theupeﬂed—ef—prejeet_eens#%nen—The prOJect owner shaII malntaln constructlon

contracts on the site for six months following the start of commercial operation.

AQ-C3 The project owner shall install oxidizing soot filters on all suitable
construction equipment used either on the power plant construction site or on
associated linear construction sites. Where the oxidizing soot filter is determined
to unsuitable, the owner shall install and use an oxidation catalyst. Suitability is
to be determined by an independent California Licensed Mechanical Engineer
who will stamp and submit for approval an initial and all subsequent Suitability
Reports as necessary containing at a minimum the following:

Initial Suitability Report:

» Alist of all fuel burning, construction related equipment used,

» A determination of the suitability of each piece of equipment to firstly work
with an oxidizing soot filter,

» A determination of the suitability of each piece of equipment to secondly
work with an oxidation catalyst,

» |f a piece of equipment is determined to suitable for an oxidizing soot filter,
» |f a piece of equipment is determined to be unsuitable for an oxidizing soot
filter, an explanation by the independent California Licensed Mechanical

Engineer as to the cause of this determination,

» |f a piece of equipment is determined to unsuitable for an oxidizing soot
filter, but suitable for an oxidizing catalyst,

» |f a piece of equipment is determined to be unsuitable for both an oxidizing
soot filter and an oxidizing catalyst, an explanation by the independent
California Licensed Mechanical Engineer as to the cause of this
determination.

Installation Report

Following the installation of either the oxidizing soot filter or oxidizing catalyst as
prescribed in the Initial Suitability Report, a California Licensed Mechanical
Engineer will issue an Installation Report that either confirms that the installed
device is functioning properly or that installation was not possible and the cause.
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Subsequent Suitability Reports

If a piece of construction equipment is subsequently determined to be unsuitable
for an oxidizing soot filter or _oxidizing catalyst after such installation has
occurred, the filter or catalyst may be removed immediately. However,
notification must be sent to the CPM for approval containing an explanation for
the change in suitability within 10 days. Changes in suitability are restricted to
the following three explanations that must be identified in_any subsequent
suitability report. Changes in suitability may not be based on the use of high-
pressure fuel injectors, timing retardation and/or reduced idle time.

» The filter or catalyst is reducing normal availability of the construction
equipment due to increased downtime, and/or power output due to
increased backpressure by 20% or more.

» The filter or catalyst is causing or reasonably expected to cause significant
damage to the construction equipment engine.

» The filter or catalyst is causing or reasonably expected to cause a
significant risk to nearby workers or the public.

Verification: The project owner will submit to the CPM for approval, the initial
suitability report stamped by an independent California Licensed Mechanical
Engineer, 15 days prior to breaking ground on the project site. The project owner
will submit to the CPM for approval, subsequent suitability reports as required,
stamped by an independent California Licensed Mechanical Engineer no later
than 10 working days following a change in the suitability status of any
construction equipment.

SJVUAPCD Permit No.—S-3492-1-0: 165 MW NOMINALLY RATED
COGENERATION SYSTEM #1 INCLUDING GENERAL ELECTRIC FRAME 7FA,
NATURAL GAS-FIRED COMBUSTION TURBINE GENERATOR W/ DRY LOW-NOx

COMBUSTORS, UNFIRED HEAT RECOVERY STEAM GENERATOR (HRSG),
SELECTIVE CATALYTIC REDUCTION, AND OXIDATION CATALYST.

SJVUAPCD Permit No.—S-3492-2-0: 165 MW NOMINALLY RATED
COGENERATION SYSTEM #2 INCLUDING GENERAL ELECTRIC FRAME 7FA,
NATURAL GAS-FIRED COMBUSTION TURBINE GENERATOR W/ DRY LOW-

NOxCOMBUSTORS;—UNFIRED HEAT RECOVERY STEAM-GENERATOR(HRSG);
SELECTIVE CATALYTIC REDUCTION, AND OXIDATION CATALYST.

AQ-1 No air contaminant shall be released into the atmosphere which
causes a public nuisance. [District Rule 4102]

Verification:  The project owner shall make the site available for inspection by

representatives of the District, California Air Resources Board (CARB) and the
Commission.
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AQ-5 Combustion turbine generator (CTG) and electric generator lube oil
vents shall be equipped with mist eliminators. Visible emissions from lube oil
vents shall not exceed 5% opacity, except for three minutes in any hour. [District
Rule 2201]

Verification:  The project owner shall make the site available for inspection by
representatives of the District, CARB and the Commission.

AQ-6 The CTG shall be equipped with continuously recording fuel gas
flowmeter. [District Rule 2201]

Verification:  The information above shall be included in the quarterly reports
of Condition AQ-31.

AQ-7 CTG exhaust shall be equipped with continuously recording emissions
monitor(s) dedicated to this unit for NOy (before and after the SCR unit), CO, and
O,. Continuous emissions monitor(s) shall meet the requirements of 40 CFR part
60, Appendices B and F, and 40 CFR part 75, and shall be capable of monitoring
emissions during normal operating conditions and during startups and
shutdowns, provided the CEM(s) pass the relative accuracy requirement
specified in condition AQ-23. If relative accuracy of CEM(s) cannot be
demonstrated during startup conditions, CEM results during startup and
shutdown events shall be replaced with startup emission rates obtained from
source testing to determine compliance with emission limits in Conditions AQ-14,
-15, -16, and -17. [District Rule 2201]

Verification:  The project owner shall make the site available for inspection by
representatives of the District, CARB and the Commission.
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AQ-8 Exhaust stack shall be equipped with permanent provisions to allow
collection of stack gas samples consistent with EPA test methods. [District Rule
1081]

Verification:  The project owner shall make the site available for inspection by
representatives of the District, CARB and the Commission.

AQ-9 CTG shall be fired exclusively on natural gas, consisting primarily of
methane and ethane, with a sulfur content no greater than 0.75 grains of sulfur
compounds (as S) per 100 dry standard cubic feet of natural gas. [District Rule
2201]

Verification: Please refer to Condition AQ-30.

AQ-10 Startup is defined as the period beginning with turbine initial firing until
the unit meets the Ibs/hr and ppmv emission limits in Condition AQ-15.
Shutdown is defined as the period beginning with initiation of turbine shutdown
sequence and ending with cessation of firing of the gas turbine engine. Startup
and shutdown durations shall not exceed one hour per occurrence. [District Rule
2201 and 4001]

Verification: Please refer to Condition AQ-31.
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AQ-14  During startup or shutdown of any combustion turbine generator(s),
combined emissions from the two CTGs (S-3492-1 and -2) shall not exceed the
following: NO,— 1245.24.5 Ibs and CO — 513.864.86 Ibs in any one-hour. |
[CEQA]

Verification:  The project owner shall provide records of the emissions as part
of the quarterly reports of Condition AQ-31.

\\
\\
\\
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AQ-15 Emission rates from each gas turbine engine heat recovery steam
generator exhaust except during startup and/or shutdown, shall not exceed the
following:

PMio: 9.0 Ibs/hr

SO (as SOy): 3.85 Ibs/hr

NOy (as NOy): 46-560.93-Ibs/hr and 2:59.0 ppmvd @ 15% O
Averaged over 1-hour

VOC: 2.81 Ibs/hr and 1.23 ppmvd @ 15% O, averaged
Over 3-hours

CO: 2429.14 Ibs/hr and 67.5 ppmvd @ 15% O, averaged
over 3-hours

Arrpente——— S Dpprped o B0 U suormaos cuns
“hours

[District Rules 2201, 4001, and 4703]

Protocol: Each one-hour period in a one-hour rolling average will
commence on the hour. Each one-hour period in a 3-hour rolling average
will commence on the hour. The 3-hour average will be compiled from the
three most recent 1-hour periods. Each one-hour period in a 24-hour
average for ammonia slip will commence on the hour. The 24-hour
average will be calculated starting and ending at twelve-midnight. [District
Rule 2201]

Verification:  The project owner shall provide records of the emissions as part
of the quarterly reports of Condition AQ-31.

AQ-16 Emission rates from each CTG heat recovery steam generator
exhaust, on days when a startup or shutdown occurs, shall not exceed the
following:

PMjo: 220158.0 Ibs/day
Sox(as SOy): 83.764.17  Ibs/day
NOx(as NO): 421.51038.88 Ibs/day
VOC: 83.578.96  Ibs/day
CO: 733.6792.24 Ibs/day

[District Rule 2201]

Protocol:  Daily emissions will be compiled for a 24-hour period starting
and ending at twelve-midnight. [District Rule 2201]

Verification:  The project owner shall provide records of the emissions as part
of the quarterly reports of Condition AQ-31.
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AQ-17 Annual emissions from the CTG calculated on a twelve consecutive
month rolling basis shall not exceed the following:

PMyo: 79;00017,146 Ibs/year
SOy(as SOy): 28,5406,611 Ibs/year
NOy(as NOy): 435,708107,530 Ibs/year
VOC: 23,5708,359 Ibs/year
CO: 203,48688,361 Ibs/year

[District Rule 2201]

Protocol: Each calendar month in a twelve consecutive month rolling
emissions total will commence at the beginning of the first day of the month.
The twelve consecutive month rolling emissions total to determine
compliance with annual emission limits will be compiled from the twelve most
recent calendar months. [District Rule 2201]

Verification:  The project owner shall provide records of the emissions as part
of the quarterly reports of Condition AQ-31.

AQ-18 Upon implementation of S-3492-1-0 and ’2-0, emission offsets
certificates shall be provided for all calendar quarters in the following amounts, at
the offset ratio specified in Rule 2201 (6/15/95 version) in the following table at
least 30 days prior to the commencement of construction.

Quarter 1 Quarter 2 Quarter 3 Quarter 4
PMio 44224198 | 4471453792 | 45;2079390 | 45;,2071982
2
SOx(as SO,) | 44,675804 | 14,2311440 | 14,38%3564 14.387804
NOy(as NO,) | 66,924130 | 67,66823447 | 68,;41158047 | 68,41113018
18
VOC 11624100 | 147531822 | 44.8824529 | 14,8821004
4

[District Rule 2201]

Verification:  The project owner shall provide copies of all the necessary ERC
certificates to the CPM no later than 30 days prior to the commencement of
construction.

AQ-19 At least 30 days prior to commencement of construction, the project
owner shall provide the District, with written documentation that all necessary
offsets have been acquired or that binding contracts to secure such offsets have
been entered into. [District Rule 2201]
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Verification: = The project owner shall provide copies of all the necessary ERC
certificates to the CPM no later than 30 days prior to the commencement of
construction.

AQ-20 Source testing to demonstrate compliance with the NOx, CO, and VOC
short-term emission limits (Ibs/hr and ppmv @ 15% O3) shall be conducted within
60 days of initial operation of CTG and annually thereafter by District witnessed
sampllng of exhaust gas by quallfled mdependent source testers Samere

en%h#ee%enseeuﬁ#e%st—%q&ef—th#ty—mmme&eaeh—[Dlstnct Rule 1081]

Verification: Please refer to the information requirements of Condition AQ-
25.

AQ-22 Source testing to demonstrate compliance with PMy short-term
emission limit (Ibs/hr) shall be conducted within 60 days of initial operation, again
within 9 months of initial operation during the winter (December, January, or
February), and annually thereafter by District withessed sampling of exhaust gas
by qualified independent source testers. [District Rule 1081]

Verification: Please refer to the information requirements of Condition AQ-
25.

AQ-23 Source testing of startup NOx, CO, VOC, and PM4o mass emission
rates shall be conducted for one of the gas turbine engines (S-3492-1-0 or -2-0)
upon initial operation and at least once every seven years thereafter by District
witnessed in-situ sampling of exhaust gases by a qualified independent source
test firm. CEM relative accuracy shall be determined during startup source
testing in accordance with 40 CFR 60, Appendix B. [District Rule 1081]
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Verification: Please refer to the information requirements of Condition AQ-
25.

AQ-24 Compliance with natural gas sulfur content limit shall be demonstrated
within 60 days of operation of each gas turbine engine and periodically as
required by 40 CFR 60 Subpart GG and 40 CFR 75. [District Rules 1081, 2540,
and 4001]

Please refer to the information requirements of Condition AQ-30.

AQ-25 The District must be notified 30 days prior to any compliance source
test, and a source test plan must be submitted for approval 15 days prior to
testing. Official test results and field data collected by source tests required by
conditions on this permit shall be submitted to the District within 60 days of
testing. [District Rule 1081]

Verification:  The project owner shall notify the CPM and the District 30 days
prior to any compliance source test. The Project owner shall provide a source
test plan to the CPM and District for the CPM and District approval 15 days prior
to testing. The results and field data collected by the source tests shall be
submitted to the CPM and the District within 60 days of testing.

AQ-26 The source test plans for the initial and seven-year source test shall
include a method for measuring the CO/VOC surrogate relationship that will be
used to demonstrate compliance with VOC Ibs/hr, Ibs/day, and Ibs/twelve month
rolling average emission limits. [District Rule 2201]

Verification: = The Project owner shall provide a source test plan to the CPM
and District for the CPM and District approval 15 days prior to testing.

AQ-27 The following test methods shall be used:

PMyo: EPA method 5 (front half and back half),
NO,: EPA method 7E or 20

CO: EPA method 10 or 10B

O.: EPA method 3, 3A, or 20

VOC: EPA method 18 or 25
Ammonia:—BAAQMD-ST-1B

Fuel gas éulfur content: ASTM D3246.
EPA approved alternative test methods as approved by the District

may also be used to address the source testing requirements of this
permit. [District Rules 1081, 4001, and 4703]
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Verification:  As part of the test plan to be submitted under Condition AQ-25,
the project owner shall identify the test methods to be used in the annual
compliance source testing.

AQ-28 The project owner shall notify the District of a), the date of initiation of
construction no later than 30 days after such date, b) the date of anticipated
startup not more than 60 days nor less than 30 days prior to such date, and c),
the date of actual startup within 15 days after such date. [District Rule 4001]

Verification:  The project owner shall notify the CPM and the District of the
date of initiation of construction no later than 30 days after such date. The
project owner shall notify the CPM and the District of the date of anticipated
startup not more than 60 days nor less than 30 days prior to such date, and the
date of actual startup within 15 days after such date.

AQ-29 The project owner shall maintain hourly records of NO4, CO, and
ammonia emission concentrations (ppmv @ 15% O3), and hourly, daily, and
annual records of NOy and CO emissions. Compliance with the hourly, daily, and
annual VOC emission limits shall be demonstrated by the CO CEM data and the
CO/VOC relationship determined by annual CO and VOC source tests. [District
Rule 2201]

Verification:  The project owner shall provide records of the emissions as part
of the quarterly reports of Condition AQ-31.

AQ-30 The project owner shall maintain records of SOy Ibs/hr, Ibs/day, and
Ibs/twelve month rolling average emissions. SOy emissions shall be based on
fuel use records, natural gas sulfur content, and mass balance calculations.
[District Rule 2201]

Verification: @ The project owner shall provide records of the information
described above as part of the quarterly reports of Condition AQ-31.

AQ-31  The project owner shall maintain the following records for each CTG:
occurrence, duration, and type of any startup, shutdown, or malfunction;
emission measurements; total daily and annual hours of operation; and hourly
quantity of fuel used. [District Rules 2201 and 4703]

Verification:  The project owner shall compile required data and copies of the
daily logs and submit the information to the CPM in quarterly reports submitted
no later than 60 days after the end of each calendar quarter.

AQ-32 The project owner shall maintain the following records for the

continuous emissions monitoring system (CEMS): performance testing,
evaluations, calibrations, checks, maintenance, adjustments, and any period of
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non-operation of any continuous emissions monitor. [District Rules 2201 and
4703]

Verification:  The project owner shall compile the required data in the formats
discussed above and submit the results to the CPM as part of the quarterly
reports of Condition AQ-31.

AQ-33 All records required to be maintained by this permit shall be maintained
for a period of five years and shall be made readily available for District
inspection upon request. [District Rule 2201]

Verification:  The project owner shall make the site available for inspection by
representatives of the District, CARB and the Commission.

AQ-34 Results of continuous emissions monitoring shall be reduced according
to the procedure established in 40 CFR, Part 51, Appendix P, paragraphs 5.0
through 5.3.3, or by other methods deemed equivalent by mutual agreement with
the District, the ARB, and the EPA. [District Rule 1080]

Verification:  The project owner shall compile the required data in the formats
discussed above and submit the results to the CPM as part of the quarterly
reports of Condition AQ-31.

AQ-35 The project owner shall notify the District of any breakdown condition
as soon as reasonably possible, but no later than one hour after its detection,
unless the owner or operator demonstrates to the District s satisfaction that the
longer reporting period was necessary. [District Rule 1100]

Verification: The project owner shall comply with the notification
requirements of the District and submit written copies of these notification reports
to the CPM as part of the quarterly reports of Condition AQ-31.

AQ-36 The District shall be notified in writing within ten days following the
correction of any breakdown condition. The breakdown notification shall include
a description of the equipment malfunction or failure, the date and cause of the
initial failure, the estimated emissions in excess of those allowed, and the
methods utilized to restore normal operations. [District Rule 1100]

Verification: The project owner shall comply with the notification

requirements of the District and submit written copies of these notification reports
to the CPM as part of the quarterly reports of Condition AQ-31.

AO-37 s Verification i deleted_It duli AO-35.
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Verification: The project owner shall comply with the notification
requirements of the District and submit written copies of these notification reports
to the CPM as part of the quarterly reports of Condition AQ-31.

AQ-38 Audits of continuous emission monitors shall be conducted quarterly,
except during quarters in which relative accuracy and total accuracy testing is
performed, in accordance with EPA guidelines. The District shall be notified prior
to completion of the audits. Audit reports shall be submitted along with quarterly
compliance reports to the District. [District Rule 1080]

Verification: = The project owner shall submit the continuous emission monitor
audit results with the quarterly reports required of Condition AQ-40.

AQ-39 The project owner shall comply with the applicable requirements for
quality assurance testing and maintenance of the continuous emission monitor
equipment in accordance with the procedures and guidance specified in 40 CFR
Part 60, Appendix F. [District Rule 1080]

Verification: = The project owner shall submit the continuous emission monitor
results with the quarterly reports of Condition AQ-40.

AQ-40 The project owners shall submit a written report to the APCO for each
calendar quarter, within 30 days of the end of the quarter, including: time
intervals, data and magnitude of excess emissions; nature and cause of excess
(averaging period used for data reporting shall correspond to the averaging
period for each respective emission standard); corrective actions taken and
preventive measures adopted; applicable time and date of each period during a
CEM was inoperative (except for zero and span checks) and the nature of
system repairs and adjustments; and a negative declaration when no excess
emissions occurred. [District Rule 1080]

Verification:  The project owner shall compile the required data and submit
the quarterly reports to the CPM and the APCO within 30 days of the end of the
quarter.

AQ-41 This approval and permit shall expire on December 31, 2002. The
equipment authorized by this approval and permit shall cease operation no later
than December 31, 2002. The equipment shall not be operated beyond
December 31, 2002 unless the permittee has filed an application for
Determination of Compliance or an Authority Construct and an Application for
Certification_or_ amendment to the existing Conditions of Certification for a
modification of the project to a combined cycle or cogeneration project and has
received prior authorization from the District and California Energy Commission
to construct the combined cycle or cogeneration project.
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Verification: The project owner shall submit an Application for
Certification or an amendment to the existing Conditions of Certification and
obtain approval by December 31, 2002 or cease all operation of the Sunrise
Simple Cycle Plant.

AQ-42 The project owner shall not claim emission reduction credit for any
additional NOx emission reductions above and beyond the original ERC package
that may result from a conversion of the simple cycle project to a combined cycle
or cogeneration project. The original ERC package in its entirety, including NOx
ERCs, may be used to offset the emissions from the combined cycle or
cogeneration conversion. In the event of a permanent shutdown of the simple
cycle facility, the project owner shall not claim emission reduction credit for NOx
reductions beyond those based on actual NOx emissions adjusted to reflect
emissions at 5 ppm.

Verification: The project owner shall submit to the CPM for review and
comment any application for ERCs within 30 days of submittal to the District. In
the event of a permanent shutdown of the simple cycle facility, the project owner
will discuss disposition of the ERCs in the Facility s Closure Plan.
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B. PUBLIC HEALTH

Analysis under this topic area supplements the analysis performed under the Air
Quality discussion above. This section focuses on exposure to pollutants for which
no air quality standards have been established (noncriteria pollutants). The purpose
of the public health analysis is to assess whether a significant health risk would

result from exposure to the airborne emissions of noncriteria pollutants.
SUMMARY OF THE EVIDENCE

The evidence is undisputed that construction and operation of the Sunrise
Cogeneration-and-Power Project may result in the release of toxic air contaminants.

(Ex. 75, p. 1; Ex. 77, p. 1; 1/11/000 RT 139.) Heweverdisputes-arose-among-the

public-health—Witnesses for both Applicant and Staff agreed that, assuming the
Sunrise project implements the mitigation proposed in the Staff FSA, the project will
pose no significant direct, indirect, or cumulative impact upon the public health.
(1/11/00 RT 139-141, 188; Ex. 75, p. 17.) CURE disagrees, asserting that the

project will create significant public health impacts due to construction equipment

62 Originally, CURE also argued that combustion of natural gas in the plant turbines would create
significant public health impacts. (Ex. 78, p. 1.) However, Applicant s announcement that it would
use a CO oxidation catalyst on the plants turbines apparently satisfied CURE s concerns
regarding turbine exhaust emissions. (1/28/00 RT 99; CURE Group B Opening Brief, p. 13.)
However, since the project was amended to simple cycle configuration, the applicant will not
install an CO oxidation catalyst on the plant s turbines. CURE did not file additional testimony
regarding public health implications, if any, from operation of the simple cycle peaking facility.
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The parties did agree that, based on modeling, the maximum point of impact
from construction and operation of the Sunrise project is within the Midway
Sunset oilfield. (Ex. 75, p. 2; 1/11/00 RT 159.) Hewever—one-matterin-issue-is
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% Docket No. 93-AFC-2.

% The witness noted that for virtually every cogeneration project, offsite workers are present at
the steam host, adjacent to the plant generating power and steam.

161




162




7-—Applicant and Staff originally estimated toxic emissions from the project using

emission factors from the California Air Resources Board s (CARB s), California
Air Toxic Emission Factors (CATEF) database.®’ CURE started with the CATEF
emission factor and then increased it by a factor of ten in order to account for
what CURE characterized as a substantial underestimation of acrolein due to a
93 percent loss of the compound from samples held for 48 hours before being
analyzed. (Ex. 56, Att. 1, pp. 50-51; Ex. 77, pp. 9-10.)

CURE argues that the ten-fold increase for acrolein is justified based on a paper
presented in 1993 by Dr. Robert Freeman, Technical Director of Air Toxics Ltd.
and other sources. ® (Ex. 77, p. 9.) Both Dr. Phyllis Fox and Dr. Eric Winegar,
as witnesses for CURE testified that acrolein samples degraded rapidly during
the time between sampling and testing. (1/11/00 RT 263.) Dr. Fox testified that

® The threesix relevant sets include: 1) acute power plant construction impacts;—2)-aecute—wel

drilling-construction-impaets; 32) acute power plant operation impacts; and 4)-acute-well-operation
impaets:-53) chronic power plant operation impacts.:-and;-6)-chronic-well-operation-impacts:

" This database compiles emission factors measured in sources tests carried out for the Air
Toxics Hot Spots Act (AB 2588).

% For documentation of acrolein degradation in samples, Dr. Fox also cited EPA reports (1/11/00

RT 264), EPA reference method for measuring aldehydes using DNPH procedure, TO-11A.
(1/11/00 RT 265-266.)
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she is the one who notified CARB of the acrolein problem, though she
acknowledged that CARB has not yet taken any official action to change the
acrolein emission factors. Dr. Fox testified that she is working with CARB and
anticipates that they will soon be taking action. | m hoping they will be. (1/13/00
RT pp. 191-193, 240.)

Applicant s witness David Stein testified that the database and test method,
which CARB currently makes available to the public, contains no direction that
acrolein levels should be multiplied by a factor of ten. (1/11/00 RT 145.)

While Commission staff acknowledges that there is some merit to CURE s
concern over the test method used by CARB for acrolein measurements, Staff
believes that CURE s ten-fold increase is arbitrary, is based on limited peer
review, and has not been recognized by any regulatory agency despite the fact
that six years have passed since Dr. Freeman s paper was presented. CARB
has not changed the acrolein emission factor.

Staff argues that CURE also failed to substantiate its claim that the acrolein
emission factor must be increased because of the period of time which elapsed
between sample collection and analysis. Staff witness Tyler testified that he had
experience conducting similar analysis at CARB and that typically the analysis of
samples was not delayed, especially when degradation was a concern. (1/11/00
RT 197.)

However, CARB recently issued a warning against the current use of acrolein

emission factors. Therefore, the Applicant performed revised public health

impact modeling to reflect CARB s recommendation and to reflect the

modification of the project to a simple cycle configuration (removing ammonia

from the analysis and using revised stack parameters). This modeling was
performed using CAPCOA Guidelines which are based on the RELs. The
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revised modeling was not adjusted to reflect use of the Cal-OSHA standards for

oilfield workers. (Ex. 107, Sec. 8.6 and Appendix F). This modeling indicates

that projected cancer risk is 0.1 excess risk in one million. The modeling also

indicates that the projected chronic and acute risk total hazards indices are 3 x

10 and 1.9 x 107, respectively. These are well below the accepted significance
threshold of 1 per one million. (Ex. 109, p. 2;: Ex. 107, Sec. 8.6 and Appendix F).
CURE did not object to the Applicant s public health impact remodeling contained

in Exhibit 107. Staff reviewed the Applicant s remodeling and has agreed that no

changes to the recommendation and proposed Conditions of Certification

contained in the original testimony are necessary. (Ex. 108, p. 55).
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4.2, Further Disputes

CURE challenged other aspects of Staff s public health analysis as well, arguing
that criteria pollutant concentrations should be considered in evaluating the
public health impacts of the project. Staff disagrees and argues that two health
indices should not be added together to derive the total hazard index, since doing

so will lead to overly conservative results. Furthermore, Staff points out in its
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brief that even without adding criteria hazard indices, the REL for eye irritation,
for example, includes a safety factor of 60. (1/11/00 RT 246.) This means that
the actual level at which effects are observed was divided by 60 to derive the
REL.%® (Ex. 77, Att. 3, pp. C-2-Acrolein.)

CURE also criticized Staff for not including background concentrations in its
HRA, and cited source testing CURE carried out to argue the possible existence
of significant background levels of toxic pollutants. (Ex. 77. p. 13.) Staff, on the
other hand, testified that it did not expect relevant pollutants to be found at
significant background levels. (Ex. 75, p. 11.) Staff also challenged the reliability
of CURE s background measurements as being too limited to support a
conclusion that background concentrations of toxic contaminants should be
included in Staff s HRA.

ComMmissION DISCUSSION

The record is clear that the point of maximum impact for emissions from the

Sunrise project is in the Midway Sunset oil field, an industrial environment from
which the general public is excluded. Hewever CURE contends-that-workersin

%9 Commission Staff Opening Group B Brief, February 3, 2000, p. 9.
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The risk of project-related emissions of acrolein is not a significant one according
to both Applicant and Commission staff. (Ex. 73, testimony of Stein, pp. 7-9;
1/11/00 RT 144-146; 199-200.; Ex. 107, sec. 8.6; Ex. 108, p. 55; Ex. 109”° p. 2)
CURE, on the other hand, multiplies acrolein emissions by ten and argues that a

significant impact will occur. (Ex. 75, pp. 7-9.) The response from Applicant and
Staff is that such a multiplier is arbitrary and is not called for or even

recommended by CARB emission factors for acrolein. Although CARB warns

against using emission factors for acrolein, it does not direct the use of a

multiplier. Without direction from CARB regarding adjustments to the emission

factor for acrolein, the more prudent approach is to not use the emission factors
at all. This is the approach taken by the Applicant. Neither Staff nor CURE

challenged this approach. j

VAN A

In the instant case we observe a number of facts in the testimony, which raise

doubts about the accuracy of the emission factors which are currently used for

3 Testimony — Public Health submitted by David A. Stein
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acrolein. It is not disputed that acrolein degrades over time. (Ex. 77, pp. 10 and
Att. 1, Ex. 9.) Dr. Fox testified that she reviewed a list of all source tests that
were used to develop the acrolein emission factor. (1/11/00 RT 273.) Her
analysis revealed that 90 percent of the acrolein in samples degenerated within
48 hours of its collection. Furthermore, her review found that more than 48 hours
passed between collection of the sample and its analysis as a source test that
went into developing the acrolein emission factor. (Ex. 77, p. 10; 1/11/00 RT
273.) She included in her testimony one of these source tests, which was
actually analyzed 8 days after it was collected. (Ex. 77, p. 10.) Dr. Fox also
points out that USEPA has recognized the degradation of acrolein and refers to
the degradation in its standard test protocol for aldehydes. (1/11/00 RT 265-266;
1/13/00 RT 239.)

We are not persuaded that the apparent errors in acrolein testing justify CURE s
recommended ten-fold increase in emission factors. The appropriate adjustment
to these factors must be made in the normal course of business by CARB, as the
jurisdictional agency. However, we cannot ignore CURE s evidence of significant
degradation in acrolein samples over time. This fact has influenced the
Commission in evaluating the appropriateness of requiring the use of oxidizing
soot filters on construction equipment for the project. That mitigation measure is
discussed further in the Air Quality section above.

I

I
I
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FINDINGS AND CONCLUSIONS

Based on the evidence of record and assuming the implementation of the
conditions of Certification contained in this Decision, we find and conclude as
follows:

The primary potential adverse public health impact associated with the
Sunrise Cegeneration-and-Power Project is due to combustion products
from burning natural gas.

Combustion of natural gas results in the emission of criteria and
noncriteria pollutants.

As discussed in the Air Quality portion of this Decision, emissions of
criteria pollutants will be at levels consistent with those established to
protect public health.

The accepted method used by state regulatory agencies in assessing the
significance for both acute and chronic noncarcinogenic public health
effects is known as the hazard index method. A similar method is used for
assessing the significance of potential carcinogenic public health effects.

Emission of non-criteria pollutants from the Sunrise Cegenerationand
Pewer-Project will not cause acute or chronic adverse public effects.

Potentially significant cumulative impacts from noncriteria pollutants are
localized within relatively short distances from the project source, at a
point within the Midway Sunset oil field which is not accessible to the
general public.

9.7. Operations of the Sunrise Cogeneration—and-Power Project, in
combination with that of the licensed La Paloma and the proposed Elk
Hills and Midway Sunset projects, will not cause or contribute significantly
to a cumulative adverse public health impact from noncriteria pollutant

emissions.
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12. The weight of evidence indicates that emissions from the Sunrise

Cogeneration-and-Power Project will not have a significant negative |
impact on the public health.

We therefore conclude that emissions of noncriteria pollutants from the project
will not pose a significant direct, indirect, or cumulative adverse public health risk.

All Conditions of Certification which control project emissions are contained in the

section of this Decision entitled Air Quality.
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C. HAZARDOUS MATERIALS MANAGEMENT

This analysis considers whether the construction and operation of the Sunrise
Cogeneration—and-Power Project will have a significant impact on public health
and safety resulting from the use, handling, or storage of hazardous materials at
the facility. Related issues are also addressed in the Waste Management;-and

Worker Safety,-and Traffic-and Transportation portions of this Decision.

SUMMARY OF THE EVIDENCE
1. Applicant

Applicant presented a panel of experts to introduce testimony on its plans for the
use and handling of hazardous materials during construction and operation of the
Sunrise project.”* Mr. Muraoka summarized the panel s testimony. He stated
that small quantities of hazardous materials will be used in the construction and
operation of the Sunrise project and will be managed in accordance with
applicable LORS. Since the Sunrise Project will not employ a Selective Catalytic

Reduction (SCR) system, the project will not transport, store or handle anhydrous

ammonia at the site. (Ex. 109”°; Ex. 108 p. 61) Only-one-hazardous-materiak

™ The panel consisted of Don Muraoka, a chemical engineer and Senior Project Manager with
Radian International, David Einolf a hazard materials and risk manager from Dames and Moore,
and Michael de la Cruz, a chemical engineer from Radian International with experience in
ammonia handling systems. (10/14/99 RT 43-45.)
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The Sunrise panel concluded that as currently designed, and with the
incorporation of the Conditions of Certification proposed by Staff, the Sunrise
project will comply with all laws, ordinances, regulations and standards and will
not present a significant risk to workers, the public, or the environment. (10/14/99
RT 50.)

2. Staff
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Environmental-Health-Department—Staff witness, Rick Tyler,Fhe—withess

concluded that, with the adoption of the proposed Conditions of Certification, the

project will comply with LORS-ineludingHealth-and-Safety-code,section 44700,

and will not pose any potential for significant impacts to the public from

hazardous materials releases. (Ex. 23, p. 33; Ex. 108, p. 61.)
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COMMISSION DISCUSSION

The evidence is uncontroverted that the Sunrise project will store and handle the
various hazardous materials used during construction in a safe manner.
Furthermore, the evidence is clear that the project s use of natural gas as a fuel
will pose no significant risk to worker or public health and safety. Iln-additien;
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8 pub. Resources Code,/21061.
8 Cal. Code of Regs., tit. 14,/15143.

% See Sutter Decision, pp. 197-198, Docket No. 97-AFC-2, (Publication No. P800-99-010.)
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86 .
87 Cal. Code of Regs., tit. 20,/1769.
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FINDINGS AND CONCLUSIONS

Based on the evidence of record concerning the topic area of Hazardous
Materials Management, we find and conclude as follows:

1.

The Sunrise Cegenerationand-Power Project will use small quantities of
hazardous materials at the facility.

Hazardous materials to be used during the construction phase of the
Sunrise project include gasoline, diesel fuel, motor oil, hydraulic fluid,
lubricants, solvents, cleaners, sealers, welding flux, paint, and paint
thinner.

Hazardous materials to be used in substantial quantities during the
operation phase of the Sunrise project include natural gas onlyand

The principal types of potential public health and safety hazards
associated with the hazardous materials noted in Findings 2 and 3 above

are acecidentalrelease-of-ammonia-gas-and-fire and explosion from natural

gas.
The mitigation measures incorporated in the Conditions of Certification

below will ensure that risks to public health and safety from hazardous
materials are reduced to an insignificant level.
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6. The Sunrise Cogeneration-and-Power Project will not contribute to a |
cumulative risk to the public health and safety.

7. Implementation of the Conditions of Certification below will ensure that the

Sunrise Cegeneration-and-Power Project will comply with the laws, |
ordinances, regulations, and standards specified in the appropriate portion

of Appendix A of this Decision.

We therefore conclude that the hazardous materials used at the Sunrise
Cogeneration-and-Power project will not create or contribute to any significant
adverse public health and safety impacts.

CONDITIONS OF CERTIFICATION

HAZ-1 The project owner shall not use any hazardous material in reportable
quantities, as specified in Title 40, C.F.R., Part 355, Subpart J, section 355.50,
not listed in Appendix B, unless approved in advance by the CPM.

Verification: The project owner shall provide to the CPM, in the Annual
Compliance Report, a list of hazardous materials contained at the facility in
reportable quantities.
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D. WORKER SAFETY

Industrial workers use process equipment and hazardous materials on a daily
basis. Accidents involving relatively small amounts of material can result in
serious injuries. This topic analysis assesses the completeness and adequacy of
the measures proposed by the Applicant to comply with applicable worker health
and safety requirements.

SUMMARY OF THE EVIDENCE

1. Applicant

The Sunrise project introduced the testimony of Kim Worl, a Certified Industrial
Hygenist, who sponsored various exhibits into evidence and summarized some
of the mitigation measures that Applicant will apply to ensure the safety of its

workers. These will include:

* An Injury, lliness, and Prevention Plan

* Requirements for the proper handling and storage of hazardous materials
and related safety equipment.

* Implementation of employee training programs.
* Implementation of a safety assessment program to review the

effectiveness of the various safety programs.

Mr. Worl noted that separate, comprehensive plans will be developed for the
construction phase and the operation phase of the project. Each plan will consist
of smaller plans, all of which will be submitted to Cal-OSHA for review and

comment prior to implementation. (12/3/99 RT 16-19.)

The witness expressed his agreement with the analysis and the Conditions of
Certification recommended in the staff FSA and testified that construction and
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operation of the Sunrise project would conform with all laws, ordinances,
regulations, and standards applicable to the protection of worker safety. (Written
testimony of Kim Worl, filed 10/25/99, p. 2; 12/3/99 RT 19-20.) However, he
disagreed with the testimony filed by Dr. Phyllis Fox on behalf of CURE, which
asserted that workers would not be adequately protected. In disputing Dr. Fox s
testimony, Mr. Worl reviewed the details of the Sunrise plan for worker protection
and how it will prepare workers for foreseeable risks. (12/3/99 RT 20-25.) He
also noted that, based on the information contained in Applicants Phase Il
Environmental Site Assessment (ESA) (Ex. 46), the project site is not a high
hazard area. (12/3/99 RT 21-22.)

The Applicant s Phase |l ESA was performed by James Bunker, who testified
that its purpose was to expand upon the Phase | ESA and to characterize the
potential for contaminated surface and sub-surface soils at the project site. Mr.
Bunker characterized the Phase Il study as a very comprehensive scope of work
which fully covered the project site.®® (12/3/99 RT 15.) He noted that three areas
of hydrocarbon contaminated soils were identified and that Applicant will
excavate the impacted soils prior to grading for the Sunrise project. (12/3/99 RT
23-24.) Prior to the start of construction grading, special crews will remove the
contaminated soils, thus greatly reducing the risk that Sunrise construction
workers will be exposed to the soils.®® (12/3/99 RT 23.)

The Sunrise witnesses and those for the Commission staff agreed that the
project site does not require a health risk assessment and that workers will be
adequately protected by Cal-OSHA or NIOSH standards. (12/3/99 RT 24, 25, 66;
1/13/00 RT 50, 271.) Mr. Bunker noted that crude oil impacted soil is relatively

innocuous and of little concern to local health agencies. (12/3/99 RT 27, 35.)

® The Phase Il ESA consisted of 62 soil vapor probes, 44 soil borings, and 13 excavations.
Mr.Bunker testified that 107 soil samples were analyzed for one or more of the following:
hydrocarbons, volatile organic compounds, metals and other parameters. (12/3/99 RT 10.)

186



Nevertheless, he said that the Phase Il study had, in his opinion, identified all
contaminated soils but that if more were later found, those soils too would be
removed. (12/3/99 RT 40.)

In response to a Committee request, Applicant recommended a revision to
Condition of Certification SAFETY-1. (Ex. 81.) The revision incorporates real-
time air monitoring equipment and empowers an on-site Health and Safety
Officer to monitor and protect workers if previously undiscovered contaminated
soils are encountered during construction activities. (1/13/00 RT 46.) _The
Applicant has agreed that Ex. 81 will apply to construction of the new gas
pipeline and the relocation of the WKWD lines. (Ex. 117; Ex. 109%, p. 2).

Sunrise disagrees with CURE s proposed mitigation measures in part because
contaminated soils will be removed from the project site before grading for
construction begins. Applicant argues that CURE s calculations of worker
exposure are incorrect since construction workers wont be exposed to
hazardous soils. Sunrise believes that Cal-OSHA standards are both legally
applicable and adequately protective of project construction workers. (1/13/00
RT 49-50, 271.) Applicant adds that oil field workers, including those within the
_-mile radius of the project site, are protected by industrial safety orders
promulgated by Cal-OSHA. Since these standards currently protect workers
against direct contact from oil and drilling products, they will also protect against

more limited exposure from oil contaminated soils. (12/3/99 RT 49-50.)

2. Staff

The Commission staff analysis of worker safety issues generally agreed with that
of Applicants. Staff withness Chris Tooker testified that the Conditions of

8 The Phase Il ESA states that removal of the three areas of impacted soils will be performed
with oversight of the Kern County Environmental Health Department. (Ex. 46, pp. 20-21; 12/3/00
RT 32-35.)

% Testimony — Worker Health and Safety and Fire Protection submitted by Don Muraoka.
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Certification proposed in the staff FSA will ensure that the Sunrise project
complies with LORS and will provide adequate protection for workers. (12/3/99
RT 60, 66.) Staff based its conclusions in part on the fact that the site is not
heavily contaminated and will likely not require remediation. The Staff review
included examination of the Phase | ESA (Ex. 1, App. G.) and the Phase Il ESA
(Ex. 42.)

Staff witness Mike Ringer explained the Staff relationship with the Department of
Toxic Substance Control (DTSC), as set forth in a memorandum of
understanding (MOU) between the two agencies. (Ex. 47.) The MOU helps the
DTSC and the CEC coordinate communication regarding potential site cleanup
issues at any of the sites proposed for power plant applications at the CEC.
Commission staff routinely sends copies of each AFC to DTSC for review. In the
instant case, Staff also forwarded copies of the Phase Il ESA.®" (12/3/99 RT 61-
64.) The witness added that DTSC has not chosen to play a large role in the
Sunrise case because so little site remediation is required at the Sunrise site.
(/d., RT 63.)

The Staff position is that no evidence exists showing that workers will be
exposed to significant amounts of contaminants. First, they argue that the results
of the Phase Il ESA indicate there will not be a significant risk to workers from
site contamination. (12/3/99 RT 22.) Second, Staff notes Applicants
commitment to remove contaminated soils identified at the site before
construction begins. (12/3/99 RT 38.) Finally, Staff states that, in the unlikely
event contaminated soils are discovered, Conditions of Certification WASTE-4
and SAFETY-1 will effectively eliminate any significant worker exposure to
contaminants. Staff also defended its health risk assessment in the case, and its
reliance on inhalation as the primary contamination exposure path for
construction workers. (1/13/00 RT 184.)

" Commission staff provided DTSC a copy of the Phase Il ESA (Ex. 46) on November 23, 1999.
(12/3/99 RT 131.)
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Staff witnesses also addressed the health risk assessment (HRA) performed by
CURE. Staff believes this assessment is flawed because it inappropriately
includes dermal and ingestion contact as paths for contamination to harm
workers and it significantly overstates contamination concentrations at the
Sunrise site based on exaggerated assumptions and speculation from other sites
and remote studies. (Ex. 82, p. 9-10; 1/13/00 RT 235.)

Staff concludes that the Sunrise project will pose no significant risk to workers
and that adequate safety measures are contained in the recommended
Conditions of Certification. As a result, Staff argues that the mitigation measures

advanced by CURE are unnecessary and not justified by the evidence of record.

3. CURE

CURE takes the position that the Sunrise project will create significant impacts
because workers will be exposed to contaminated soils and oil field wastes
during project construction. CURE believes that these impacts have not been
adequately mitigated by Staff s Conditions of Certification and recommends that
the Commission require further mitigation measures to mitigate impacts to
workers including: 1) all soils that would be disturbed by project construction
should be analyzed prior to construction; 2) a health risk assessment should be
prepared to determine whether any discovered contamination will threaten
workers; 3) remediation should be carried out in all hazardous areas; and, 4) a
health and safety plan should be implemented to address previously unidentified
contamination encountered during construction. (12/3/99 RT 87-88; Ex. 43, pp.
25-28.)

CURE argues that the entire Midway Sunset oil field contains contaminated soils
based on the historical oil development activities in the oil field and the fact that
crude oil and related materials contain high levels of toxins. (Ex. 43, pp. 12-16.)

CURE s witness, Dr. Fox, criticized Applicant s Phase | ESA as limited in scope
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and only able to detect contaminants that are obvious to a casual observer. (Ex.
43, p. 16.) She also faulted the Phase Il ESA for a number of reasons: 1) it failed
to include a study of the entire oil field and areas where the project s linear
facilities will be built (12/3/99 RT 85-86); 2) it did not look for polynuclear
aromatic hydrocarbons (PAHs) and polychlorinated biphenyls (PCBs) which
CURE believes are likely to be present (/bid., RT 89-91); 3) no soil samples
were taken along buried pipelines where petroleum leaking could occur (/d., RT
92); 4) the Phase Il soil gas study is fatally flawed because the detection limit
for VOCs used in the study was higher than the level of concern for worker safety
(Id., RT 94-95); and, 5) the Phase Il study failed to take samples from the top
foot of surface soil. (/d., RT 103.) However, Dr. Fox acknowledged that the
parametrics of an HRA are not standardized and are determined on a case-by-
case basis, involving a lot of professional judgment. (12/3/99 RT 105.)

In addition to its critique of the Phase Il study, CURE also claimed that Staff had
not met the conditions of its MOU with DTSC and that appropriate personnel at
DTSC had not analyzed the Sunrise project. (12/3/99 RT 71-73.) CURE further
argues that the Committee should wait to issue the Presiding Member s
Proposed Decision until it receives a final determination from DTSC. (CURE
Group A Reply Brief, p. 5.)

In CURE s view, the Conditions of Certification proposed by the Commission staff

will not adequately protect workers. First-CURE-argues-thatrevised SAFETY-1

acreage within-—-mile of the project site. (1/13/00 RT 54-56.) First, CURE
Second_argues; that condition SAFETY-1 would only trigger a response if the

Cal-OSHA standards were violated. CURE further argues these standards do
not provide adequate protection for workers. (/d., RT 56-57.) ThirdSecond,
CURE believes that SAFETY-1 would not identify metals, PAHs, benzene, and
other contaminants of concern. (/d., RT 82-85.) FeurthThird, CURE questions
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the independence of the Health and Safety Coordinator who would be charged

with stopping construction if contaminated soils are discovered. (/d., 57-61.)

CURE also argues that applicable LORS are not adequate to protect workers
from exposure to materials found in the oil field and at the project site. (1/13/00
RT 76.) As a result, CURE asserts that construction workers will suffer adverse
health affects from project-related exposure to contaminated soils. (Ex. 43, pp.
17-19; 12/3/99 RT 45-46.) Dr. Fox prepared a risk assessment to determine the
significance of the impacts of worker exposure to contaminated soil based on the
results of the Phase Il ESA. Her risk assessment shows that site contamination
presents an estimated cancer risk to workers of 6.86 in one million and is

therefore significant.®? (Ex. 82, pp. 2-11.)
CoMMISSION DISCUSSION

Sunrise and Staff experts both testified that the Sunrise project will comply with
all laws, ordinances, regulations and standards that are applicable to worker
health and safety. (12/3/99 RT 58, 60.) While CURE argued that the applicable
LORS are inadequate to protect workers, there is no dispute that the Sunrise
project will comply with them. Furthermore, the Commission is convinced that
the applicable Cal-OSHA and NIOSH standards are appropriate and adequate to
protect workers from the risks associated with potential soil contaminants.
(1/13/00 RT 48-53.)

Both the project site and the adjacent oil field are industrial sites, which are
restricted to the public. As such, many of the standards designed to protect the

general public and which CURE seeks to apply to this project are simply
unsuitable. |Fostherrere—the—woight et ovicorso domensratos—tha—ho

%2 This exceeds the Commission Staff significance threshold of one in one million. (Ex. 75, p. 5.)
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Furthermore, we are not persuaded by CURE s criticism of Applicant s Phase |

and Phase Il ESAs. The evidence demonstrates that the studies were
competently performed and can be relied upon. The detection limit used in the
Phase Il ESA and challenged by CURE is, in fact, appropriate for the site
studied. In addition, the Phase Il study confirms the view of Kern County health
officials that the area is one of low risk. The risk at the project site is further
reduced by Applicants commitment to remove, prior to construction, all
contaminated soils identified, as well as those later discovered, during
construction. Finally we note the lack of public access to the area. As a result,
the evidence demonstrates that, with mitigation required in the Conditions of
Certification, the site does not pose a significant health risk to construction

workers.%

The Phase Il study is evidence of analysis specific to the site in question. Even
Dr. Fox agreed that it contains the most accurate data currently available on the
site for the Sunrise project. (12/3/99 RT 111.) Furthermore, though critical of the
scope reflected in the Phase Il ESA, she agreed with its recommendations and
suggested that they be included as Conditions of Certification. (12/3/99 RT 179-
180; see also Ex. 46, pp. 20-21.) In contrast, CURE s criticisms rely on general
historical data regarding the entire oil field. As the Committee has previously
pointed out, such general information is instructive, but not conclusive. (12/3/99

RT 183.) Thus, the Phase Il study is more persuasive evidence.

% The Commission has revised Condition of Certification SAFETY-1, as proposed by Sunrise in
Exhibit 81, requiring the project to remove all contaminated soils identified in the Phase |l ESA.
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While CURE suggests that DTSC is not yet fully informed about the risks
associated with the Sunrise project, the evidence is to the contrary. DTSC was
provided a copy of the Sunrise AFC at the time it was filed. (12/3/99 RT 70.)
Despite several contacts with Commission staff pursuant to the CEC/DTSC MOU
(Ex. 47), that sister agency has not notified the Commission of any concerns
about the risk of soil contamination at the Sunrise project.

We must also disagree with CURE s contention that the Conditions of
Certification proposed by Applicant and the Commission staff are inadequate to
protect the health and safety of workers at the project. These Conditions ensure
the implementation of existing LORS and require additional real-time air
monitoring during construction to determine if previously undetected
contaminants are later encountered. We find that additional measures
recommended by CURE, which require all soils disturbed by the project to be
pre-tested, are impractical and infeasible. Further, in light of the terms of
Condition SAFETY-1, CURE s suggestion is unnecessary. The project will
comply with applicable LORS and will not pose a significant risk to the health and
safety of workers.

FINDINGS AND CONCLUSIONS

Based upon the evidence of record regarding the topic of worker safety, we find
and conclude as follows:

1. Pursuant to a memorandum of understanding between the Commission
and the California Department of Toxic Substances Control, the two
agencies have been aware of and conferred in the review of the
Application for Certification of the Sunrise Cegeneration—and-Power
Project.

2. Title 8, California Code of Regulations, sections 450 et seq. contain
construction Safety Orders, General Industry Safety Orders, a Petroleum
Safety Order, and other safety requirements which are applicable to the
Sunrise Cogeneration-and-Power Project-to-work-within-a—mile-radius-of

the-projeetsite;- and to work along linear facilities.
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3. Compliance with existing applicable laws, ordinances, regulations, and
standards will adequately assure protection of worker health and safety
during the construction and operation phases of the Sunrise Cogeneration
and-Power Project.

4. In order to comply with applicable requirements, the Applicant must
prepare and submit safety and health programs for the projects
construction and operation phases.

5. The Conditions of Certification below require the submission and review of
safety and health programs for the construction and operation phases.

6. Assuming compliance with the Conditions of Certification contained in this
Decision, the project will comply with the laws, ordinances, regulations,
and standards intended to protect worker health and safety and identified
in the appropriate portion of Appendix A of this Decision.

We therefore conclude that the Sunrise Cogeneration—and-Power Project will
adequately protect worker safety and health during construction and operation
phases.

CONDITIONS OF CERTIFICATION

SAFETY-1 The project owner shall submit to the CPM a Project Construction
Safety and Health Program, which shall include:

* A Construction Injury and lliness Prevention Program
» A Construction Fire Protection and Prevention Plan
» A Personal Protective Equipment Program

Protocol:  The Construction Injury and lliness Prevention Program and
the Personal Protective Equipment Program shall be submitted to the
California Department of Industrial Relations, Division of Occupational
Safety and Health (Cal/OSHA) Consultation Service, for review and
comment concerning compliance of the program with all applicable Safety
Orders.

In order to protect workers from potential health hazards associated with
encountering crude-oil impacted soils, the Construction Injury and lliness
and Prevention program shall include the following safe work procedures.:

1. A Health and Safety Coordinator, the project Health and Safety
Officer, (HSC) will be identified and assigned to the site on a full-
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time basis. The HSC will be responsible for assessing potential
hazards to workers if crude-oil impacted soil is encountered during
grading and excavation activities being performed at the site. The
HSC will have available, real-time air monitoring equipment
(photoionization detector [PID] and flame ionization detector [FID]
and a real time air borne particulate monitor to use to evaluate
potential airborne chemical hazards.

Areas of recognized crude-oil impacted soils (as identified during
the Phase Il Environmental Site Assessment) will be removed prior
to site grading activities.

Prior to beginning mass grading operations at the site, operators of
heavy equipment (graders, loaders, excavators, etc.), surveyors
and spotters will receive hazard recognition training from the
selected HSC. The training will include:

— Recognition of crude-oil impacted soils;

— Potential health hazards associated with crude—oil impacted
soils;

— Procedures to control potential exposures; and

— Response procedures if crude-oil impacted soil is recognized.

Safe work procedures will be developed and implemented for
instances when crude-oil impacted soils (or other suspect) soils are
encountered. These procedures will include:

— Back equipment away from the recognized area to an upwind
location;

— Contact the on-site HSC;

— Control access by other workers/equipment to the location;

- The HSC, using the on-site real-time air monitoring equipment,
will assess potential airborne chemical hazards; and

- If worker breathing zone airborne chemical concentrations are
identified that exceed established response criteria (e.g., 50% of
the Cal/OSHA Permissible Exposure Limit for the highest
hazard chemical potentially present [e.g., benzene PEL=1 ppm]
the source will be barricaded and work will be moved to another
location until the HSC makes a determination.

Based upon the results of the real-time air monitoring and the
estimated quantity of impacted soil, the HSC will have the authority
to make an action determination regarding the identified soil and
will coordinate with the Environmental Professional identified in
Condition of Certification WASTE-4. Potential action
determinations include:
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- Implementing an established contract with a local, certified
hazardous waste removal contractor to remove the material;

— Directing the removal and stockpiling of the materials by, trained
(Hazardous Waste Operations and Emergency Response
[HAZWOPER]) personnel; and

— No action, continue work.

6. Dust control measures and/or PPE (e.g., respiratory protection
[disposable dust, fume & mist respirators]) will also be implemented
to minimize potential worker exposures to particulate hazards that
may develop at the site during aggressive grading activities and/or
windy conditions. The HSC will be responsible for initiating the dust
control procedures based upon visual observations.

The Construction Fire Protection and Prevention Plan shall be submitted to
the KCFD for review and acceptance.

Verification: Thirty days prior to the start of construction, or a lesser period
of time as mutually agreed to by the project owner and the CPM, the project
owner shall submit to the CPM a copy of the Project Construction Safety and
Health Program and the Personal Protective Equipment Program, with a copy of
the cover letter of transmittal of the plan to CAL-OSHA. The project owner shall
provide a letter from the KCFD stating that they have reviewed and accept the
Construction Fire Protection and Prevention Plan.

SAFETY-2 The project owner shall submit to the CPM a Project Operation
Safety and Health Program containing the following:

An Operation Injury and lliness Prevention Plan
An Emergency Action Plan

An Operation Fire Protection Plan

A Personal Protective Equipment Program

Protocol:  The Operation Injury and lliness Prevention Plan, Emergency
Action Plan, and Personal Protective Equipment Program shall be
submitted to the Cal/OSHA Consultation Service, for review and comment
concerning compliance of the program with all applicable Safety Orders.

Protocol:  The Operation Fire Protection Plan and the Emergency Action
Plan shall be submitted to the KCFD for review and acceptance.

Verification: At least 30 days prior to the start of operation, the project
owner shall submit to the CPM a copy of the final version of the Project
Operation Safety & Health Program. It shall incorporate Cal/OSHA s Consultation
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Service comments, stating that they have reviewed and accepted the specified
elements of the proposed Operation Safety and Health Plan.

The project owner shall notify the CPM that the Project Operation Safety and
Health Program (Injury and lliness Prevention Plan, Fire Protection Plan, the
Emergency Action Plan, and Personal Protective Equipment requirements),
including all records and files on accidents and incidents, is present on-site and
available for inspection.

SAFETY-3 The project owner shall design and install all exterior lighting to
meet the requirements contained in the Visual Resources conditions of
certification and in accordance with the American National Standards Practice for
Industrial Lighting, ANSI/IES-RP-7.

Verification: Within 60 days after construction is completed, the project
owner shall submit a statement to the CPM that the illuminance levels contained
in ANSI/IES RP-7 were used as a basis for the design and installation of the
exterior lighting.
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VII. ENVIRONMENTAL ASSESSMENT

As part of its statutory mandate, the Commission must analyze a project s

potential effect upon various elements of the human and natural environments.

A. BIOLOGICAL RESOURCES

The Commission s examination of biological resources focuses upon impacts to
state and federally listed species, species of special concern, wetlands, and
other areas of critical biological interest in the project vicinity. Here we
summarize the potential impacts to biological resources due to the project and its
related facilities, and address the adequacy of mitigation measures necessary to
reduce any identified impacts to less than significant levels. The detailed
evidence of record submitted in this proceeding was developed in consultation
and cooperation with the United States Fish & Wildlife Service (USFWS) and the
California Department of Fish and Game (CDFG).

SUMMARY OF THE EVIDENCE

The Sunrise Cogeneration—and-Power Project and its associated transmission
line corridor is to be located on the west side of San Joaquin Valley, a broad
treeless plain in the rain shadow of the Coast Ranges. The climate is
characterized as Mediterranean, with summer temperatures typically exceeding
100 degrees Fahrenheit (‘F) and mild winter temperatures. Rainfall is 4 to 6
inches per year with tule fog supplementing precipitation in November,
December and January. These conditions have contributed to the formation of
vegetation adapted to dry conditions. Vegetation species common to the area
include: Valley Salt Bush scrub, Nonnative Grassland, Valley Sink scrub, and
riparian vegetation. (Testimony of William J. Vanherweg introduced 1/11/00 RT
94.)
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The vegetation at the site and along the transmission corridor supports a wide
variety of birds, mammals, and reptiles including game birds species such as the
mourning dove and the California quail. A variety of sensitive species are also
known to occur in the project vicinity. These are species that are either federally
listed as rare, threatened, or endangered, or are state listed as Fully Protected,
or state or federally identified as Species of Special Concern. Also included in
this group are plant species identified in the California Native Plant Society s
Inventory of Rare and Endangered Vascular Plants of California or the California
Natural Diversity Special Plants List. Sensitive plants in western Kern County
include California jewelflower, Kern mallow, and Hoover s eriastrum. Sensitive
animal species include the San Joaquin kit fox, giant kangaroo rat, San Joaquin
antelope squirrel, blunt-nosed leopard lizard, Swainson s hawk, golden eagle,
California condor, and the burrowing owl. (Ex. 63, pp. 3-4.)

The sensitive plant and animal species, which could potentially be affected by the
Sunrise project, are shown in Biological Resources Table 1, which follows:

\\
\\
\\
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BIOLOGICAL RESOURCES Table 1

- Sensitive Species -

Sensitive Plants Status*
Forked fiddleneck (Amsinckia vernicosa var. furcata) CNPS List 1B
California jewelflower (Caulanthus californicus) CNPS List 1B/FE/SE
Slough thistle (Cirsium crassicaule) CNPS List 1B
Gypsume-loving larkspur (Delphinium gypsophilum ssp. gypsophilum) CNPS List 4
Recurved larkspur (Delphinium recurvatum) CNPS List 1B
Hoover s eriastrum (Eriastrum hooveri) CNPS List 1B/FT
Cottony buckwheat (Eriogonum gossypinum) CNPS List 1B
Tejon poppy (Eschscholzia lemmonii ssp. kernensis) CNPS List 1B
Kern mallow (Eremalche parryi ssp. kernensis) CNPS List 1B/FE
Hollisteria (Hollisteria lanata) CNPS List 1B
San Joaquin wooly threads (Lembertia congdonii) CNPS List 1B/FE
Oil neststraw (Stylocline citroleum) CNPS List 1B
Sensitive Wildlife Status*
Tricolored blackbird (Agelaius tricolor) SSC

LeConte s thrasher (Toxostoma lecontei macmillanorum) SSC

California condor (Gymnogyps californianus) SE/FE

Golden eagle (Aquila chrysaetos) SC

Swainson s hawk (Buteo swainsoni) ST

Long-eared owl (Asio otus) SSC

Burrowing owl (Athene cunicularia) SSC

Northern harrier (Circus cyaneus) SSC

Yellow warbler (Dendroica petechia) SSC

White-tailed kite (Elanus caeruleus) FP

California horned lark (Eremophila alpestris actia) SSC

Prairie falcon (Falco mexicanus) SSC

Loggerhead shrike (Lanius ludovicianus) SSC
Blunt-nosed leopard lizard (Gambelia sila) SE/FE/FP

San Joaquin coachwhip (Masticophis flagellum ruddocki) SSC

Western spadefoot toad (Scaphiopus hammondii hammondii) SSC

Giant kangaroo rat (Dipodomys ingens) SE/FE
Short-nosed kangaroo rat (Dipodomys nitratoides brevinasus) SSC

Tulare grasshopper mouse (Onychomys torridus tularensis) SSC

San Joaquin pocket mouse (Perognathus inornatus inornatus) SSC

San Joaquin antelope squirrel (Ammospermophilus nelsoni) ST

San Joaquin kit fox (Vulpes macrotis mutica) ST/FE

American badger (Taxidea taxus) SSC

Longhorn fairy shrimp (Branchinecta longiantenna) FE

Vernal pool fairy shrimp (Branchinecta lynchi) FE

Vernal pool tadpole shrimp (Lepidurus packardi) FT

* Status legend: CNPS List 1B = Plants rare or endangered in California and elsewhere (California Native
Plant Society 1994), CNPS List 4 = Plants of Limited Distribution; SSC = Species of Special Concern
(CDFG 1992), FE = Federally listed Endangered, FT = Federally listed Threatened, SE = State listed

Endangered; ST = State listed Threatened and FP = State Fully Protected.

Source: Ex. 63, p.5
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1. Project Site

The Sunrise project will be located on a 16-acre site in the Midway-Sunset oil
field. The site contains a mixture of annual grasslands and some saltbush scrub
vegetation. The site and surrounding area have a long history of oil development
as evidenced by the presence of oil production wells, steam generators and
steam lines as well as related oil development facilities. Vegetation types around
the site and new switching station are potential habitat for a variety of sensitive
species.” Construction of the power plant and use of laydown areas will
permanently impact 12.4 acres, with construction of the switching station
impacting on additional 3.2 acres of annual grassland habitat. (Ex. 63, pp. 4-6.)

2. Linear Facilities

Of the seven alternative transmission line routes considered by Applicant for the
Sunrise project, only Routes B and F remain as preferred alternatives. Just as in
the case of the power plant and switching station, construction of any of the
possible transmission line options has the potential to impact several sensitive
animal and plant species. Route B would connect the project directly to the
PG&E Midway substation near Buttonwillow. That route would permanently
impact up to 6.9 acres and temporarily impact 14.2 acres of privately owned
habitat. It would also permanently impact 3.5 acres and temporarily impact 1.3
acres of conserved habitat. (Ex. 63, p. 7.)

Furthermore, the Route B corridor crosses the 44,000 acre habitat conservation
planning area identified as the Lokern Natural Area. This area was first
established as a high priority location for habitat conservation since it represents

% Sensitive species include: the San Joaquin kit fox, blunt-nosed leopard lizard, San Joaquin
antelope squirrel, various listed kangaroo rat species, and several sensitive plant species. (Ex.
63, p. 6.)
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a rather large acreage of undisturbed habitat and is home for the sensitive
species known to occur in the area. (/d.)

The acreage impacted by the use of Route B would be significantly lower if
alternative Route F is developed. Route F would connect the Sunrise project to
the proposed La Paloma switchyard, and then would connect La Paloma and

Midway with a joint-ownership transmission line.*°

The USFWS has identified that the California condor s historic range includes the

project area and that condors have recently been seen in the area. (Ex. 108, p.

82). As such they have required the use of bird flight diverters to be installed on

new transmission line ground wires (11/7/00 RT 35) for both that portion of the

transmission line that is solely owned by Sunrise as well as for that portion that is

now owned by La Paloma, if the project links to it. (Ex. 108, p. 82). Mr. York

identified a particular type of bird flight diverter, the flapper, that was

recommended to prevent Condors from flying into transmission ground wires.
(11/7/00 RT 35; Ex. 116). Susan Jones of USFWS indicated the flapper was
the type recommended for the Sunrise Project. (11/7/00 RT 63). Staff
recommended and Applicant agreed to the addition of new Condition of
Certification BIO-12. (11/7/00 RT 85-86).

The natural gas supply pipeline-for the power plant will be a new approximately
2. 5 mile long 20-inch pipelinereughlty-60-feetlong-and will tie into the existing

Kern-Mojave pipelineTexaco-California,the—-Main-Utility-Corrider. Construction of
the pipeline will temporarily permanently-impact 0-0722.7 acres of saltbush
habitat. The West Kern Water District (WKWD) will relocate two existing water

pipelines to facilitate grading at the project site. This relocation will result in
temporary disturbance of 3.8 acres. Construction of the steam,feedwater—and
wastewater pipelines associated with the power plant will impact permanently 1.4

% The La Paloma transmission route was thoroughly studied as part the La Paloma Generating
Project AFC proceeding, Commission Docket No. 98-AFC-2.
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acres of habitat-wi

0.07acres-of-habitat. In addition, access roads will be built to service the power
plant and switching station, resulting in a permanent loss of 3.5 acres of habitat.
(Ex. 10863, p. 6-881.)

BIOLOGICAL RESOURCES Table 2

DIRECT IMPACTS ACREAGES

Private lands (acres) Conserved lands (acres)

Facility Permanent Temporary Permanent Temporary
Power plant/laydown area 12.4 13.8 -- --

Sunrise switchyard 3.2 -- -- --
Steamtfeediw\Vastewater lines 1.4 -- - -
Freshwater pipelines 0-0-£ -3.8- -- --

Natural gas pipeline 0-0-£ -22.7- -- --

Access road improvement 3.5 -- -- --

Worst case t-line Route B 7.0 14.2 1.3 3.5
IMPACT ACREAGE TOTALS 27.5 28.054.5 1.3 3.5
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While the project s direct and-indirect-impacts will affect sensitive species known

to exist in the area, Applicant has committed to employing a series of mitigation
measures to minimize or totally avoid impacting individual sensitive species. A
complete list of mitigation measures and their implementation methods will be
completed in consultation with the CDFG, BLM and USFWS and will be included
in the project s Biological Resources Mitigation Implementation and Monitoring
Plan. (BRMIMP) (Ex. 69; 1/11/00 RT 1-12; 11/7/00 RT 40-41.) Many of the

specific mitigation measures are detailed in the Conditions of Certification, which

appear at the end of this section. These mitigation steps include specific take
avoidance measures for sensitive species such as den excavation and
replacement for the San Joaquin kit fox. Other measures involve restricting pets,
firearms use, and high vehicle speeds at the project site. (See Condition of
Certification BIO-1.)

One of the primary mitigation measures employed by the Sunrise project is the
purchase of compensatory habitat to make up for the temporary and permanent
loss of habitat caused by the direct and-indirect-impacts of the project. As

detailed in Table 3 below, staff calculated the combined total acreage of

impacted habitat for each category of land and multiplied it by the appropriate

compensation ratio to arrive at a total amount of compensation acreage of 155.1
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Table 3 — Compensation For Direct Impacts

Impact Impact Compensation Compensation
Duration/Ownership Acreage Ratio Acreage
Permanent/Conserved 1.3 41 5.2
Permanent/Non-conserved 27.5 31 82.5
Temporary/Conserved 3.5 2.1:1 7.4
Temporary/Non-conserved 54.5 1.1:1 60.0

Total Habitat Compensation 155.1

Hhetetaceronco-oceppones e nasintemenssa B 1 aeras. The agreed-
upon cost is $1,270000 per acre so Applicant will pay a total of $655,400196,977

for compensatory habitat to the Center for Natural Lands Management. (Ex.
79108, p. 8310; +144+00-RT11) The compensatory habitat purchased will

increase the size of the Lokern Natural Preserve, a conservation area of

approximately 3500 acres.”” Even CURE s witness,—theugh—eritical-of the
srejoets—rrpasteanwildiiotremt B apd el Waste—eclites—described the

compensatory habitat purchase as great, very laudable , and adequate to

mitigate the project s impacts on listed species. (1/11/00 RT 120-121.)

" The same preserve was used by the La Paloma Project for habitat compensation (1/11/00 RT
5-12.)
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4.3. Outstanding Permits

Commission staff biologist Rick York pointed out that at the time of the
evidentiary hearing on November 7, 2000January-+4-2000; the Sunrise project
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still needed three-one biology-related permits in order to move forward_but that
the project has already received —Fhe-firstis the federal Biological Opinion,te-be
issued by the USFWS. (11/7/00 RT 41.) Susan Jones of the USFWS testified
that she wasis responsible for preparing the Biological Opinion-and-that-when

S HHAHO0-RT43—-Anectherrequired-item
is-The project will need athe state incidental take permit, issued by CDFG. Mr.

York testified and Donna Daniels agreed that CDFG was satisfied to date with

Applicant’s proposals and believed the project could comply with all terms and
conditions in the permit. (1/11/00 RT 38;_11/7/00 RT 45.) The permit will not be

issued until CDFG sees the Commission s Decision. (4/414/0011/7/00 -RT 39.45-
46.)

were—aceceptableto-theirageneies—In addition, withesses for both Staff and
Applicant agreed that the Sunrise Cegeneration-and-Power Project would comply
with all applicable laws, ordinances, regulations and standards. (1/11/00 RT 57,
93; Ex. 108, p. 84; Ex. 109'® p. 2)

CommissION DISCUSSION
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As a result of the various agreements reached among the parties and agencies

prior to the November 7, 2000 evidentiary hearing, only a single issue remained

concerning biological resources. Staff verification requirements for Conditions of

Certification BIO-1, 7, 8, and 9 contain time-frames which, on their face, appear

to jeopardize the timely commencement of Project construction. Applicant s

witness objected to the time-frames as did a representative from Edison Mission
Enerqgy, prospective purchaser of the Project. (11/7/00 RT 68-70; 11/7/00 RT 31-

32.) The Staff witness explained that the reviewing agencies need adequate

time to confirm Project compliance with the conditions. (11/7/00 RT 52.)

Nevertheless, he acknowledged that even with the Staff-proposed lanquage,

projects are traditionally accorded flexibility which is not shown in the lanquage.

However, the witness stated his concerns that to make such flexibility explicit
could set a bad precedent for future cases. (11/7/00 RT 58, 60.)

100 Testimony — Biological Resources submitted by Bill Vanherweg
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As to case precedents, we note that no other application now being reviewed by

the Commission has the objective of generating approximately 320 MW by the

summer of 2001. To meet this objective Applicant must meet extremely tight

deadlines, some of which the Staff withess acknowledged cannot be met under

the Staff-proposed verification limits. (11/7/00 RT 43.) Therefore, without in any

way reducing or eliminating any Conditions of Certification, the Commission has

added language to the verifications for Conditions BIO 1, 7., 8, and 9 which

explicitly allows a reduction of time limits where mutually agreeable to the project

owner and the Commission s compliance project manager (CPM).

Furthermore;-Aall project-related impacts to biological resources have been fully
mitigated. Every expert witness to testify, including the witness for CURE,
supported this determination. (1/11/00 pp. 120-121, CURE; Ex. 63, p. 23; 1/11/00
RT 64, Staff; 1/11/00 RT 92, Applicant; 1/11/00 RT 49, CDFG; 1/11/00 RT 43,
USFWS; 11/7/00 RT .) Thus, the record supports no other finding than that
all potential impacts to biological impacts will be adequately mitigated and that

the project will comply with applicable laws, ordinances, regulations and
standards.

FINDINGS AND CONCLUSION

Based upon the evidence of record, we find and conclude as follows:

1. Sensitive vegetation and animals exist in the project area-and-in-the—mile
; o for indi . ” . .
2. Construction and operation of the Sunrise Cogeneration—and-Power
Project, if not adequately mitigated, can create adverse impacts to the
sensitive biological resources in the project area.

3. The mitigation measures contained in the Conditions of Certification set
forth below were developed in cooperation and consultation with the
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United States Fish & Wildlife Service and with the California Department
of Fish and Game.

4. The mitigation measures mentioned above are sufficient to allow the
United States Fish & Wildlife Service to issue a formal Biological
Opinion , and for the California Department of Fish and Game to express
its satisfaction and its intent to issue a section 2081(b) incidental take

permit and-a-streambed-alteration—permit-for the Sunrise Coegeneration
and Power Plant.

5. The Conditions of Certification assure that the Sunrise Cogeneration-and
Pewer—Project will cause no significant adverse impacts to biological
resources in the project area.

6. The Conditions of Certification, if properly implemented, ensure that the
Sunrise Cegeneration-and-Power Project will comply with applicable laws,
ordinances, regulations, and standards set forth in the pertinent portion of
Appendix A of this Decision.

We therefore conclude that construction and operation of the Sunrise
Cogeneration-and-Power Project will not create any significant direct, indirect, or

cumulative adverse impacts to biological resources.

CONDITIONS OF CERTIFICATION

SCPPC MITIGATION

BIO-1 The project owner will implement the mitigation measures identified
in Section 8.2, pages 8.2-20 to 8.2-22 of the SCPCP Application for Certification
(SCPP 1998a). The project owner s proposed mitigation measures will be
incorporated into the Biological Resources Mitigation Implementation and
Monitoring Plan (BRMIMP) {see-Condition-of Certification-BIO-9,-below)-unless
the mitigation measures conflict with mitigation required by the U. S. Fish and
Wildlife Service and the California Department of Fish and Game contained in
the federal Biological Opinion and state Incidental Take Permit, respectively. If
there is a conflict between the draft BRMIMP and the federal Biological Opinion
and/or the state Incidental Take Permit, then the federal and/or state conditions
or mitigation measures will supercede those found in the draft BRMIMP.

Protocol:
1. Prior to the onset of ground-disturbance activities, project personnel

shall be briefed on the occurrence and distribution of listed species
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in the project area, measures that are being implemented to protect
these species during project actions, and the reporting
requirements should incidental take occur— New—workers—will

soenbio—abaloagoninie S b cove of tealp Hrel con o pne coapR o
No-moere-than—14-days—Pprior to commencement of construction

activities, a qualified biologist(s) shall conduct pre-activity surveys
of proposed work zones (for the power plant, natural gas pipelines,
water pipeline, and transmission line). The buffers around each
area will be species specific and correspond to avoidance buffers
mandated by the biological opinion. During pre-activity surveys, the
status of previous surveys shall be reviewed. San Joaquin kit fox
dens and kangaroo rat and blunt-nosed leopard lizard burrows shall
be flagged for avoidance, as necessary, and additional habitat
features, if any, shall be identified and flagged as necessary.

Biological monitors {ar-SEPC-term)-shall:

» Accompany initial grading crews throughout the project area at
all times that activities with the potential to affect listed species
are being conducted;

» Conduct pre-activity surveys as described above;

» Aid project crews in satisfying avoidance criteria and
implementing project mitigation as described in this
assessment;

* Aid in relocating access roads and laydown areas as necessary;,

» Inspect open trenches and footing holes for stranded wildlife
and remove as necessary each morning;

» Observe and note all pertinent information concerning project
effects on listed species; and

» Assist project personnel in conducting the proposed project in
such a manner as to minimize adverse impacts on listed
species.

Pets shall not be permitted on the project site during construction
activities.

All food-related trash shall be disposed of in closed containers only
and regularly removed from the project site.

All spills of hazardous materials within listed species habitat shall
be cleaned up immediately.

No firearms will be allowed in the project area.
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10.

11.

12.

13.

14.

15.

All construction activities conducted during the project shall be
confined to daylight hours, unless within a site perimeter fence or
unless circumstances warrant night work and approval is obtained
from CDFG and USFWS.

All project-related vehicles shall observe a speed limit of 20 miles
per hour or less on all routes that traverse listed species habitat,
except on state and county highways and roads.

Project-related vehicles shall be confined to existing primary or
secondary roads or to specifically delineated project areas (i.e.,
areas that have been surveyed and described in existing
documentation). Otherwise, no off-road vehicle travel shall be
permitted.

All open trenches and footing holes shall be covered each night or
ramped in such a way as to allow wildlife that may enter to escape

unharmed. Ramps—willbe-no-more—than1000feet-apartand-ne
fRefotherftbrcogroos

All known and potential San Joaquin kit fox dens, giant kangaroo
rat burrows, San Joaquin antelope squirrel burrows, and burrows
potentially inhabited by blunt-nosed leopard lizards shall be
protected by implementing the following procedures. Such
protection will help prevent incidental take of dens and burrows in
excess of the take limits allowed by the resource agencies.

All avoidable San Joaquin kit fox dens, giant kangaroo rat, San
Joaquin antelope squirrel and blunt-nosed leopard lizard burrows
within the immediate vicinity of work areas shall be prominently
staked and/or flagged as necessary to alert project personnel to
their presence. All project-related flagging shall be collected and
removed after completion of the project construction.

The project owner shall make every reasonable effort to prevent the
collapse of dens and burrows by relocating temporary access roads
and laydown areas to avoid dens and burrows or other means as
determined to be appropriate for the sensitive wildlife and botanical
resources.

Implement Aavoidance criteria for sensitive wildlife and botanical
resources _provided by the USWS and CDFG:
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16.

17.

project ownerproponent shall submit a post-activity compliance
report that details the following information: dates that construction
occurred; pertinent data concerning success in meeting project
mitigation measures, if any; known project effects on San Joaquin
kit fox, blunt-nosed leopard lizards, and giant kangaroo rats or other
sensitive species, if any (including specific number of dens and
small mammal burrows damaged or destroyed); occurrences of
incidental take of federally listed species, if any; an assessment of
the extent and severity of project impacts on all sensitive wildlife
habitat; and other pertinent information.

The tep-4-inches-of-topsoil shall be stockpiled near all lands that will
be temporarily disturbed by grading during construction activities.
These sites shall be recontoured and preserved topsoil shall be
spread to aid in the reclamation of these sites after construction is
complete.

48.The project owner will provide funds to purchaseaegquire agency-

Verification:

approved lands containing habitat similar to the habitat being
disturbed during construction and operation of the proposed

facilities. —(thai—w#kbe—presewed—and—maﬂaged—fepsens%we—wndme

ThirtyAtleast-(30)60-days prior to start of any project related

ground disturbance activities, or a lesser time as mutually agreed upon by the
project owner and CPM, the project owner shall provide the Energy Commission
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Compliance Project Manager (CPM) with the Biological Resources Mitigation
Implementation and Monitoring Plan for the SCPP, and the CPM will determine
the plans acceptability within 15 days of receipt of the plan. Implementation of
the above measures will be included in the BRMIMP.

DESIGNATED BIOLOGIST

BIO 2 Slte moblllzatlon actlvmes Genstmehen—sﬁe—aqd%epaneutapy—ﬁaeﬂmes

Gemmkssren—apppe#ed—gee%eehmea—weﬁe—shall not begln until an Energy

Commission CPM approved Designated Biologist is available to be on site.

Protocol:  The Designated Biologist must meet the following minimum
qualifications:

1. A Bachelor s Degree in biological sciences, zoology, botany,
ecology, or a closely related field;

2. Three years of experience in field biology or current certification of
a nationally recognized biological society, such as The Ecological
Society of America or The Wildlife Society;

3. One year of field experience with biological resources found in or
near the project area; and

4. An ability to demonstrate to the satisfaction of the CPM the
appropriate education and experience for the biological resources
tasks that must be addressed during project construction and
operation.

If the CPM determines the proposed Designated Biologist to be unacceptable,
the project owner shall submit another individual s name and qualifications for
consideration. If the approved Designated Biologist needs to be replaced, the
project owner shall obtain approval of a new Designated Biologist by submitting
to the CPM the name, qualifications, address, and telephone number of the
proposed replacement. No disturbance will be allowed in any designated
sensitive areas until the CPM approves a new Designated Biologist and the new
biologist is on site.

Verification: At least 90 days prior to the start of any ground disturbance
activities, the project owner shall submit to the CPM for approval, the name,
qualifications, address and telephone number of the individual selected by the
project owner as the Designated Biologist. If a Designated Biologist is replaced,
the information on the proposed replacement, as specified in the condition, must
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be submitted in writing at least ten working days prior to the termination or
release of the preceding Designated Biologist.

BIO-3 The CPM approved Designated Biologist shall perform the following
during project construction and operation:

1. Advise the project owner s Construction Manager on the
implementation of the Biological Resource Conditions of
Certification;

2. Supervise or conduct mitigation, monitoring and other biological

resources compliance efforts, particularly in areas requiring
avoidance or containing sensitive biological resources, such as,
wetlands and special status species; and

3. Notify the project owner and the CPM of any non-compliance with
any Biological Resources Condition of Certification.

Verification: During project construction, the Designated Biologist shall
maintain written records of the tasks described above, and summaries of these
records shall be submitted along with the Monthly Compliance Reports to the
CPM. During project operation, the Designated Biologist shall submit record
summaries in the Annual Compliance Report.

BIO-4  The project owner s Construction Manager shall act on the advice of
the Designated Biologist to ensure conformance with the Biological Resources
Conditions of Certification.

Protocol:  The project owner s Construction Manager shall halt, if
necessary, all construction activities in areas specifically identified by the
Designated Biologist as sensitive to assure that potential significant
biological resource impacts are avoided.

The Designated Biologist shall:

1. Inform the project owner and the Construction Manager when to
resume construction, and

2. Advise the CPM if any corrective actions are needed or have been
instituted.

Verification: Within two (2) working days of a Designated Biologist
notification of non-compliance with a Biological Resources Condition of
Certification or a halt of construction, the project owner shall notify the CPM by
telephone of the circumstances and actions being taken to resolve the problem
or the non-compliance with a condition. For any necessary corrective action
taken by the project owner, a determination of success or failure will be made by
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the CPM within five (5) working days after receipt of notice that corrective action
is completed, or the project owner will be notified by the CPM that coordination
with other agencies will require additional time before a determination can be
made.
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WORKER ENVIRONMENTAL AWARENESS PROGRAM

BIO-6 The project owner shall develop and implement a CPM approved
Worker Environmental Awareness Program in which each of its employees, as
well as employees of contractors and subcontractors who work on the project site
or related facilities during construction and operation, are informed about
sensitive biological resources associated with the project.

Protocol:  The Worker Environmental Awareness Program must:

1. Be developed by the Designated Biologist and consist of an on-site
or training center presentation in which supporting written material
is made available to all participants;

2. Discuss the locations and types of sensitive biological resources on
the project site and adjacent areas;

3. Present the reasons for protecting these resources;

4. Present the meaning of various temporary and permanent habitat
protection measures; and

5. Identify whom to contact if there are further comments and
questions about the material discussed in the program.

The specific program can be administered by a competent individual(s)
acceptable to the Designated Biologist.

Each participant in the on-site Worker Environmental Awareness Program
shall sign a statement declaring that the individual understands and shall
abide by the guidelines set forth in the program materials. The person
administering the program shall also sign each statement.

Verification: At least 60 days prior to the start of any project-related site
mobilizationreugh-grading, the project owner shall provide copies of the Worker
Environmental Awareness Program and all supporting written materials prepared
by the Designated Biologist and the name and qualifications of the person(s)
administering the program to the CPM for approval. The project owner shall
state in the Monthly Compliance Report the number of persons who have
completed the training in the prior month and a running total of all persons who
have completed the training to date. The signed statements for the construction
phase shall be kept on file by the project owner and made available for
examination by the CPM for a period of at least six (6) months after the start of
commercial operation. During project operation, signed statements for active
project operational personnel shall be kept on file for the duration of their
employment and for six (6) months after their termination.
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CALIFORNIA DEPARTMENT OF FISH & GAME INCIDENTAL TAKE PERMIT

BIO-7 Prior to start of any project-related site mobilizationgreund-disturbance
activities, the project owner shall acquire an Incidental Take Permit from CDFG
in accordance with Section 2081(b) of the California Fish and Game Code and
implement the permit terms and conditions.

Verification: Neo-less-than{Five (5) days prior to the start of any project
related ground disturbance activities, or a lesser time as mutually agreed, the
project owner shall submit to the CPM a copy of the final CDFG Incidental Take
Permit. Permit terms and conditions will be incorporated into the Biological
Resources Mitigation Implementation and Monitoring Plan. See also Condition of
Certification BIO-9.

U. S. FISH & WILDLIFE SERVICE SECTION 7 BIOLOGICAL OPINION

BIO-8 Prior to the start of any project-related site mobilization greund
disturbanece-activities, the project owner shall provide a final copy of the
Biological Opinion in accordance with Section 7 of the federal Endangered
Species Act obtained from the U. S. Fish and Wildlife Service and incorporate the
terms of the opinion into the Biological Resources Mitigation Implementation and
Monitoring Plan. The project owner will implement the terms and conditions
contained in the federal Biological Opinion.

Verification: At-least-Fifteen (15) 60-days prior to the start of any project
related ground disturbance activities, or a lesser time as mutually agreed upon by
the project owner and the CPM, the project owner shall submit to the CPM a
copy of the Biological Opinion. Permit terms and conditions will be incorporated
into the Biological Resources Mitigation Implementation and Monitoring Plan.
See also Condition of Certification BIO-9.

BIOLOGICAL RESOURCES MITIGATION IMPLEMENTATION &
MONITORING PLAN

BIO-9 The project owner shall submit to the CPM for review and approval a
copy of the final Biological Resources Mitigation Implementation and Monitoring
Plan (BRMIMP) and shall implement the measures identified in the plan. Any
changes made to the adopted BRMIMP must be made in consultation with the
CEC as well as with the Bureau of Land Management and the U. S. Fish and
Wildlife Service.

Protocol: The final BRMIMP shall identify:

1. All mitigation, monitoring, and compliance conditions included in the
Commission s Final Decision;

2. All sensitive biological resources to be impacted, avoided, or
mitigated by project construction, operation and closure;
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3. All mitigation measures provided in the USFWS Biological Opinion
and the CDFG Incidental Take Permit;

4. All required mitigation measures for each sensitive biological
resource;
5. Required habitat compensation, including provisions for acquisition,

enhancement and management, for any temporary and permanent
loss of sensitive biological resources;

%6. All locations, on a map of suitable scale, of laydown areas and |
areas requiring temporary protection and avoidance during
construction;

8.7. Aerial photographs of all areas to be disturbed during project |
construction activities - one set prior to site disturbance and one set
subsequent to completion of mitigation measures. Include planned
timing of aerial photography and a description of why times were
chosen;

9.8. Duration for each type of monitoring and a description of |
monitoring methodologies and frequency;

40.9. Performance standards to be used to help decide ifiwhen |
proposed mitigation is or is not successful;

44.10. __All performance standards and remedial measures to be |
implemented if performance standards are not met;

42.11. A discussion of biological resource-related facility closure |
measures; and

43.12. A process for proposing plan modifications to the CPM and |
appropriate agencies for review and approval.

14.13. _Terms and conditions of a CDFG Streambed Alteration |
Agreement, if necessary.
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Verification: At-teast-60-Thirty (30) days prior to start of any project-
related ground disturbance activities, or a lesser time as mutually agreed upon by
the project owner and the CPM, the project owner shall provide the CPM with the
final version of the BRMIMP for this project, and the CPM will determine the
plans acceptability within 15 days of receipt of the final plan. All modifications to
the approved BRMIMP must be made only after consultation with CEC, BLM and
USFWS. The project owner shall notify the CPM five (5) working days before
implementing any CPM approved modifications to the BRMIMP.

Within 30 days after completion of project construction, the project owner shall
provide to the CPM for review and approval, a written report identifying which
items of the BRMIMP have been completed, a summary of all modifications to
mitigation measures made during the project s construction phase, and which
mitigation and monitoring plan items are still outstanding.

HABITAT COMPENSATION

BIO-10 To compensate for temporary and permanent, direct and indirect,
impacts to sensitive wildlife habitat, the project owner will provide a cashier s
check for $655;400196,977 to the Center for Natural Lands Management.
Additional funds may be required if additional habitat is disturbed beyond that
identified in this Final Staff Assessment.

Verification:  Within one (1) week of project certification, the project owner
must provide written verification to the CPM that the required compensation
funds have been provided to CNLM.

Within 180 days after completion of project construction, the project owner shall
provide the CPM aerial photographs taken after construction and an analysis of
the amount of any additional habitat disturbance beyond that identified in the
Energy Commission Final Staff Assessment. The CPM will notify the project
owner of any additional funds required to compensate for any additional habitat
disturbances at the adjusted market value at the time of construction to acquire
and manage habitat.

FACILITY CLOSURE

BIO-11  The project owner will incorporate into the planned permanent or
unexpected permanent closure plan measures that address the local biological
resources. The biological resource facility closure measures will also be
incorporated into the Sunrise project BRMIMP. (See Condition of Certification
BIO-9, above.)

Protocol: The planned permanent or unexpected permanent closure
plan will require the following biological resource-related mitigation
measures:
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1. Removal of transmission towers and conductors when they are no
longer used and useful;

2. Removal of all power plant site facilities; and

3. Measures to restore wildlife habitat to promote the re-establishment
of native plant and wildlife species.

Verification: At least 12 months (or a mutually agreed upon time) prior to
the commencement of closure activities, the project owner shall address all
biological resource-related issues associated with facility closure in a Biological
Resources Element. The Biological Resources Element will be incorporated into
the Facility Closure Plan, and include a complete discussion of the local
biological resources and proposed facility closure mitigation measures.

BIO-12 During construction of the new Sunrise Power Project transmission
line, the power plant owner will install USFWS-approved bird filght diverters on
the new transmission ground wire(s), including the new La Paloma transmission
line ground wires if Sunrise links directly to that line at the new La Paloma
Generating Project power plant.

Protocol: Bird flight diverters must be:

Installed per manufacturer s specifications;
Replaced when damaged or deemed defective; and
Maintained for the full length of the transmission line for the life of the

facility.

WIN =

Verification: No later than 10 days prior to energizing the new Sunrise
transmission line (including the La Paloma transmission line if Sunrise links to
that new transmission line), the project owner will provide photographic
verification to the Energy Commission CPM that all required bird flight diverters
have been installed, according to manufacturer s specifications, for the full length
of the new transmission line.

The project s final Biological Resources Mitigation Implementation and
Monitoring Plan (BRMIMP) will provide complete quidance regarding bird flight
diverter installation and maintenance.
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B. CULTURAL RESOURCES

This section discusses cultural resources, defined as including the structural and
cultural evidence of the history of human development and life on earth. These
resources assist in the understanding of our culture, our history, and our
heritage. The spatial relationships between an undisturbed resource site and the
surface environmental resources and features, as well as the analysis of the
locational context of the resource materials within the site and beneath the
surface, provide information that can be used to determine the sequence of past

human occupation and use of an area.

The term cultural resources refers generally to those resources which are
typically placed in one of three categories: prehistoric archaeological resources;
historic archaeological resources; and ethnographic resources. The first
category refers to those resources relating to the prehistoric human occupation
and use of an area; they typically include sites, deposits, structures, artifacts,
rock art, trails, and other traces of human behavior. Historic archaeological
resources are those materials usually associated with Euro-American exploration
and settlement of an area, as well as the beginning of a written historical record.
Such resources include deposits, sites, structures, traveled ways, artifacts,
documents, or other indicia of human activity. Ethnographic resources, such as
traditional collecting areas, ceremonial sites, topographic features, cemeteries,
shrines, or ethnic neighborhoods and structures, are those materials important to
the heritage of a particular ethnic or cultural group such as Native Americans, or

African, European, or Asian immigrants.
SUMMARY AND DiscussION OF THE EVIDENCE
The Sunrise Cogeneration-and-Power Project is proposed for a site located in the

Midway-Sunset Oilfield at the southwest margin of the San Joaquin Valley.

Native Americans such as the Yokurts and Chumash first occupied the area for
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approximately 8,000 to 10,000 years. Later the area was inhabited by European
explorers, missionaries, and holders of Mexican land grants. More recent
occupation has been by those associated with oilfield development and
agriculture. (10/12/99 RT 142; Ex. 23, pp. 193-196.)

While much of the area for the Sunrise project and its related facilities has
already been disturbed, new construction activities associated with the project
present the potential for adverse impacts to cultural resources because of the
additional surface and subsurface ground disturbance involved. (1012/99 RT
142; Ex. 23, p. 204.) To assess the potential for encountering significant cultural
resources during construction, Applicant performed an archival search of the
general area to ascertain known cultural resource sites. The search involved
reviewing archaeological, ethnographic, geologic/soils, and historical literature
and archival materials and records searches at the Southern San Joaquin Valley
Information Center of the California Historical Resources Information System.
Applicant also inquired of the Native American Heritage Commission regarding
Sacred Lands in the project vicinity, coordinated with the Bureau of Land
Management and conducted in-field archaeological surveys. (10/12/99 RT 128,

143; Ex. 22, pp. Cultural Resources 1-2.)_The applicant also performed these

activities for the proposed gas pipeline corridor. (Ex. 109101, p. 2;: Ex. 108, p. 73)

Applicant s witness, Thomas L. Jackson, testified that while no prehistoric or
historic cultural resources or cultural resources of concern to Native Americans
are known in the area of the proposed plant site, such resources may be found
along the project s transmission line route. He stated that there are 11 known
archeological sites that could be affected by project construction on transmission
corridor B unless the sites are avoided. (/d.) Staff witness Kaththryn M.
Matthews stated that often the determination of whether or not an historical
resource is significant under the California Environmental Quality Act (CEQA)

101 Testimony —Cultural Resources submitted by David A. Stein
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cannot be made until the resource is actually encountered during construction.
(10/12/99 RT 143.)

The applicant indicates that four previously recorded sites were identified and

confirmed and 26 new historic archaeological sites or features associated with oil

field development and petroleum extraction were identified with the survey

corridor (1000 feet) for the new proposed gas pipeline. (Ex. 109102, p 2)

However, all of these sites are outside the project s area of potential effect which
is defined as a 75-foot right-of-way. (EXx. 109103, p. 2) Staff and the applicant

agree that therefore, all of these sites and/or features will be avoided during
construction. (Ex. 108, p. 74; Ex. 109104, p. 2)

The evidence establishes that the preferred mitigation for impacts to cultural
resources is avoidance of the resource. In addition, Applicant has proposed, and
Commission staff has refined, Conditions of Certification which include:
preconstruction structural location avoidance measures, construction monitoring,
coordination with Native Americans, significance evaluation, mitigation of
unavoidable impacts, and training procedures for dealing with unanticipated
discoveries of cultural resources. The evidence establishes that the Conditions
of Certification, which incorporate the measures proposed both by staff and
Applicant, including a mutually agreeable revision to CUL-1, (Ex. 111, 11/7/00

RT 10) will reduce to a level of less than significant the project s potential for
adverse impacts on the region s cultural resources including prehistoric, historic,
and ethnographic resources. (10/12/99 RT 129, 144; Ex. 22, Ex. 23, p. 217;,_Ex.
109", p. 2)) Additionally, the Applicant agrees to the remainder of the
Conditions of Certification proposed by Staff (11/7/00 RT 11).

"2 1hid.
1 1bid.
"% Tbid.
1 bid.
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FINDINGS AND CONCLUSIONS

Based upon the evidence of record, we find and conclude as follows:
1. Cultural resources exist in the general project area.

2. Construction activities associated with the Sunrise Cogeneration-and |
Power Project and its related facilities present the most likely potential for
adverse impacts to cultural resources.

3. The evidence establishes the likelihood that significant historical resources
exist in areas which may be disturbed by project construction.

4. Construction-related disturbance to historical resources would likely have
a significant impact if not mitigated.

5. Adverse impacts may be satisfactorily mitigated by implementation of
appropriate mitigation measures.

6. The Conditions of Certification listed below contain measures that will
ensure that construction of the Sunrise Cogeneration-Power-Project and |
its related facilities will not create significant direct, indirect, or cumulative
adverse impacts to cultural resources.

7. Implementation of the Conditions of Certification below will assure that the

Sunrise Cogeneration-and-Power Project will comply with all applicable |
laws, ordinances, regulations, and standards pertaining to cultural

resources set forth in the appropriate portion of Appendix A of this
Decision.

We therefore conclude that the Sunrise Cegeneration-and-Poewer-Project will not
create any significant direct, indirect, or cumulative adverse impacts to cultural

resources.

CONDITIONS OF CERTIFICATION

CUL-1 Prior to the start of project-related construction activities (defined as any
construction-related vegetation clearance; ground disturbance and preparation or
site excavation activities), the project owner shall provide the California Energy
Commission (Commission) Compliance Project Manager (CPM) with the name
and statement of qualifications for its designated cultural resource specialist and |
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alternate cultural resource specialist, if an alternate is proposed, who will be |
responsible for implementation of all cultural resources Conditions of
Certification.

Protocol: The statement of qualifications for the designated cultural
resource specialist and alternate shall include all information needed to |
demonstrate that the specialist meets the minimum qualifications set forth
below, including the following:

a. A graduate degree in anthropology, archaeology, California history,
cultural resource management, or a comparable field;

b. At least three years of archaeological resource mitigation and field
experience in California; and

C. At least one year s experience in each of the following areas:

d. Leading archaeological resource field surveys;

e. Leading site and artifact mapping, recording, and recovery
operations;

f. Marshalling and use of equipment necessary for cultural resource

recovery and testing;

g. Preparing recovered materials for analysis and identification;

h. Determining the need for appropriate sampling and/or testing in the
field and in the lab;

i. Directing the analyses of mapped and recovered artifacts;

J- Completing the identification and inventory of recovered cultural
resource materials; and

K. Preparing appropriate reports to be filed with the receiving curation
repository, the State Office of Historic Preservation (SHPO), and all
appropriate regional archaeological information center(s).

The statement of qualifications for the designated cultural resource specialist
shall include:

a. A list of specific projects the specialist has previously worked on;
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b. The role and responsibilities of the specialist for each project listed;
and

C. The names and phone numbers of contacts familiar with the
specialist s work on these referenced projects.

If the designated specialist does not intend to personally supervise all surveys,
studies, monitoring, or excavations, the principal shall designate the name and
qualifications of a comparably qualified alternate cultural resource specialist. The
specialist shall also provide the name and qualifications of any potential
consultants such as historian or architectural historian who may participate.

Verification: At least ninety (90) days prior to the start of project
construction, the project owner shall submit the name and statement of
qualifications of its designated cultural resource specialist and alternate resource
specialist to the CPM for review and written approval.

At least ten (10) days but-no-mere-than-thirty {30)-days-prior to the start of

construction, the project owner shall confirm in writing to the CPM that the
approved designated cultural resource specialist will be available at the start of
construction and is prepared to implement the cultural resource Conditions of
Certification.

At least ten (10) days prior to the termination or release of a designated cultural
resource specialist, the project owner shall obtain CPM approval of the
replacement specialist by submitting to the CPM the name and resume of the
proposed new designated cultural resource specialist.

CUL-2 Prior to the start of project-related ground disturbance, the project
owner shall provide the Designated Cultural Resource Specialist (DCRS) and the
CPM with maps and drawings showing the footprint of the power plant and all
linear facilities. Maps provided will include the USGS 7.5 minute topographic
quadrangle map and a map at an appropriate scale (e.q., 1:2000 or 1 =200 ) for
plotting individual artifacts. |f the DCRS requests enlargements or strip maps for
linear facility routes, the project owner shall provide them. In addition, the project
owner shall provide a set of these maps to the CPM at the same time that they
are provided to the specialist. If the footprint of the power plant or linear facilities
changes, the project owner shall provide maps and drawings reflecting these
changes, to the cultural resources specialist and the CPM. Maps shall show the
location of all areas where surface disturbance may be associated with project-
related access roads, and any other project components. Priorto-the-start-of
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Verification: At least 75 days prior to the start of project-related ground
disturbance on the project, the project owner shall provide the DCRS and the
CPM with the maps and drawings. Copies of maps or drawings reflecting
changes to the footprint of the power plant and/or linear facilities shall be
submitted to the cultural resources specialist and the CPM within five days of the

hanges Ihe—de&gﬂaied—eu#wal—ms%%ee—speerahst—may—mqﬂesi—and%e

CUL-3 Prior to the start of project construction, the designated cultural
resources specialist shall prepare, and the project owner shall submit to the CPM
for review and written approval, a Cultural Resources Monitoring and Mitigation
Plan (CRMMP), identifying general and specific measures to minimize potential
impacts to sensitive cultural resources.

Protocol: The Cultural Resources Monitoring and Mitigation Plan shall
include, but not be limited to, the following elements and measures:

a. A proposed research design that includes a discussion of questions
that may be answered by the mapping, data and artifact recovery
conducted during monitoring and mitigation activities, and by the
post-construction analysis of recovered data and materials.
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A discussion of the implementation sequence and the estimated
time frames needed to accomplish all project-related tasks during
the pre-construction, construction, and post-construction analysis
phases of the project.

Identification of the person(s) expected to perform each of the
tasks; a description of each team member s qualifications and their
responsibilities; and the reporting relationships between project
construction management and the mitigation and monitoring team.

A discussion of the need for Native American observers or
monitors, the procedures to be used to select them, the areas or
post-mile sections where they will be needed, and their role and
responsibilities.

A discussion of measures such as flagging or fencing, to prohibit or
otherwise restrict access to sensitive resource areas that are to be
avoided during construction and/or operation, and identification of
areas where these measures are to be implemented. The
discussion shall address how these measures will be implemented
prior to the start of construction and how long they will be needed to
protect the resources from project-related effects.

A discussion of where monitoring of project construction activities is
deemed necessary by the designated cultural resource specialist.
The specialist will determine the size or extent of the areas where
monitoring is to occur and will establish the percentage of the time
that the monitor(s) will be present.

A discussion of the requirement that all cultural resources
encountered will be recorded and mapped (may include photos)
and all significant or diagnostic resources will be collected for
analysis and eventual curation into a retrievable storage collection
in a public repository or museum that meets the standards and
requirements for the curation of cultural resources set forth at Title
36 of the Federal Code of Regulations, Part 79.

A discussion of the availability and the designated specialist s
access to equipment and supplies necessary for site mapping,
photographing, and recovering any cultural resource materials
encountered during construction.

Identification of the public institution that has agreed to receive any
data and cultural resources recovered during project-related
monitoring and mitigation work. Discussion of any requirements,
specifications, or funding needed for the materials to be delivered
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for curation and how they will be met. Also include the name and
phone number of the contact person at the institution.

Verification: At least sixty (60) days prior to the start of construction on the
project, the project owner shall provide the Cultural Resources Monitoring and
Mitigation Plan, prepared by the designated cultural resource specialist, to the
CPM for review and written approval.

CUL-4 Prior to the start of project construction, the designated cultural
resources specialist shall prepare an employee training program. The project
owner shall submit the cultural resources training program to the CPM for review
and written approval.

Protocol: The training program shall discuss the potential to
encounter cultural resources in the field, the sensitivity and importance of
these resources, and the legal obligations to preserve and protect such
resources.

The training program shall also include the set of resource reporting procedures
and work curtailment procedures that workers are to follow if previously unknown
cultural resources are encountered during project activities. The training
program shall be presented by the designated cultural resource specialist or
qualified individual(s) approved by the CPM and may be combined with other
training programs prepared for biological resources, paleontologic resources,
hazardous materials, or any other areas of interest or concern.

Verification: At least sixty (60) days prior to the start of construction on the
project, the project owner shall submit to the CPM for review and written
approval, the proposed employee training program, the set of reporting
procedures, and the work curtailment procedures that the workers are to follow if
previously unknown cultural resources are encountered during construction. The
project owner shall provide the name and resume of the individual(s) performing
the training.

CUL-5 Prior to the start of construction and throughout the project construction
period as needed for all new employees, the project owner shall ensure that the
designated cultural resource trainer(s) provide(s) the CPM-approved cultural
resources training to all project managers, construction supervisors, and workers.
The project owner shall ensure that the designated trainer provides the workers
with the CPM-approved set of procedures for reporting any sensitive resources
that may be discovered during project-related ground disturbance and the work
curtailment procedures that the workers are to follow if previously unknown
cultural resources are encountered during construction.

Verification:  Within seven (7) days after the start of construction the project
owner shall provide the CPM with documentation that the designated cultural
resources trainer(s) has/have provided to all project managers, construction
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supervisors, and workers hired before the start of construction the CPM-
approved cultural resources training and the set of reporting and work curtailment
procedures.

In each Monthly Compliance Report after the start of construction the project
owner shall provide the CPM with documentation that the designated cultural
resource trainer(s) has/have provided to all project managers hired in the month
to which the report applies, the CPM-approved cultural resources training and the
set of resource reporting and work curtailment procedures.

CUL-6 The designated cultural resource specialist or the specialist s delegated
monitor(s), shall have the authority to halt or redirect construction if previously
unknown cultural resource sites or materials are encountered during project-
related grading, augering, excavation and/or trenching.

If such resources are found and the specialist determines that they are not
significant, the specialist may allow construction to resume. The project owner
shall notify the CPM of the find as set forth in the Verification.

If such resources are found and the specialist determines that they are or may be
significant, the halting or redirection of construction shall remain in effect until:

» The designated cultural resources specialist has notified the CPM of
the find and the work stoppage;

» The specialist, the project owner, and the CPM have conferred and
determined what, if any, data recovery or other mitigation is needed;
and

* Any necessary data recovery and mitigation has been completed.

The designated cultural resources specialist, the project owner, and the CPM
shall confer within five working days of the notification of the CPM to determine
what, if any, data recovery or other mitigation is needed.

If data recovery or other mitigation measures are required, the designated
cultural resource specialist and team members shall monitor construction
activities and implement data recovery and mitigation measures, as needed.

All required data recovery and mitigation shall be completed expeditiously unless
all parties agree to additional time.

Verification: Thirty (30) days prior to the start of construction, the project
owner shall provide the CPM with a letter confirming that the designated cultural
resources specialist and delegated monitor(s) have the authority to halt
construction activities in the vicinity of a cultural resource find.

For any cultural resource encountered that the specialist determines is or may be
significant, the project owner shall notify the CPM as soon as possible.
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For any cultural resource encountered that the specialist determines is not
significant, the project owner shall notify the CPM within 72 hours after the find.

CUL-7 Prior to the start of construction and each week throughout project
construction (the period involving any ground disturbing activities, including
landscaping), the project owner shall provide the designated cultural resource
specialist with a current schedule of anticipated project activity for the next two
months and a map indicating the area(s) where the construction activities will
occur. The designated cultural resources specialist shall consult daily with the
project superintendent or construction field manager to confirm the area(s) to be
worked on the next day(s).

Verification: Ten (10) days prior to the start of construction involving ground
disturbing activities and in each Monthly Compliance Report the project owner
shall provide the CPM with copies of the schedules and maps provided to the
designated cultural resource specialist.

CUL-8 Throughout the pre-construction reconnaissance surveys and the
construction monitoring and mitigation phases of the project, the designated
cultural resources specialist or delegated monitor(s) shall keep a daily log of any
resource finds and the progress or status of the resource monitoring, mitigation,
preparation, identification, and analytical work being conducted for the project.
The daily logs shall indicate by tenths of a post mile, where and when monitoring
has taken place, where monitoring has been deemed unnecessary, and where
cultural resources were found.

The designated specialist shall prepare a weekly summary of the daily logs on
the progress or status of cultural resource-related activities.

The designated resource specialist and delegated monitor(s) may informally
discuss the cultural resource monitoring and mitigation activities with
Commission technical staff.

Verification: Throughout the project construction period, the project owner
shall ensure that the daily log(s) and the weekly summary reports prepared by
the designated cultural resource specialist and delegated monitor(s) are available
for periodic audit by the CPM. Upon request by the CPM, the project owner shall
provide specified weekly summary reports to the CPM.

CUL-9 The designated cultural resource specialist or delegated monitor(s)
shall be present at times the specialist deems appropriate to monitor
construction-related grading, excavation, trenching, and/or augering in the vicinity
of previously recorded archaeological sites and in areas where cultural resources
have been identified.

Protocol: If the designated cultural resource specialist determines that
full-time monitoring is not necessary in certain portions of the project area
or along portions of the linear facility routes, the designated specialist shall
notify the project owner of the changes. The designated cultural resource
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specialist shall use milepost markers and boundary stakes placed by the
project owner to identify areas where monitoring is being reduced or is no
longer deemed necessary.

Verification: Throughout the project construction period the project owner shall
include in the Monthly Compliance Reports to the CPM copies of the weekly
summary reports prepared by the designated cultural resource specialist
regarding project-related cultural resource monitoring.

CUL-10  The project owner shall ensure that the designated cultural resource
specialist obtains and maintains a current BLM Archaeological Resource Use
Permit to gain access to lands managed by the USBLM or other federal
agencies, to conduct any surveys, monitoring, data and/or artifact recovery
activities on these lands. This use permit is to be obtained from the area office of
the BLM in Bakersfield, California, no less than ten (10) days prior to the start of
cultural resource activities governed by the permit.

Verification:  The project owner shall provide the CPM and the designated
BLM representative(s) with a copy of the BLM archaeological resource use
permit received by the designated cultural resource specialist, in the next
Monthly Compliance Report following its receipt or renewal.

CUL-11 The project owner shall ensure that the designated cultural resource
specialist meets the professional qualifications specified by the BLM; that the
Cultural Resources Monitoring and Mitigation Plan prepared per Energy
Commission Condition CUL-5, also reflects BLM requirements for a
Archaeological Resource Treatment Plan; and that all surveys, monitoring, and
data and/or artifact recovery activities implemented during the construction and
operation of the Sunrise project, meet the requirements of the BLM and the
Energy Commission.

Verification: The project owner shall concurrently provide the designated
BLM representative(s) with copies of all information submitted to the CPM in
response to Energy Commission conditions of certification. The project owner
shall provide the CPM with current copies of BLM permit conditions and
requirements; the criteria and requirements for the designation of a cultural
resource specialist; the contents of its Archaeological Resource Treatment Plan;
and any other requirements pertinent to the protection of cultural resources
potentially affected by the Sunrise project. In each Monthly Compliance Report,
the project owner shall provide the CPM with a summary outlining the measures
it has taken to ensure that it has met both BLM and Energy Commission
requirements.

CUL-12  The project owner shall ensure that the designated cultural resource
specialist performs the recovery, preparation for analysis, analysis, preparation
for curation, and delivery for curation of all cultural resource materials
encountered and collected during pre-construction surveys and during the

234



monitoring, data recovery, mapping, and mitigation activities related to the
project.

Verification:  The project owner shall maintain in its compliance files, copies
of signed contracts or agreements with the museum(s), university(ies), or other
appropriate research specialists which will ensure the necessary recovery,
preparation for analysis, and analysis of cultural resource materials collected
during data recovery and mitigation for the project. The project owner shall
maintain these files for the life of the project and the files shall be kept available
for periodic audit by the CPM. Information as to the specific location of sensitive
cultural resource site shall be kept confidential and accessible only to qualified
cultural resource specialists.

CUL-13  Following completion of data recovery and site mitigation work the
project owner shall ensure that the designated cultural resources specialist
prepares a proposed scope of work for the Cultural Resources Report. The
project owner shall submit the proposed scope of work to the CPM for review and
written approval.

Protocol: The proposed scope of work shall include (but not be limited
to):

a. A discussion of any analysis to be conducted on recovered cultural
resource materials;

b. discussion of possible results and findings;

C. proposed research questions which may be answered or raised by
analysis of the data recovered from the project; and

d. An estimate of the time needed to complete the analysis of
recovered cultural resource materials and prepare the Cultural
Resources Report.

Verification: The project owner shall ensure that the designated cultural
resources specialist prepares the proposed scope of work within ninety (90) days
following completion of the data recovery and site mitigation work. Within seven
(7) days after completion of the proposed scope of work, the project owner shall
submit it to the CPM for review and written approval.

CUL-14  The project owner shall ensure that the designated cultural resources
specialist prepares a Cultural Resources Report. The project owner shall submit
the report to the CPM for review and written approval.

Protocol: The Cultural Resources Report shall include (but not be
limited to) the following:
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a. For all projects:

* A description of pre-project literature search, surveys, and any
testing activities;

* Maps of showing areas surveyed or tested;

» Adescription of any monitoring activities;

* Maps of any areas monitored; and

» Conclusions and recommendations.

b. For projects in which cultural resources were encountered, include
the items specified under a and also provide:

» Site and isolate records and maps;

» A description of testing for, and determinations of, significance and
potential eligibility; and

* A discussion of the research questions answered or raised by the
data from the project.

C. For projects regarding which cultural resources were recovered,
include the items specified under a and b and also provide:

» Descriptions (including drawings and/or photos) of recovered
cultural materials;

 Results and findings of any special analyses conducted on
recovered cultural resource materials;

* Aninventory list of recovered cultural resource materials; and

 Name and location of the public repository receiving the recovered
cultural resources for curation.

Verification: The project owner shall ensure that the designated cultural
resources specialists completes the Cultural Resources Report within ninety (90)
days following completion of the analysis of the recovered cultural materials.
Within seven (7) days after completion of the report, the project owner shall
submit the Cultural Resources Report to the CPM for review and written
approval.

CUL-15 The project owner shall submit an original, an original-quality copy, or a
computer disc copy of the CPM-approved Cultural Resource Report to the public
repository to receive the recovered data and materials for curation, to the SHPO,
and to the appropriate regional archaeological information center(s). If the report
is submitted to any of these entities on a computer disc, the disc files must meet
SHPO requirements for format and content.

Protocol: The copies of the Cultural Resource Report to be sent to the
curating repository, the SHPO, and the regional information center(s) shall
include the following (based on the applicable scenario (a, b, or c) set forth
in the previous condition):
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a. Originals or original-quality copies of all text;

b. Originals of any topographic maps showing site and resource
locations;
C. Originals or original-quality copies of drawings of significant or

diagnostic cultural resource materials found during pre-construction
surveys or during project-related monitoring, data recovery, or
mitigation; and

d. photographs of the site(s) and the various cultural resource
materials recovered during project monitoring and mitigation and
subjected to post-recovery analysis and evaluation. The project
owner shall provide the curating repository with a set of negatives
for all of the photographs.

Verification: Within thirty (30) days after receiving approval of the Cultural
Resources Report, the project owner shall provide to the CPM documentation
that the report has been sent to the public repository receiving the recovered
data and materials for curation, the SHPO, and the appropriate archaeological
information center(s).

For the life of the project the project owner shall maintain in its compliance files
copies of all documentation related to the filing of the CPM-approved Cultural
Resources Report with the public repository receiving the recovered data and
materials for curation, the SHPO, and the appropriate archaeological information
center(s).

CUL-16  Following the filing of the CPM-approved Cultural Resource Report
with the appropriate entities, the project owner shall ensure that all cultural
resource materials, maps and data collected during data recovery and mitigation
for the project are delivered to a public repository that meets the US Secretary of
Interior requirements for the curation of cultural resources. The project owner
shall pay any fees for curation required by the repository.

Verification: The project owner shall ensure that all recovered cultural
resource materials are delivered for curation within thirty (30) days after providing
the CPM-approved Cultural Resource Report to the public repository receiving
the recovered data and materials, to the SHPO, and to the appropriate
archaeological information center(s).

For the life of the project the project owner shall maintain in its project history or
compliance files, copies of signed contracts or agreements with the public
repository to which the project owner has delivered for curation all cultural
resource materials collected during data recovery and mitigation for the project.
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CUL-17 Prior to final design, during the spotting of potential locations for the
electric transmission poles along Route B, between MP 5 and MP 6, and from
MP19 to MP 25, the project owner shall do the following:

1.

Spot the pole locations and design the transmission line, in the area
between MP 5 and MP 6, to span sensitive cultural resource site areas or
design the system to enter the existing Midway-Sunset facility without the
installation of transmission line poles.

In the areas between MP 5 to MP 6 and MP 19 to MP 25: if it is not
possible to span potential cultural resource sites, the cultural resource
specialist will survey each area where the ground may be disturbed by
transmission pole construction. The survey will determine whether the site
represents potentially significant cultural resources, with intact
stratigraphy, or dispersed scatters not regarded as scientifically significant.

To determine the presence or absence of cultural resources, the cultural
resources specialist will conduct a detailed surface examination of an area
100 feet in diameter around the pole site. If cultural materials are
determined to be present, the designated cultural resource specialist will
conduct an excavation at the center of the pole site. The preferred means
of excavation will include a hand excavation 1-meter by 1-meter using
archaeological methods and techniques. However, if deemed appropriate
by the cultural resource specialist, the excavation may be conducted using
auger or backhoe.

If sensitive cultural resources are located in situ, the pole site shall be
moved to a new location where there are no sensitive cultural resources
present. If it is not possible to move the pole site, the designated cultural
resources specialist will apply the mitigation measures outlined previously
in these conditions.

At the discretion of the designated cultural resource specialist, in areas
where human remains may be unearthed, a representative of the Native
American Community shall be requested to be on site during excavations
and earth disturbing activities.

Verification:  The project owners shall include information about the activities
related to this condition in the summary of the designated cultural resource
specialist s daily log submitted to the CPM.
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C. GEOLOGICAL AND PALEONTOLOGICAL RESOURCES

This section addresses the project s potential impacts on geological hazards,
geological and paleontological resources, and surface water hydrology.
Paleontological resources include the fossilized remains or trace evidence of
prehistoric plants or animals, which are preserved in soil or rock. These fossils
are scientifically important because they help document the evolution of

particular groups of organisms and the environment in which they lived.

The purpose of the geological and paleontological analysis is to verify that the
applicable laws, ordinances, regulations, and standards (LORS) have been
identified and that the project can be designed and constructed in accordance
with all applicable LORS, and in a manner that protects environmental quality
and assures public health and safety.

SUMMARY AND DiscussioN oF THE EVIDENCE

Sunrise is located in the Midway-Sunset Oil Field, in western Kern County.
Geology at the site is made up of alluvial sands and silts. The electric
transmission line corridors B and F cross alluvium, the Tulare Formation, the
Etchegoin Formation, the Santa Margarita Formation, the Belridge Diatomite, the
Monterey Shale and the McLure Shale. The proposed gas pipeline and the

relocation of the two West Kern Water District (WKWD) lines cross relatively

young quaternary alluvium that is not known to contain significant paleontological
resources. (Ex. 108, p. 101; Ex. 107, Section 8.16; Ex. 118) The soil overlying
most of the power plant footprint area has been disturbed. The site slope

gradient is very shallow, so the potential for slope stability problems is remote.
Groundwater at the site is in excess of 300 feet below existing grade. (Ex. 22,
Ex. 23, p. 167.)
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No active faults are known to cross the proposed power plant footprint, the

proposed gas pipeline, or the area of relocation of the two WKWD lines (Ex. 22,

Testimony of Thomas F. Cudzillo'®; Ex. 108, p. 101). The project is located

within seismic zone 4.'" The San Andreas Fault Zone is located approximately
7.2 miles southwest of the proposed site. The potential for surface ground
rupture at the power plant location is negligible since there are no known faults at
the site. Applicant has indicated that there are three fault traces that either cross
or intersect the electric transmission line corridor designated B, however, the
fault traces are not active. Applicant s evidence revealed that the project site
poses a low risk of liquefaction and that any risks of hydrocompaction will be
minimized at the plant site because no large volumes of water will be released at
or near the site. In addition, the power plant, while proposed for location in an
active oil field, will not interfere with the recovery of oil and gas resources. (Ex.
22,'% Ex. 23, p. 284.)

Applicant s studies of the paleontological resources of the project area revealed
sensitive rock units that have yielded the fossilized remains of late Cenozoic
marine and continental invertebrate and vertebrate species at sites in or very
near the project area. Direct impacts to these resources could result from
grading, trenching, auguring and other earth-moving activities that disturb
fossiliferous rock, making it unavailable for future scientific investigation. The
loss of fossil remains, unrecorded fossil sites and fossil-bearing rock is a
potentially significant long-term environmental impact. However, staff
determined that no paleontological resources have been identified at the power

plant site, —er—along the transmission line corridor,_along the proposed gas

pipeline, or within the area of the relocation of the two WKWD lines. (10/12/99
RT 118; Ex. 108, p. 101.)

19 Testimony - Geologic Resources and Hazards submitted by Thomas F. Cudzillo

17 As delineated on Figure 16-2 of the 1998 edition of the California Building Code.
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Significant indirect impacts could result if easier access to fresh exposures of
fossiliferous rock leads to unauthorized collection by construction personnel, rock
hounds, and other collectors. Cumulative impacts could occur if the construction
of the Sunrise Project, in combination with the construction of other planned-for
power plant projects in the area, leads to a progressive loss of fossil-bearing
rock. (Ex. 22'%) Staff determined that impacts to surface water hydrology will be
limited to a minor, insignificant increase in surface water drainage off-site. (Ex.
23, p. 285.))

Applicant and the Commission staff addressed these potential impacts by
agreeing to a comprehensive set of mitigation measures contained in the Staff s
revised Conditions of Certification. (10/12/99 RT 86, 117, 118; Ex. 23, pp. 286-
292.) The evidence of record is undisputed that with these Conditions of
Certification the project will avoid or mitigate any potential significant impacts to
geological and paleontological resources. (10/12/99 RT 123; Ex. 109"% Ex
109""": Ex. 108, p. 101.)

FINDINGS AND CONCLUSIONS

Based upon the uncontroverted evidence of record, we find and conclude as
follows:

1. Geological and paleontological resources exit in the project area.

2. Construction and ground disturbance activities associated with the
construction of the Sunrise Ceogeneration—and-Power Project can
potentially impose direct, indirect, and cumulative impacts to
paleontological resources.

3. The Sunrise Cogeneration—and-Power Project will have no significant
adverse impact on geological resources.

108 Testimony - Geologic Resources and Hazards submitted by Thomas F. Cudzilo, Ph.D.

109 Testimony - Paleontological Resources by E. Bruce Lander, Ph.D.
10 Testimony — Paleontological Resources by E. Bruce Lander, Ph. D.
" Testimony — Geologic Resources and Hazards by Thomas FCudzillo
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4. The Sunrise Cogeneration-and-Power Project will have no significant |
adverse impact on surface hydrology.

5. Mitigation measures required by the Conditions of Certification will assure
that the activities associated with the Sunrise Cogeneration—and-Power |
Project will cause no direct, indirect, or cumulative adverse impacts to
paleontological resources.

6. Implementation of the Conditions of Certification will ensure that the
project is constructed and operated in compliance with applicable laws,
ordinances, regulations, and standards identified in the appropriate portion
of Appendix A of this Decision.

We therefore conclude that the project will not cause any significant adverse
direct, indirect, or cumulative impacts to geological or paleontological resources.

CONDITIONS OF CERTIFICATION

GEO-1 Prior to the start of construction, the project owner shall assign to the
project an engineering geologist(s), certified by the State of California, to carry
out the duties required by the 1998 edition of the California Building Code (CBC)
Appendix Chapter 33, Section 3309.4. The certified engineering geologist(s)
assigned must be approved by the CPM (the functions of the engineering
geologist can be performed by the responsible geotechnical engineer, if that
person has the appropriate California license).

Verification: At least 30 days (or a lesser number of days mutually agreed to |
by the project owner and the Kern County Chief Building Official (CBO) prior to
the start of construction, the project owner shall submit to the CPM the name(s)
and license number(s) of the certified engineering geologist(s) assigned to the
project. The submittal should include a statement that CPM approval is needed.
The CPM will approve or disapprove of the engineering geologist(s) and will
notify the project owner of its findings within 15 days of receipt of the submittal. If
the engineering geologist(s) is subsequently replaced, the project owner shall
submit for approval the name(s) and license number(s) of the newly assigned
individual(s) to the CPM. The CPM will approve or disapprove of the engineering
geologist(s) and will notify the project owner of the findings within 15 days of
receipt of the notice of personnel change.
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GEO-2 The assigned engineering geologist(s) shall carry out the duties
required by the 1998 CBC, Appendix Chapter 33, Section 3309.4 — Engineered
Grading Requirement, and Section 3318.1 - Final Reports. Those duties are:

1. Prepare the Engineering Geology Report. This report shall accompany
the Plans and Specifications when applying to the CBO for the grading
permit. The report and project Plans and Specifications shall also be
submitted to the Energy Commission s CPM at the same time that the
report submittal is made to the CBO.

2. Monitor geologic conditions during construction.
3. Prepare the Final Engineering Geology Report.

The Engineering Geology Report required by the 1998 CBC, Appendix Chapter
33, Section 3309.3 - Grading Designation, shall include an adequate description
of the geology of the site, conclusions and recommendations regarding the effect
of geologic conditions on the proposed development, and an opinion on the
adequacy, for the intended use, of the site as affected by geologic factors.

The Final Engineering Geology Report to be completed after completion of
grading, as required by the 1998 CBC, Appendix Chapter 33, Section 3318.1,
shall contain a final description of the geology of the site and any new information
disclosed during grading, and a description of the effect of same on
recommendations incorporated in the approved grading plan. The engineering
geologist shall submit a statement that, to the best of his or her knowledge, the
work within their area of responsibility is in accordance with the approved
Engineering Geology Report and applicable provisions of this chapter.

Verification: (1) Within 15 days after submittal of the application(s) for
grading permit(s) to the CBO, the project owner shall submit a signed statement
to the CPM stating that the Engineering Geology Report has been submitted to
the CBO as a supplement to the plans and specifications and that the
recommendations contained in the report are incorporated into the plans and
specifications. (2) Within 90 days following completion of the final grading, the
project owner shall submit copies of the Final Engineering Geology Report
required by the 1998 CBC, Appendix Chapter 33, Section 3318 - Completion of
Work, to the CPM and the CBO.

GEO-3  The project owner shall submit a linear facility (transmission lines and
utility lines) development plan, addressing any actions to be undertaken by the
project owner to ensure no hazard or problems will be created with the existing
wells in the construction site and laydown areas, to the Department of
Conservation, Division of Oil and Gas, and Geothermal Resources (DOGGR) for
review and comment. The linear facility development plan shall include a
discussion of how a minimum setback from existing oil wells is to be maintained.
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Verification: At least thirtysixty (6630) days prior to the start of construction,
the project owner shall submit to the CPM a copy of DOGGR s letter commenting
on the linear facility development plan. Within fifteen days (15) days of the
receipt of the development plan and the DOGGR comment letter on the plan, the
CPM will either approve or comment and deny the plan, and transmit the
approval or denial letter to the project owner.

PAL-1  Prior to the start of any project-related construction activities (defined
as any construction-related vegetation clearance, ground disturbance and
preparation, and site excavation activities), the project owner shall ensure that
the designated paleontological resources specialist approved by the CPM is
available for field activities and prepared to implement the conditions of
certification.

The designated paleontological resources specialist shall be responsible for
implementing all the paleontological Conditions of Certification and for using
qualified personnel to assist in this work.

Protocol: The project owner shall provide the CPM with the name and
statement of qualifications for the designated paleontological resources
specialist.

The statement of qualifications for the designated paleontological
resources specialist shall demonstrate that the specialist meets the
following minimum qualifications: a degree in paleontology or geology or
paleontological resource management; and at least three years of
paleontological resource mitigation and field experience in California,
including at least one year s experience leading paleontological resource
mitigation and field activities.

The statement of qualifications shall include a list of specific projects the
specialist has previously worked on; the role and responsibilities of the
specialist for each project listed; and the names and phone numbers of
contacts familiar with the specialist s work on these referenced projects.

If the CPM determines that the qualifications of the proposed
paleontological resources specialist do not conform with the above
requirements, the project owner shall submit another individual s name
and qualifications for consideration.

If the approved, designated paleontological resources specialist is
replaced prior to completion of project mitigation, the project owner shall
obtain CPM approval of the new designated paleontological resources
specialist by submitting the name and qualifications of the proposed
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replacement to the CPM, at least ten (10) days prior to the termination or
release of the preceding designated paleontological resources specialist.

Should emergency replacement of the designated specialist become
necessary, the project owner shall immediately notify the CPM to discuss
the qualifications of its proposed replacement specialist.

Verification: NinetyThirty-(3090) days prior to the start of construction, or a
lesser period of time mutually agreed to by the project owner and the CPM, the
project owner shall submit the name and resume and the availability for its
designated paleontological resources specialist, to the CPM for review and
approval. The CPM shall provide written approval or disapproval of the proposed
paleontological resources specialist.

At least ten (10) days prior to the termination or release of a designated
paleontological resources specialist, the project owner shall obtain CPM approval
of the replacement specialist by submitting to the CPM the name and resume of
the proposed new designated paleontological resources specialist. Should
emergency replacement of the designated specialist become necessary, the
project owner shall immediately notify the CPM to discuss the qualifications of its
proposed replacement specialist.

PAL-2 Prior to the start of project construction, the designated paleontological
resources specialist shall prepare a Paleontological Resources Monitoring and
Mitigation Plan that identifies general and specific measures to minimize potential
impacts to sensitive paleontological resources, and submit this plan to the CPM
for review and approval. After CPM approval, the project owner s designated
paleontological resources specialist shall be available to implement the
Monitoring and Mitigation Plan, as needed, throughout project construction.

In addition to the project owner s adoption of the guidelines of the Society of
Vertebrate Paleontologists, dated 1996, the Paleontological Resources
Monitoring and Mitigation Plan shall include, but not be limited to, the following
elements and measures:

» A discussion of the sequence of project-related tasks, such as any pre-
construction surveys, fieldwork, flagging or staking; construction
monitoring; mapping and data recovery; fossil preparation and
recovery; identification and inventory; preparation of final reports; and
transmittal of materials for curation;

» lIdentification of the person(s) expected to assist with each of the tasks

in this condition of certification and a discussion of the tasks and their
responsibilities;
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» Where monitoring of project construction activities is deemed
necessary, the extent of the areas where monitoring is to occur and a
schedule for the monitoring;

* An explanation that the designated paleontological resources specialist
shall have the authority to halt or redirect construction in the immediate
vicinity of a vertebrate fossil find until the significance of the find can be
determined;

e A discussion of equipment and supplies necessary for recovery of
fossil materials and any specialized equipment needed to prepare,
remove, load, transport, and analyze large-sized fossils or extensive
fossil deposits;

» Expeditious inventory, preparation, and delivery for curation into a
retrievable storage collection in a public repository or museum, which
meets the Society of Vertebrate Paleontologists standards and
requirements for the curation of paleontological resources; and

» Identification of the institution that has agreed to receive any data and
fossil materials recovered during project-related monitoring and
mitigation work, discussion of any requirements or specifications for
materials delivered for curation and how they will be met, and the
name and phone number of the contact person at the institution.

Verification:  SixtyThirty (6630) days prior to the start of construction on the
project, or a lesser period of time mutually agreed to by the project owner and
CPM, the project owner shall provide the CPM with a copy of the Monitoring and
Mitigation Plan prepared by the designated paleontological resources specialist
for review and approval. If the plan is not approved, the project owner, the
designated paleontological resources specialist, and the CPM shall meet to
discuss comments and negotiate necessary changes.

PAL-3 Prior to the start of construction, and throughout the project
construction period as needed for all new employees, the project owner and the
designated paleontological resources specialist shall prepare and conduct CPM-
approved training to all project managers, construction supervisors, and workers
who operate ground disturbing equipment. The project owner and construction
manager shall provide the workers with the CPM-approved set of procedures for
reporting any sensitive paleontological resources or deposits that may be
discovered during project-related ground disturbance.

Protocol: The paleontological training program shall discuss the
potential to encounter fossil resources in the field, the sensitivity and
importance of these resources, and the legal obligations to preserve and
protect such resources.
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The training shall also include the set of reporting procedures that workers
are to follow if paleontological resources are encountered during project
activities. The training program shall be presented by the designated
paleontological resources specialist and may be combined with other
training programs prepared for cultural and biological resources,
hazardous materials, or any other areas of interest or concern.

Verification: Thirty (30) days prior to the start of project construction, or a
lesser period of time mutually agreed to by the project owner and the CPM, the
project owner shall submit to the CPM for review, comment, and written approval,
the proposed employee training program and the set of reporting procedures the
workers are to follow if paleontological resources are encountered during project
construction.

If the employee training program and set of procedures are not approved, the
project owner, the designated paleontological resources specialist, and the CPM
shall meet to discuss comments and negotiate necessary changes, before the
beginning of construction.

Documentation for training of additional new employees shall be provided in
subsequent Monthly Compliance Reports, as appropriate.

PAL-4 The designated paleontological resources specialist shall be present
at all times he or she deems appropriate to monitor construction-related grading,
excavation, trenching, and/or augering in areas where potentially fossil-bearing
sediments have been identified. If the designated paleontological resources
specialist determines that full-time monitoring is not necessary in certain portions
of the project area or along portions of the linear facility routes, the designated
specialist shall notify the project owner.

Verification: The project owner shall include in the Monthly Compliance
Reports a summary of paleontological activities conducted by the designated
paleontological resources specialist.

PAL-5 The project owner, through the designated paleontological resources
specialist, shall ensure recovery, preparation for analysis, analysis, identification
and inventory, the preparation for curation, and the delivery for curation of all
significant paleontological resource materials encountered and collected during
the monitoring, data recovery, mapping, and mitigation activities related to the
project.

Verification: The project owner shall maintain in its compliance files copies
of signed contracts or agreements with the designated paleontological resources
specialist and other qualified research specialists who will ensure the necessary
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data and fossil recovery, mapping, preparation for analysis, analysis,
identification and inventory, and preparation for and delivery of all significant
paleontological resource materials collected during data recovery and mitigation
for the project. The project owner shall maintain these files for a period of three
years after completion and approval of the CPM-approved Paleontological
Resources Report and shall keep these files available for periodic audit by the
CPM.

PAL-6 The project owner shall ensure preparation of a Paleontological
Resources Report by the designated paleontological resources specialist. The
Paleontological Resources Report shall be completed following completion of the
analysis of the recovered fossil materials and related information. The project
owner shall submit the paleontological report to the CPM for approval.

Protocol: The report shall include, but not be limited to, a description
and inventory list of recovered fossil materials; a map showing the location
of paleontological resources encountered; determinations of sensitivity
and significance; and a statement by the paleontological resources
specialist that project impacts to paleontological resources have been
mitigated.

Verification: The project owner shall submit a copy of the Paleontological
Resources Report to the CPM for review and approval under a cover letter
stating that it is a confidential document. The report is to be prepared by the
designated paleontological resources specialist within 90 days following
completion of the analysis of the recovered fossil materials.

PAL-7 The project owner shall include in the facility closure plan a
description regarding facility closure activity s potential to impact paleontological
resources. The conditions for closure will be determined when a facility closure
plan is submitted to the CPM twelve months prior to closure of the facility. If no
activities are proposed that would potentially impact paleontological resources,
then no mitigation measures for paleontological resource management are
required in the facility closure plan.

Protocol: The closure requirements for paleontological resources are

to be based upon the Paleontological Resources Report and the proposed
grading activities for facility closure.

Verification: The project owner shall include a description of closure
activities described above in the facility closure plan.
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D. SOIL AND WATER RESOURCES

This portion of the Decision concentrates on the project s potential to induce
erosion and sedimentation, adversely affect surface and groundwater supplies,
degrade surface and groundwater quality, and increase the potential for
flooding.""?

SUMMARY AND DiscussioN oF THE EVIDENCE

1. Soils

The Sunrise Cegeneration-and-Power Project site is located on a broad alluvial
terrace sloping to the east. One small ephemeral drainage is present to the
immediate north of the site. The majority of the soils present at the Sunrise
project site consist of Guijarral gravely sandy loam with the small remaining
portion belonging to the Wellport-Elkhills Association. The Guijarral gravely
sandy loam is a very deep, very well drained soil. If undisturbed, this soil has a
slight susceptibility to water erosion and a moderate susceptibility to wind
erosion. The Wellport-Elkhills Association is also a well-drained soil but is found
on steeper slopes than the Guijarral soil and is significantly shallower. If
undisturbed, this soil has a moderate susceptibility to both water and wind
erosion. (Ex. 89, p. 2.) Staff withess Joe O Hagan noted that the soil at the plant
site, being a loam soil, would be high in silt content; he estimated up to 70
percent silt. He testified that soils more distant from the site would have lower
levels of silt. (1/13/00 RT 297-298.)

The soil found along the alternative transmission line routes are alluvial fan
deposits, valley fill, lake sediments, or stream terraces formed on alluvial fans.
Most soils are generally deep and well drained except for portions of the

transmission line route, which cross steeper slopes where soils are generally
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shallow in depth. If undisturbed, the susceptibility of these soils to wind and
water erosion ranges from slight to severe, depending upon the slope. (Ex. 89,

pp. 2-3.)

The construction of the facility will disturb approximately 65 acres, of which 26
acres consist of soils at the Sunrise project site and laydown area. The
remaining acres will primarily be disturbed during installation of structures
associated with installation of the transmission line, access road improvements,
and the switchyard. Additional soil disturbance will be caused by installation of

abeve-underground piping for natural gas, project water recycling pipeline, and

relocation of two WKWD water supply linessteam,—and-the-heatrecovery-steam

Applicant and staff agreed to a series of mitigation measures, which include the
creation of a detailed Erosion Control Plan prior to beginning construction. This
plan will include measures for surface soil protection during construction such as
the use of mulches, synthetic netting material and the installation of a sediment
detention basin on the downgrade edge of the project site. Also prior to clearing
or excavation, the project will develop a Storm Water Pollution Prevention Plan
(SWPPP) as required in Condition of Certification SOIL&WATER-1.

Uncontested evidence in the record established that the project will comply with
all laws, ordinances, regulations and standards in this area. and will not create
any unmitigated direct, indirect or cumulative environmental impacts related to
soils. (Ex. 89, p. 15 as amended by Ex. 92; 1/13/00 RT 307-308; Ex. 108, p 97;
Ex. 109" p. 1.)_Sunrise agrees with the proposed Conditions of Certification
recommended by Staff. (11/7/00 RT 86).

"2 Staff s analysis of this topic area appears in Exhibits 89 and 92.

3 Testimony — Soil Resources submitted by Thomas F. Cudzillo
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2. Water Supply

The design of the Sunrise project dramatically influences its impact on local
water supplies. The project does not require an evaporative cooling tower and

ield-thus minimizing its
consumptive fresh water use and its discharge of wastewater. (10/12/99 RT 40-
41.)

The SCPP will obtain water for domestic, fire fighting and evaporative make-up
uses from the West Kern Water District (WKWD). The source for this water is
from wells located in the Tupman area. The project will connect to potable water
lines used to supply the communities of Taft and McKittrick. \Water demand for

the project is 48.7 gallons per minute (gpm) or slightly more than 46,000 gallons

per day (gpd). (Ex. 108, p. 97; Ex. 114) Assuming the facility operates 16 hours

per day 128 days over the course of the vyear, total water demand is

approximately 18.3 acre-feet per year (afy). (Ex. 108, p. 97). The majority of the

water will serve as makeup water for the combustion turbine evaporative coolers
with the remainder being used for CTG washing. (Ex. 108, p. 97; 107, Sec. 8.14)

WKWD s service to Sunrise will not adversely affect the district s water supply

since the WKWD that demands on district water will decrease in the future as oil
field operations decrease. Demand for district water has decreased generally
over the last 25 years and declined significantly between 1984 and 1999. The
district also has banked water supplies, which it can rely upon during drought
conditions. (Ex. 89, p. 7-8; Ex. 108, p. 97)-} Thus the SCPP will not impact local

fresh water supplies.

The SPP will not use produced water from the oilfield operator. The SPP will

collect water associated with CTG wash, plant drains and evaporative cooler

blowdown in an onsite collection sump that will be pumped to the site boundary.
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The water will be of suitable quality that TCI will receive the water and recycle it

for use in its leased water system. (Ex. 109" p. 2: Ex. 114).

1 Testimony —\Water Resources submitted by David A. Stein
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FINDINGS AND CONCLUSIONS

Based upon the evidence of record, we find and conclude as follows:
1. Soils in the project area are susceptible to wind and water erosion.

2. The Conditions of Certification below will ensure that soil and water
erosion does not create significant adverse environmental impacts.

3. The proposed Sunrise project will obtain water for domestic, fire fighting,
CTG washing and evaporative make-up uses from the West Kern Water
District.

4. Project-related use of water from the West Kern Water District will not

have a significant impact on potable water supplies.

10.5. The Conditions of Certification below will ensure that the Sunrise
Cogeneration—and-Power Project will comply with the applicable laws,
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ordinances, regulations, and standards identified in the appropriate portion
of Appendix A of the Decision.

We therefore conclude that construction and operation of the Sunrise
Cogeneration—and-Power Project will create no significant direct, indirect, or

cumulative adverse impacts to soil or water resources.

CONDITIONS OF CERTIFICATION

SOIL&WATER 1 Prior to beginning any clearing, grading or excavation
activities associated with project construction, the project owner will develop and
implement a Storm Water Pollution Prevention Plan (SWPPP).

Verification: Two weeks prior to the start of construction, the project owner
will submit to the Energy Commission Compliance Project Manager (CPM) a
copy of the Storm Water Pollution Prevention Plan (SWPPP).

SOIL&WATER 2 Prior to the initiation of any earth moving activities, the project
owner shall submit an erosion control and revegetation plan for staff approval.
The final plan shall contain all the elements of the draft plan with changes made
to address the final design of the project.

Verification: The final erosion control and revegetation plan shall be
submitted to the Energy Commission CPM for approval 30 days prior to the
initiation of any earth moving activities.
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E. WASTE MANAGEMENT

The project will generate hazardous and non-hazardous wastes during
construction and operation. This section reviews Applicant s waste management
plans to reduce the risks and environmental impacts associated with the
handling, storing, and disposing of project-related wastes.

Federal and state laws regulate the management of hazardous waste.
Hazardous waste generators must obtain EPA identification numbers, and use
only permitted treatment, storage, and disposal facilities. Registered hazardous
waste transporters must handle the transfer of hazardous waste to disposal

facilities.

SUMMARY AND DiscussioN oF THE EVIDENCE

1. Site Excavation

Excavation activities may expose construction workers to hazardous metals or
organics in the soil. Applicant commissioned a Phase | Environmental Site
Assessment (ESA) to determine whether the site had been contaminated by

industrial uses. (Ex. 1, p. 8.13-1.)

The ESA covered an 80-acre parcel containing the site. About 90 percent of the
property is open, unoccupied rangeland covered with dry grass and scrub
vegetation. Two inactive aboveground storage tanks lie just north of the project
site. Outside the northeast corner of the site is a storage and recycling area
containing debris, such as piping, wire, filters, concrete rubble, empty storage
tanks and recyclable materials, such as scrap metal, wood, paper, plastic, and
tires. Approximately 15 active and inactive oil wells are located on the site. In
the southwest corner of the property are three newly drilled oil wells and
associated sumps. The north central portion of the site has an equipment
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storage and staging area which contains concrete rubble and soil piles, some of
which exhibit oil staining. In addition to the soil piles, stained soil was observed
at a number of locations, including several of the oil production wells and in the
bottom of the main drainage channel that transects the site.

The Phase 1 ESA (see Ex. 1, Appendix G) found that certain features of the site
contain recognized environmental conditions, but are typical of petroleum
production properties. These include sumps used for the containment of drilling
fluid and wastes used during drilling operations and occasional leakage
commonly associated with petroleum pipelines. While three sumps associated
with new wells in the southwest corner of the site were identified, sumps relating
to other wells were no longer evident and residual drilling wastes may still be
present. The ESA further concluded that oil impacted soil will likely be
encountered during earthwork activities relating to facility construction and that
buried pipelines in the area (whose locations are currently unknown) could be
sources of further contamination. The ESA recommended establishing a
contingency plan to provide for (1) testing subsurface soils prior to construction to
locate and quantify contaminated soil and (2) properly managing such soils
encountered during construction. Staff recommended that such a contingency
plan be included within the Waste Management Plan referred to in Condition of
Certification WASTE-3.

Even though Applicant has commissioned a Phase || ESA for the site, a certified
environmental professional should be available to provide guidance during
project construction in the event contaminated soil is encountered. This
professional is provided for in Condition of Certification WASTE-4.

2. Construction

Hazardous wastes that may be generated during construction include waste oil

and grease, paint, spent solvent, welding materials, contaminated soil, and
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cleanup materials from spills of hazardous substances. (Ex. 23, p. 236.) These
materials will be temporarily stored onsite in containers prior to transportation by
a licensed hazardous waste disposal service to a recycling or disposal facility.
(Ex. 1,/8.13.2.1; Ex. 23, p. 236.) Table 8.13-1 of Exhibit 1 lists construction-
related hazardous wastes and the quantity that the Sunrise project expects will
be generated.

The project will generate approximately 40 cubic yards per week of non-
hazardous solid waste during construction, including debris, excess concrete,
lumber, scrap metal, insulation, packaging, paper, wood, glass, plastic, and
empty non-hazardous chemical containers. (Ex. 1,/8.13.2.1.) These wastes will
be segregated for recycling, if practicable; non-recyclable wastes will be placed
in a covered Dumpster for transport to a Class Il or Il landfill."® (/bid.)

3. Operation

Hazardous wastes generated during routine project operation include cleaning
solutions, spent air pollution control catalyst, used lubricating oil, sandblast
media, used cleaning solvents, waste paint and thinner, natural gas filters, lead-
acid batteries, contaminated cleanup materials, and empty chemical containers.
(Ex. 23, p. 237.) Table 8.13-3 of Exhibit 1 lists operation-related hazardous
wastes and the quantity that SCPCP expects will be generated. Materials that
cannot be recycled will be transported to a Class | landfill. -Fhe-spent-airpolution

"9 Non-recyclable, nonhazardous waste, will be disposed of at one of four Class Ill landfills

owned and operated by the Kern County Waste Management Department. Cumulatively, the
landfills have remaining disposal capacities totaling over 18 million cubic yards and estimated
closure dates up to 2076. Staff concluded that the amount of wastes generated during project
construction and operation are insignificant relative to existing disposal capacity, and would not
meaningfully impact landfill operations. (Ex. 23, p. 236.)
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Nonhazardous wastes accumulated during operation would include trash, office
wastes, empty containers, broken or used parts, used packing material, and used
filters. Waste such as paper, cans, and plastic will be recycled to the extent
possible, and the remainder disposed of on a regular basis at a Class Il landfill.
(Ex. 23, p. 236.)

4. Wastewater

During construction, wastewater generated at the construction sites will include
sanitary wastes, and may include stormwater runoff and equipment washwater.
(Ex. 1,/8.13.) Stormwater runoff will be handled appropriately according to the
general industrial permit that will be obtained before construction begins. (/d.)
Sanitary wastes will be collected in portable chemical toilets and transported by
licensed contractors to a wastewater treatment facility. Equipment washwater
will be collected and contained in specially designated areas and will be recycled
where feasible or removed form the site for appropriate treatment and disposal.

During operation, wastewater generated at the construction sites will include
sanitary wastes, combustion turbine washwater, surface water runoff, and
evaporative cooler blowdown. (Ex. 1,/8.13.) Uncontaminated surface water
runoff will drain to drainage ditches and will be directed off site to natural

drainage. Sanitary wastes will be routed to an on-site septic tank and leach field.

5. Potential Impacts on Waste Disposal Facilities

The quantities of nonhazardous materials generated during construction and

operation are insignificant relative to existing landfill disposal capacity. (Ex. 23, p.
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120 41l of

237.) Hazardous waste is accepted at three Class | landfills in California,
which have more than enough capacity to receive the project s hazardous waste

that is not recycled. (/d.)

CommiSSION DISCUSSION

The evidence was uncontroverted that hazardous wastes generated by the
project will be managed in accordance with applicable law. The parties further
agree that, to the extent possible, recyclable hazardous and nonhazardous
wastes would be recycled. Consequently, the amount of waste generated by the
project will have no significant impact on the available disposal facilities and
landfills. The Commission determines that the construction and operation of the
project will not result in any significant adverse impacts if the Sunrise
Cogeneration—and-Power Project implements the Conditions of Certification set
forth below.

FINDINGS AND CONCLUSIONS

Based on the uncontroverted evidence of record, the Commission makes the
following findings and conclusions:

1. The project will generate hazardous and non-hazardous wastes during
construction and operation.

2. Excavation activities may expose construction workers to hazardous
metals or organics in the soil.

3. Under Applicant s waste management plan, the project will recycle
hazardous and nonhazardous wastes to the extent possible and in
compliance with applicable law.

20 Chemical Waste Management s Kettleman Hills Facility (Kings County); Safety-Kleen

Environmental Service s facilities in Buttonwillow (Kern County), and Westmoreland (Imperial
County). These have a total remaining capacity of over 20 million cubic yards, with anticipated
remaining lifetimes of up to 90 years. (Ex. 23, p. 237.)
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4. Hazardous wastes that cannot be recycled, will be transported by
registered hazardous waste transporters to one of the three California
Class | landfills.

5. Nonhazardous wastes that cannot be recycled will be disposed at nearby
Class Il or Class Il landfills.

6. The Sunrise Cegeneration—and—-Power Project, either alone or in
combination with the four other potential power plant projects in the same
area, will not create quantities of hazardous or nonhazardous construction
or operational wastes sufficient to create a significant adverse impact
upon available Class | or Class Il landfills.

7. Applicant s stormwater management plan will control stormwater runoff in
conformance with applicable law.

9.8. Due to the availability of hazardous and nonhazardous waste disposal
facilities, and the relatively inconsequential amount of waste generated by
the project, potential impacts to existing facilities will be insignificant.

406.9. With implementation of the Conditions of Certification listed below, the
project will conform with all applicable laws, ordinances, regulations, and
standards relating to waste management as identified in the pertinent
portions of APPENDIX A of this Decision.

CONDITIONS OF CERTIFICATION

WASTE-1 The project owner shall obtain a hazardous waste generator
identification number from the Cal EPA Department of Toxic Substances Control
prior to generating any hazardous waste.

Verification: The project owner shall keep its copy of the identification
number on file at the project site and notify the CPM via the monthly compliance
report of its receipt.

WASTE-2 The project owner, upon becoming aware of any waste
management-related enforcement action taken or proposed to be taken against
it, or against any waste hauler or disposal facility or treatment operator with
which it contracts, shall notify the CPM.

265



Verification: The project owner shall notify the CPM in writing within 10
days of becoming aware of an impending enforcement action.

WASTE-3 Prior to the start of both construction and operation, the project
owner shall prepare and submit to the CPM a waste management plan, including
revisions based on the CPM s comments, for all wastes generated during
construction and operation of the facility, respectively. The plans shall contain, at
a minimum, the following:

A description of all waste streams, including projections of frequency,
amounts generated and hazard classifications; and

» Methods of managing each waste, including treatment methods and
companies contracted with for treatment services, waste testing methods to
assure correct classification, methods of transportation, disposal
requirements and sites, and recycling and waste minimization/reduction
plans.

Verification: No less than 630 days prior to the start of construction, or a
lesser time as mutually agreed upon by the project owner and the CPM, the
project owner shall submit the construction waste management plan to the CPM
for review. The operation waste management plan shall be submitted no less
than 60 days prior to the start of project operation, or a lesser time as mutually
agreed upon by the project owner and CPM. The project owner shall submit any
required revisions within 30 days of notification by the CPM (or mutually agreed
upon date). In the Annual Compliance Reports, the project owner shall
document the actual waste management methods used during the year
compared to planned management methods.

WASTE-4 The project owner shall have an environmental professional (as
defined by American Society for Testing and Materials (ASTM), Practice E 1527-
97 Standard Practice for Phase | Environmental Site Assessments) available
during soil excavation activities. The environmental professional shall advise the
Construction Manager on identifying potentially contaminated soils. The
Construction Manager will contact the environmental professional if potentially
contaminated soil is unearthed during excavation at either the proposed site or
linear facilities as evidenced by discoloration, odor, or other signs. Prior to any
further construction activity at that location, the environmental professional shall
inspect the site, determine the need for sampling to confirm the nature and extent
of contamination, and file a written report to the project owner stating the
recommended course of action. If, in the opinion of the environmental
professional, significant remediation may be required, the project owner shall
contact representatives of the Kern County Environmental Health Services
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Department and the Sacramento regional office of the Cal EPA Department of
Toxic Substances Control for guidance and possible oversight.

Verification: The project owner shall notify the CPM in writing within 5 days of

any reports filed by the environmental professional, and indicate if any
substantive issues have been raised. |
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VIII. LOCAL IMPACT ASSESSMENT

All aspects of a power plant project affect, in differing degrees, the community in
which it is located. The effect of the various elements of a project upon the local
area varies from case to case depending upon the nature and the extent of the
community and of the associated impacts. In the present case, we believe the
technical elements discussed in the portion of our Decision are those constituting
the most likely areas of potential local concern.

A. LAND USE

The discussion of the land use impacts for the Sunrise Cogeneration-and-Power
Project focuses on two main issues: the conformity of the project with local land
use plans, ordinances, and policies; and the potential of the project to have
direct, indirect, and cumulative conflicts with existing and planned uses. In
general, a power plant project can be incompatible with existing or planned land
uses when it creates unmitigated noise, dust, public health hazards or nuisances,

traffic, or visual impacts, or when it significantly restricts existing or future uses.

SUMMARY AND DiscussioN oF THE EVIDENCE

The Sunrise Cegeneration—and-Power Project is located within the Midway
Sunset oil field, about three miles northwest of the community of Fellows and 2.5
miles south of Derby Acres. The vicinity of the site is heavily developed and
used by petroleum companies for natural gas and oil production. Numerous
petroleum recovery and storage facilities, electric and petroleum transmission
facilities, and access roads characterize the area. There are no parks,
recreational areas, educational, religious, agricultural uses, health care facilities,
or commercial uses on the site or within a one-mile radius of the site. (Ex. 23, p.

65.) The existing land uses are summarized below.
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Location or Linear Facility Existing Land Uses

Sunrise Cogen-and-Power Plant Undeveloped/Oil Wells/Abandoned Steam Uniits
Transmission Line Corridor BLM lands/ Lokern Natural Area/California
(B,D,E,F) Aqueduct/West Side Canal/ Kern County Flood

Levee/Agricultural lands/Qil
Production/Undeveloped/Residential/ PG&E
Midway Substation

Steam-lrjection-and-Production Undeveloped/Oil Wells/Shale Road/State Royte
WellsProposed Pipeline Corridor 33

The preferred transmission line route for the project includes two options (B and
F) which follow the same corridor alignment and result in a direct interconnection
to the Midway Substation in Buttonwillow. Several residences near the
community of Buttonwillow and near Mirasol Avenue south of Buerkle Road are
located within one-half mile of the transmission line corridor. (Ex. 23, p. 66.) No

other sensitive receptors are located within the proposed corridor.

The project will occupy a 20 acre site to be leased from TCI. The site lies within

an existing 80 acre parcel. The Sunrise Project, as an energy-related use and

facility is permitted and consistent with the Kern County General Plan and Zoning

Ordinance (Ex. 1, Sec. 8.4). While the County would normally require a

conditional use permit for this type of project, the Commission s certification

supercedes this requirement. Kern—GCounty—has—determined—that—as——a

county- Nevertheless, the physical layout of the project and the associated

infrastructure would still have to comply with requirements in the Kern County
Zoning Ordinance. These have been addressed in Condition of Certification
LAND USE 1.

The transmission line corridor will contain a total of 175 transmission poles for

the project. These poles will occupy approximately 0.35 acre of land. (Ex. 23, p.
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68.) The project will comply with local Encroachment Guidelines by obtaining
rights of way permits, complying with clearance requirements, tower and pole
location restrictions and other relevant requirements. (Land Use testimony of
Sheri Jodi Smith.)

Location or Linear Facility Land Use Designation
Sunrise Cogen-and-Power Plant Extensive Agricultural
Transmission Line Corridor Extensive Agriculture/ Mineral and

Petroleum

Extensive Agriculture/ Mineral and
WellsProposed Gas Pipeline Petroleum
Proposed WKWD water line and project Extensive Agriculture/ Mineral and
water line to TCI Petroleum

The evidence of record establishes that the Sunrise project will not cause a
significant change in the character of the affected area. At least three other
projects (Sunrise, Elk Hills and Midway Sunset) may also terminate at the
existing Midway substation. Commission staff withess Amanda Stennick testified
that the Sunrise project would have no significant direct, indirect, or cumulative
land use impacts. This is because neither the Sunrise nor the other nearby
power projects will remove significant amounts of land from agricultural uses. In
addition, the projects are all consistent with the existing land uses in the area.
(10/14/99 RT 101; Ex. 23, p. 68.)

During the evidentiary hearing of October 14, 1999, controversy developed over
the appropriate mitigation for visual impacts, and whether the Applicant could
apply off-site mitigation in lieu of landscaping at the project site. (10/14/99 RT
114.) Subsequently, the Kern County Planning Department, in a December 16,
1999 letter, determined that due to the remoteness of, and lack of public
exposure to the site, the County would not require on-site landscaping.
Accordingly, the staff witness revised her testimony and the language of
Condition of Certification LAND USE-1, to eliminate the landscaping
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requirement. A similar change was also made in the Conditions for visual
impacts. (Exs. 87, 86.)

While the county has not required on-site landscaping from the Sunrise project,
public comment at the Informational Hearing on March 18, 1999, expressed the
opinion that street lamps or community lighting would be a benefit to the nearby
community of Derby Acres. (3/18/99 RT 49-50.) Both members of the Sunrise
Committee explored this idea with Applicant and Staff at the evidentiary hearing
of October 14, 1999. Applicant made clear that it considers itself a member of
the broader community and that community improvements in the context of a
siting case are not necessarily limited to improvements at the power plant site
itself. (10/14/99 RT 108-110.) Applicant agreed that even though the project
imposes no land use or visual impact which must be mitigated, it is willing to
participate in some off-site measures to achieve a community benefit. (10/14/99
RT 140-141.)

The Applicant agrees with the Conditions of Certification proposed by Staff.
(11/7/00 RT 86.)

The record is clear that in the La Paloma case, the project applicant agreed to
provide off-site landscaping and maintenance at an elementary school near the
project. (10/14/99 RT 142.) In this case, because of the interest in—community
lighting-expressed by citizens of Derby Acres, we have added a condition
requiring Applicant to provide an opportunity for community improvementsuch
lighting. This is set forth in Condition of Certification LAND USE-2.

FINDINGS AND CONCLUSIONS

Based upon the uncontroverted evidence of record, we find and conclude as
follows:
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1. The Sunrise Cogeneration-and-Power Project and its related facilities are |
consistent with and permissible uses under the applicable Kern County |
zoning designations.

2. Construction and operation of the Sunrise Cogeneration—and-Power |
Project will not create conflicts with existing or planned land uses in the
project vicinity.

3. The construction of the Sunrise Cegeneration—and-Power Project in |
conjunction with the La Paloma, Midway Sunset and Elk Hills projects will
not have a significant adverse cumulative impact on land use in western
Kern County.

4. The Condition of Certification below ensures that the project will be
constructed and operated in compliance with the applicable laws,
ordinances, regulations, and standards contained in the pertinent portion
of Appendix A of this Decision.

We therefore conclude that the Sunrise Cogeneration-and-Power Project will not

create any significant direct, indirect, or cumulative land use impacts.

CONDITIONS OF CERTIFICATION

LAND USE-1 Prior to the start of construction, the project owner shall submit
a site plan for the project to Kern County for their review and comment, and to
the California Energy Commission Compliance Project Manager (CPM) for
review and approval. The site plan shall comply with all applicable provisions of
Chapters 9.12, 19.86, and 19.82 of the Kern County Zoning Ordinance. The
project owner shall provide a letter of comment from the Kern County Planning
Director stating that the project is consistent with the provisions of the Kern
County General Plan and Zoning Ordinance.

Protocol:  The project owner shall submit to the CPM for review and
approval a site plan. The project owner shall submit a letter from the Kern
County Planning Director stating that the site plan conforms to Kern
County’s Zoning Code and has been approved by the County. If the CPM
notifies the project owner that revisions of the plan are needed before the
CPM will approve the plan, the project owner shall prepare and submit to
the CPM a revised plan.

Verification: At least 60 days prior to the start of any ground disturbance

related to construction, the project owner shall submit a copy of the letter of
comment from the Kern County Planning Director to the CPM for review and
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approval. The project owner shall submit any required revisions within 30 days
of notification by the CPM.

LAND USE-2 Within 90 days of Commission—commencement of
constructioneertification, the project owner shall deposit in trust the sum of
$45941}GO—§30,000 to be used for beautification (to include landscaping and/or
lighting) street-and/orpublic-lighting-in the community of Derby Acres. The
money may be received by Kern County or by a Derby Acres community non-
profit organization for the beautificationpurchase-and-installation-of-low-energy
sodivm—vaper-lighting—in Derby Acres_by the County in coordination with the
community of Derby Acres. After a period of three years from the date of
deposit, any sums and accrued interest not used for such lightingbeautification
shall revert to the project owner.

Verlflcatlon Wlthln 90 days foIIowmg the commencement of construction
, the project
owner shaII submlt ewdence that $4594@—@9§30,00 has been placed in trust in
accordance with the above Condition. The project owner shall include in routine
compliance reports a description of the date, amount and purpose of any
disbursements from the trust when made available by the trustee.
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B. NOISE

The construction and operation of any power plant creates noise, or unwanted
sound. The character and loudness of this sound, the times of day or night
during which it is produced, and the proximity of the facility to sensitive receptors
combine to determine whether a project noise will cause significant adverse
impacts to the environment. In the licensing process, the Commission evaluates
whether noise produced by project-related activities will be consistent with

applicable noise control laws and ordinances.

In this portion of the Decision, we examine the likely noise impacts from the
Sunrise Cogeneration—and-Power Project and the sufficiency of measures
proposed to control them.

SUMMARY AND DiscussioN oF THE EVIDENCE

The Kern County General Plan Noise Element provides the only local regulation
of noise levels in the project area. The California Occupational Safety and
Health Administration (Cal-OSHA) has promulgated Occupational Noise
Exposure Regulations (Cal. Code of Regs., tit. 8, /5095, et seq.) that set
employee noise exposure limits. These standards are equivalent to the
standards (29 CFR,/1910.95) adopted by the Federal Department of Labor,
Occupational Safety and Health Administration (OSHA) under the Occupational
Safety and Health Act of 1970. (29 USC, /651, et seq.) (See Ex. 23, p. 77-78;
see also Ex. 1,/8.5.1))

The terrain at the site is a rolling benchland, sloping with increasing grade up to
the range of mountains to the west, and with decreasing grade to Midway Valley
on the east. The project site is in the midst of an industrial oil production
landscape. It is surrounded primarily by oil production wells and associated
machinery for over a mile in any direction (Ex. 1,/8.5.2.1.) A few industrial
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installations, permanent and temporary (mobile) offices, are dispersed around
the site. The closest of these is approximately 200 feet north of the site. There
are two houses adjacent to each other, on the east side of Highway 33, about 1.3
miles east of the site, on land owned by Chevron. These two houses are the
nearest sensitive receptors to the site. The houses have active oil leases and
crude oil storage tanks in close proximity. Their location, adjacent to Highway
33, subjects them to significant traffic noise as well. Although they appear to be
zoned rural and could therefore be considered highly sensitive land uses

under the Kern County General Plan Noise Element, the uncontroverted
evidence establishes that this location already has impaired use with regard to
noise because of the proximity to industrial and highway noise. These buildings
will, therefore, be considered to be no more than a sensitive land use. (See Ex.
1,/8.5.2.1; Ex. 23, p. 79.) There are no schools, hospitals or other sensitive

receptors within a 2-mile radius. This is the distance identified by staff as an
area outside which construction and operation of a power plant project is not
likely to cause noise impacts. (Ex. 23, p. 79.)

The evidence establishes that Applicant examined the prevailing noise
environment and performed a noise survey at the nearest residential area, Derby
Acres. (Ex. 1,/8.5.2.1, 8.5.2.2-8.5.2.4; Ex. 23, pp. 79-80; Ex. 107,/8.5.)

During its operating life, the power plant will emit a steady, continuous and
broadband noise both day and night. Occasional short-term increases in noise
level will occur as steam relief valves open to vent pressure, or during startup or
shutdown. This operational noise level will have a maximum project impact at
Derby Acres (the nearest sensitive receptor) of about 22.318.2 dBA. Compared
to the ambient noise levels measured in Derby Acres, noise for the operation of
the proposed project would be inaudible during all but the quietest period. The
cumulative impact in Derby Acres of the maximum noise levels from the project
(22-318.2 dBA) does not exceed the Kern County limit of 45 dBA for nighttime
Lso. The nighttime Lsp measured in Derby Acres was 43.2 dBA. With the addition
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of the maximum Leq predicted by the modeling, the nighttime Lso in Derby Acres
would remain at 43.2 dBA. The L¢q impact from the project at the residences on
Highway 33 is estimated to be 30-326.3 dBA. Adding the maximum Leq predicted
by the modeling, the nighttime Lso at the Highway 33 residences would not
change-_(Ex. 107, Sec. 8.5). Although the existing and cumulative noise at the

Highway 33 residences is above the Kern County desirable maximum Lsg, this 1.4
dBA increase would not be audible. These residences are also located outside
the 5 dBA impact contour used by staff to determine whether noise impacts are
significant. (See Ex. 23, p. 84.) Thus, power plant operations would likely be
virtually inaudible. Similarly, operational noise from the transmission line is
projected to be unnoticeable above the background levels. Administrative
procedures and hearing protection measures will be employed to protect plant
workers. (Ex. 23, p. 85.)

Construction of the power plant and the associated linear facilities will cause
short-term noise impacts. General construction activities may result in noise
emissions in the 75 to 85 dBA range, measured at a distance of 100 feet. While
these noise levels could annoy nearby receptors, the evidence establishes that
no single receptor should be subject to impacts for more than a few days. (Ex.
23, p. 82))

Finally, the evidence indicates that the project is unlikely to impact adjacent
development, or contribute to adverse cumulative impacts, due to the commercial
and industrial nature of future development in the vicinity, as well as to the
project’s relatively low noise emissions. The uncontradicted evidence of record
thus establishes that the project will represent an unobtrusive, nearly
undetectable addition to existing sound levels at sensitive receptors. (Ex. 23, p.
83.) Any potential for residual noise impacts will be adequately mitigated by
implementation of the Conditions of Certification below. Additionally, Staff and

the Applicant agreed to modifications to Condition of Certification NOISE-6.
(11/7/00 RT 11).
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FINDINGS AND CONCLUSIONS

Based upon the uncontroverted evidence of record, we find and conclude as
follows:

1. Construction and operation activities of the Sunrise Cogeneration-Power
Project will create noise.

2. The nearest sensitive receptors potentially affected by the project’s
operational noise are approximately one and one-third miles away.

3. The nearest sensitive receptors potentially affected by construction noise
associated with the project are approximately one and one-third miles
away.

4. Operational noise from the power plant under normal operating conditions

will not increase the existing ambient noise levels experienced at the
nearest sensitive receptors.

5. Construction activities associated with the project will be temporary in
nature and will not result in significant adverse noise impacts.

6. Implementation of the measures contained in the Conditions of
Certification